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1. INTRODUCTION 

1.1 Terms of Reference 

This addendum to the North BMI Partial Final Closure Construction Quality Assurance 
Report presents documentation of the Construction Quality Assurance (CQA) 
monitoring activities conducted by Geosyntec Consultants (Geosyntec) for the 
completion of the final cover system associated with the North BMI Landfill (hereafter 
referred to as the Project).  The North BMI Partial Final Closure Construction Quality 
Assurance Report (North BMI CQA Report) (Geosyntec, 2010a) was prepared by 
Geosyntec and submitted in June 2010.  This addendum covers work (including 
documentation submitted from the contractor, laboratory testing, and construction) 
performed for the North BMI closure since June 2010.  The CQA activities covered in 
this addendum were performed by the San Diego office of Geosyntec on behalf of Basic 
Remediation Company (BRC).  The CQA activities for the Project included monitoring 
construction activities and installation of earthworks and geosynthetics. 

This addendum contains documentation that the construction and CQA activities 
associated with the Project were performed in general accordance with the Project 
Documents, defined as the Technical Specifications, Construction Drawings, CQA Plan, 
and Design Engineer-approved design modifications. 

This addendum was prepared for BRC by Mr. Jay Griffin, of Geosyntec.  The work 
described in this report was performed under the responsible charge of Mr. Ron 
Johnson, P.E., of Geosyntec.  Ms. Rebecca Oliver and Mr. Greg Corcoran reviewed this 
report in accordance with Geosyntec’s peer review policy. 

1.2 Report Organization 

This report is organized as follows: 

• Section 2 presents a brief description of the Project; 

• Section 3 presents a description of the CQA program; 

• Section 4 describes the CQA activities related to earthworks; 

• Section 5 describes the CQA activities related to geosynthetics; 
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• Section 6 describes the CQA activities related to surveying; 

• Section 7 summarizes the CQA work and presents Geosyntec’s statement that 
the work was completed in general accordance with the Project Documents;  

• Section 8 presents the Engineer-of-Record stamp and signature; 

• Section 9 presents the Environmental Manager Jurat; and 

• Section 10 presents the references. 

Supporting information and data are presented in appendices at the end of this report. 
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2. PROJECT DESCRIPTION 

The North BMI Landfill is an approximately 35-acre unlined landfill closed with a 
geosynthetic liner system concurrently with the BRC Corrective Action Management 
Unit (CAMU) and the BMI Common Areas Remediation Project.  Approximately 33 
acres of the landfill were closed in 2010 and documented in the North BMI CQA Report 
(Geosyntec, 2010a).  This addendum covers the closure of the final approximately 2 
acres.  The Project construction included the following: 

• subgrade preparation; 

• subgrade survey; 

• installation of needle-punched geosynthetic clay liner (GCL); 

• installation of textured 60-mil high density polyethylene (HDPE) geomembrane; 

• installation of 270-2-6 geocomposite; 

• installation of 1 foot of 1-inch minus final cover material; and  

• installation of 1 foot of 6-inch minus final cover material including a 2-inch 
veneer of decorative rock on side slopes steeper than 5:1 horizontal to vertical 
(H:V). 

Subgrade preparation began 11 February 2014 followed by geosynthetic cover 
installation beginning on 5 March 2014.  The majority of final cover placement was 
completed on 29 March 2014, and final grading was completed on 29 December 2014.  
A photo log of the various stages of construction is presented in Appendix A. 

Design and CQA services for the Project were performed by Geosyntec’s San Diego, 
California office.  ENTACT Environmental Services (ENTACT) of Friendswood, 
Texas was the General Contractor for the Project. ENTACT’s subcontractors included 
the following:   

• Environmental Specialties International, Inc. (ESI) installed the geosynthetic 
cover system components.  

• L.R. Nelson Consulting Engineers (LRN) provided surveying services to 
ENTACT for earthworks and liner placement. 
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3. CONSTRUCTION QUALITY ASSURANCE PROGRAM 

3.1 Introduction 

A description of the CQA program including project documents, design changes, and 
CQA activities, is included in the North BMI CQA Report (Geosyntec, 2010a).  
Contractor submittals for work described in this addendum are presented in 
Appendix B-1.  A description of the personnel that participated in Project activities 
covered by this addendum is listed in the following section.  

3.2 Project Personnel 

The following personnel participated in Project construction activities: 

Basic Remediation Company (BRC) 

(Project Owner) 

• Lee Farris 
 Project Director 

• Josh Carroll 
 Construction Manager 

• Ranajit Sahu 
Project Manager 

  

Geosyntec Consultants (Geosyntec) 

(Construction Quality Assurance Consultant and Design Engineer) 

• Ronald S. Johnson, P.E. 
Engineer-of-Record 

• Jay Griffin 
CQA Manager 

• Gregory T. Corcoran 
Design Engineer 

• Roland Derosier 
CQA Field Technician 

• Rebecca F. Oliver 
Design Engineer 

• Graciano Malana, Jr. 
CQA Field Technician 
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ENTACT Environmental Services (ENTACT) 

(Contractor) 

• Greg S. Tunstall 
Project Director 

• Mike Gelvin 
Field Superintendent 

• Erik Gehringer 
Project Manager 

• Steve Liatti 
Field Engineer 

• Marc Onder 
Field Engineer 

Environmental Specialties International, Inc. (ESI) 

(Geosynthetic Installer) 

• Kerry Gregg Abney 
Project Manager 

• Mario Buitron 
Master Seamer/Foreman 

• Ismael Buitron 
Superintendent 

• Victor Buitron 
QC Foreman 

TRI/Environmental, Inc. (TRI) 

(Off-site Geosynthetics Testing Laboratory) 

• Sam R. Allen 
Laboratory Director 

SGI Testing Services, LLC (SGI) 

(Off-site Geosynthetics Testing Laboratory) 

• Zehong Yuan 
Laboratory Manager 

Excel Geotechnical Testing (EGT) 

(Off-site Soils Testing Laboratory) 

• Nader Rad 
Laboratory Manager 
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4. CONSTRUCTION QUALITY ASSURANCE - EARTHWORKS 

4.1 General 

CQA monitoring of the earthwork components of the Project included observation of 
construction methods, testing of earthwork materials in place, and reviewing field test 
results for general conformance with the Project Documents. Geosyntec CQA personnel 
monitored the subgrade preparation and final cover placement.  The following sections 
present an overview of the materials used for the earthwork components of the Project 
and summarize the methods, frequency, and results of Geosyntec’s CQA testing. 

4.2 CQA Monitoring and Testing – Final Cover Soil Placement 

4.2.1 Overview 

Subgrade preparation began on 11 February 2014 and was completed on 5 March 2014.  
Final cover soil placement began on 12 March 2014 and was completed on 29 March 
2014.  Final cover soil material was obtained from the 200,000 cubic yard (cy) stockpile 
and screened to 1-inch minus for the first 1-foot lift and 6-inch minus for the second 1-
foot lift.  Geosyntec observed approximately 4,595 cy of final cover and decorative rock 
mulch placement. 

4.2.2 Material Placement and Compaction Observation 

Geosyntec observed that the first foot of operations layer material had no particles 
greater than 1 inch and the second foot of operations layer material had no particles 
greater than 6 inches. The first lift of material was observed to be placed using a 
Caterpillar D-6 dozer exhibiting a ground contact pressure less than 10 pounds per 
square inch (psi) and compacted with 4 passes (each pass includes forward and reverse 
motions) in accordance with the Project Documents. The second lift of final cover soil 
was observed to be placed in the same manner as the first lift and compacted with 4 
passes of a 20,000 pound (lb) compactor operating in vibratory mode going upslope and 
static mode going downslope on slopes greater than 10:1 horizontal to vertical (H:V). 
On slopes less than 10H:1V, the second lift was observed to be compacted by 2 passes 
of the compactor operating in vibratory mode in both directions.   
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4.2.3 Moisture Content Test Results 

Geosyntec personnel performed 2 moisture content tests (ASTM D 4643) on the final 
cover material; 1 sample was from the 1-inch minus material and 1 sample was 
collected from the 6-inch minus material.  The testing resulted in a frequency of 1 per 
2,298 cy of final cover soil meeting the minimum requirement of one test per material 
type and one per 5,000 cy.  The test results indicate that the material was placed in 
accordance with the requirements outlined in the Technical Specifications.  Results of 
the moisture content tests are presented in Appendix C-1.  Modified proctor tests used 
for comparison with the moisture content are also included in Appendix C. These tests 
were originally documented in the North BMI CQA Report (Geosyntec, 2010a). 

4.2.4 Conformance Testing 

The North BMI CQA Report (Geosyntec, 2010a) includes documentation of 11 particle 
size analyses (ASTM D 422), 11 Atterberg limits tests (ASTM D 4318), 11 soil 
classification tests (ASTM 2487), and two triaxial shear tests (ASTM D 4767) 
performed on the cover soil.  The addition of 4,595 cy of cover soil documented in this 
addendum results in a total of 106,985 cy of cover soil placed on the North BMI 
Landfill.  This results in updated testing frequencies of one test per 9,726 cy for particle 
size analysis, Atterberg limits, and soil classification.  These frequencies exceed the 
requirement of one test per 10,000 cy.  The two triaxial tests included in the North BMI 
CQA Report (Geosyntec, 2010a) exceed the required frequency of one test per source.  
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5. CONSTRUCTION QUALITY ASSURANCE - GEOSYNTHETICS 

5.1 General Overview 

Geosyntec monitored installation of the geosynthetic components of the Project’s final 
cover system.  This section contains a description of CQA tasks performed in support of 
geosynthetics installation and the geosynthetic components used in construction of the 
Project’s final cover system.  Subsequent sections contain descriptions of geosynthetic 
conformance testing and documentation and CQA monitoring and testing performed by 
Geosyntec during final cover construction.   

The manufacturer’s quality control (MQC) and conformance testing data included in 
this addendum pertains only to materials procured by the contractor after completion of 
the North BMI CQA Report submitted in June 2010 (Geosyntec, 2010a).  
Documentation of geosynthetic materials used for this Project that were procured prior 
to June 2010 are included in previous Closure CQA Reports for the North BMI Closure 
and the CAMU Closures (Geosyntec, 2010a and Geosyntec, 2010b).   Documentation of 
the geosynthetic final cover materials and installation is presented in Appendices D 
through F. 

The following geosynthetic materials were used during construction of the Project’s 
composite liner system: 

GCL: • CETCO Lining Technologies 
BENTOMAT DN 

Geomembrane: • Agru 60-mil double-sided textured 
HDPE geomembrane (Microspike) 

Geocomposite • Skaps Industries Transnet 270-2-6 

5.2 Geosynthetic Clay Liner CQA 

5.2.1 General 

ESI installed a total of approximately 64,270 square feet (sf) of GCL during this Project.  
This section contains a description of CQA tasks performed in support of the GCL 
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material and installation methods used in construction of the Project’s final cover 
system.  Documentation of the GCL material and installation during this phase is 
presented in Appendix D. 

Installation of the GCL component of the Project began on 5 March 2014 and was 
completed on 6 March 2014.  The CQA tasks performed during construction of the GCL 
component of the Project’s final cover system included the following: 

• documenting the GCL storage methods at the site and comparing the delivered 
inventory against the inventory list prepared in the factory; 

• reviewing the manufacturer’s certification and manufacturer quality control 
(MQC) test results for general compliance with the Project Documents; 

• documenting the acceptance and/or rejection of GCL materials; 

• monitoring and documenting subgrade acceptance for GCL deployment; 

• monitoring and documenting the deployment and installation of the GCL 
materials; and 

• monitoring and documenting damaged materials and the repairs performed on 
the GCL material. 

Documentation in support of the GCL materials is presented in Appendix D. 

5.2.2 Conformance Testing and Documentation 

5.2.2.1 Manufacturer Quality Control Documentation 

The Contractor submitted certification and MQC documentation provided by CETCO 
for 179,800 sf of GCL manufactured for closure construction.  Geosyntec compared the 
information contained in the manufacturer's documentation against the requirements 
listed in the Project Documents.  The documentation included information regarding the 
properties of the geotextile and bentonite clay components used to manufacture the 
GCL.  Based on this review, the GCL material delivered to the site met the requirements 
of the Project Documents.  The submittal packages for the GCL materials delivered to 
the site as part of the work covered by this addendum are presented in Appendix B-1. 

Geosyntec performed a material inventory of the on-site GCL and compared the 
inventoried material to the list of MQC data submitted by the contractor.  MQC data 
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was received for the material inventoried and used for the Project.  GCL Material 
Inventory Logs are presented in Appendix D-1. 

5.2.2.2 Sampling and Conformance Testing 

TRI sampled the GCL material covered under this addendum for conformance testing at 
the CETCO manufacturing plant and shipped five samples to their laboratory in Austin, 
Texas for testing.  The conformance testing consisted of bentonite mass per unit area, 
moisture content and index flux.  One sample from the GCL rolls identified in submittal 
02772-004S did not meet conformance testing requirements for moisture content, 
therefore all six rolls identified in submittal 02772-004S were rejected and not shipped 
to the site.  These rolls are identified as “not meeting the Technical Specifications” in 
the GCL Material Inventory Logs presented in Appendix D-1. 

Four GCL samples from the accepted material were tested for mass per unit area and 
moisture content, and three of the four GCL samples were tested for index flux, with an 
approximate testing frequency of one test per 44,950 sf and 59,933 sf, respectively for 
each test, of GCL delivered.  This frequency exceeds the testing frequency of one test 
per 100,000 sf and 400,000 sf for bentonite mass per unit area and moisture content, and 
index flux, respectively, as required in the Project Documents.  In addition, two samples 
of GCL as well as two samples of geomembrane and geocomposite were tested for 
interface shear strength.  The GCL was tested at a frequency of one test per 89,900 sf of 
material delivered, which meets the testing frequency of one test per 400,000 sf as 
required in the Project Documents.  The GCL samples were tested using the following 
standards: 

• Bentonite Mass Per Unit Area (ASTM D 5993);  

• Moisture Content (ASTM D 2216); 

• Index Flux (ASTM D 5887); and 

• Interface Shear Testing (ASTM D 6243). 

Results indicate that the GCL installed meets the material requirements of the Project 
Documents.  The CQA conformance testing results are included in Appendix D-2 and 
D-4. 
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5.2.3 Construction Quality Assurance Monitoring 

5.2.3.1 On-Site Storage 

On-site storage methods for the GCL material were monitored by Geosyntec personnel.    
Material stored longer than 30 days was generally stored in accordance with the Project 
Documents.  In addition, rolls were monitored for damage and thin areas of bentonite 
prior to placement.  Geosyntec did not observe damage to the material installed. 

5.2.3.2 Placement Methods 

Geosyntec observed the subgrade prior to deployment of the GCL.  Copies of the 
subgrade acceptance forms are provided in Appendix D-3. 

Geosyntec also monitored for the following potential problems: 

• manufacturing defects; 

• presence of needles that are used during the manufacturing process; 

• evidence of damage which may have occurred during shipping, storage, or 
handling; and 

• damage caused during installation activities as a consequence of placement, 
connection operations, or weather. 

Repairs were made to the GCL in accordance with the Project Documents.  In addition, 
Geosyntec monitored that entrapment of stones or other objects that could potentially 
damage the GCL or the overlying geomembrane did not occur. 

5.2.3.3 Seaming Methods 

The GCL was placed in individual panels.  Adjacent panels were overlapped at least six 
inches along the sides and a minimum of 1 foot along the panel ends in accordance with 
the requirements of the Project Documents.  Bentomat DN materials installed for this 
project included CETCO’s “supergroove” along the sides, which negates the need for 
installing granular bentonite between the overlapped panels.  End seams included 
bentonite between the overlapped panels in accordance with the Project Documents. 

In areas where GCL was placed on slopes steeper than 10H:1V, adjacent panels were 
overlapped at least 12 inches along the sides and a minimum of 2 feet along the panel 
ends in accordance with the general requirements of the Project Documents. 
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5.2.3.4 Geosynthetic Clay Liner Repairs 

Geosyntec observed that holes or tears in the GCL were repaired in accordance with the 
requirements outlined in the Project Documents.  Repairs were made by placing an 
additional piece of GCL over the defective area to a distance of at least 2 feet in all 
directions from the defect on slopes steeper than 10 percent.  On slopes 10 percent or 
flatter, repairs were made by placing an additional piece of GCL over the defective area 
to a distance of at least 1 foot in all directions from the defect.  Overlaps were seamed 
with granular bentonite in accordance with the Project Documents. 

5.3 Geomembrane CQA 

5.3.1 General 

Geosyntec monitored installation of approximately 64,270 sf of geomembrane for the 
Project.  This section contains a description of CQA tasks performed in support of the 
geomembrane installation methods used in construction of the Project.  Textured 60-mil 
HDPE geomembrane manufactured by Agru was used as the geomembrane component 
of the final cover system.  Documentation of the geomembrane material and installation 
is provided in Appendix E.  

Construction of the geomembrane components of the Project began on 5 March 2014 
and was completed on 6 March 2014.  The CQA tasks performed during construction of 
the geomembrane components of the Project’s cover system included the following: 

• documenting the geomembrane storage methods at the site and comparing the 
delivered inventory against the inventory list prepared in the factory; 

• reviewing the geosynthetic installer’s qualifications and resumes of personnel 
responsible for the project; 

• reviewing the MQC documentation and test results for compliance with the 
Project Documents; 

• reviewing the results of conformance testing for compliance with the Project 
Documents; 

• documenting the acceptance and/or rejection of geomembrane materials; 

• monitoring trial geomembrane seaming and the on-site destructive testing of trial 
seams by the contractor; 
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• monitoring and documenting production seaming of the adjacent geomembrane 
panels; 

• monitoring and documenting the repairs for geomembrane; 

• monitoring and documenting the non-destructive field testing of production 
geomembrane seams and other repairs; 

• selecting destructive geomembrane production seam sample locations and 
documenting their location; 

• shipping of geomembrane production seam samples for destructive testing; 

• reviewing the destructive seam test results for compliance with the 
specifications;  

• monitoring installation of overlying materials for damage to geomembrane; and 

• monitoring and reviewing documentation of the repair of geomembrane 
production seams that failed either non-destructive or destructive CQA testing 
criteria. 

5.3.2 Conformance Testing and Documentation 

5.3.2.1 Manufacturer Quality Control Documentation 

The Contractor submitted certification and MQC documentation for 92,920 sf of 60-mil 
HDPE geomembrane manufactured for this phase of closure. The documentation for the 
rolls of geomembrane material includes: 

• polyethylene resin certificates; 

• geomembrane inventory list; and 

• geomembrane certificates and MQC test results. 

The documentation indicates that the geomembrane and resin properties met the 
requirements specified in the Project Documents.  This documentation reviewed by 
Geosyntec is presented in Appendix B-2.   

Geosyntec performed a material inventory of the on-site geomembrane and compared 
this to the list of MQC data submitted by the contractor.  The geomembrane Material 
Inventory Log is presented in Appendix E-1. 
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5.3.2.2 Sampling and Conformance Testing 

TRI collected three samples of the geomembrane material for conformance testing at the 
geomembrane manufacturing plant and shipped the samples to their laboratory in 
Austin, Texas for testing.  The 60-mil geomembrane was sampled and tested with an 
approximate testing frequency of one test per 23,230 sf of geomembrane material 
manufactured (92,920 sf manufactured for this closure project).  These frequencies 
exceed the testing frequency of one test per 100,000 sf. The geomembrane samples were 
tested for the following: 

• Thickness (ASTM D 5199); 
• Specific Gravity (ASTM D 792, Method A); 
• Tensile Properties (ASTM D 638); 
• Carbon Black Content (ASTM D 1603);  
• Interface Shear Strength (ASTM 6243); and 
• Carbon Black Dispersion (ASTM D 5596). 

Geosyntec reviewed the results of the conformance testing and found the results to meet 
or exceed the requirements of the Project Documents.  The conformance test results are 
included in Appendix E-2. 

5.3.3 Construction Quality Assurance Monitoring 

5.3.3.1 Delivery and On-Site Storage 

The geomembrane rolls were generally stored in such a way as to reduce exposure to 
sources of damage. 

5.3.3.2 Placement Methods 

The installer transported the rolls to the Project area by using a fork lift and attached 
spreader bar in a manner intended to reduce damage to the geomembrane.  Panels were 
manually placed into position and temporarily secured with sandbags.  Panel Placement 
Logs for the geomembrane installation were prepared by Geosyntec and are presented in 
Appendix E-5.  Numbering of the geomembrane panels is continued from the Panel 
Placement Logs presented in the North BMI CQA Report (Geosyntec, 2010a).  The 
limits of HDPE geomembrane placed during the Project’s liner system construction are 
shown on Construction Record Drawings presented in Appendix G. 
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During deployment, geomembrane panels or rolls were visually observed for the 
following potential problems: 

• manufacturing defects; 

• evidence of damage that may have occurred during shipping, storage, and 
handling; and 

• damage caused by the installation activities (e.g., as a consequence of panel 
placement, seaming operations, or weather). 

Damaged materials were either discarded or repaired, as described herein.  
Geosyntec observed repair locations.  Whenever possible, the cause(s) of the damage 
was ascertained and addressed to minimize the potential for further damage. 

5.3.3.3 Trial Seams 

Geomembrane trial seams for each welding technician and for each piece of seaming 
equipment (i.e., fusion or extrusion) were prepared at the beginning of the morning and 
afternoon seaming shifts.  Additional trial seams were performed if the welding material 
changed, if adjustments were made to the seaming equipment, or if there was a 
significant change in weather.  Geosyntec observed that the trial seams were prepared in 
general accordance with the requirements of the Project Documents.  Each trial seam 
was approximately 1 foot wide by 5 feet long for both fusion and extrusion welds, with 
the seam centered lengthwise.  Following completion of the trial seams, the seams were 
destructively tested in the field by ESI by using a calibrated field tensiometer (Appendix 
E-3). Geosyntec monitored and documented the geomembrane trial seams for general 
conformance to the Project Documents.  The following procedure was followed for trial 
seam testing: 

• 4 1-inch wide coupons were cut every 1 foot along the trial weld; 

• 2 coupons were tested in peel strength (both tracks were tested for the fusion 
welds) and 2 coupons were tested for shear strength by using a digital 
tensiometer; 

• a passing test for each specimen was confirmed when the requirements in the 
Project Documents were met or exceeded; and 

• if a specimen failed a test, 2 additional new trial seams were fabricated and the 
test procedure was repeated. 
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The technician proceeded with the production seaming operations once a technician 
produced a trial seam or seams passing the above-described tests, and his trial seams 
met or exceeded the requirements of the Project Documents.  A total of 19 trial seams 
were tested by ESI and documented by Geosyntec.  These trial seams met the 
requirements of the Project Documents.  Geosyntec CQA personnel recorded the trial 
seam testing results on Trial Seam Logs.  Copies of the completed logs are presented in 
Appendix E-4.  Numbering of the trial seams is continued from the trial seam logs 
presented in the North BMI CQA Report (Geosyntec, 2010a). 

5.3.3.4 Production Seaming 

Geomembrane production seaming operations were monitored and documented by 
Geosyntec CQA personnel.  Geosyntec recorded the date, seam and panel numbers, 
time, technician, and machine number for each seam on the Seam Logs.  These Seam 
Logs are presented in Appendix E-6.  Approximately 2,833 and 610 linear feet (LF) of 
production fusion and extrusion seams, respectively, were welded during installation of 
the Project’s liner system.  Geomembrane seams were visually examined for 
workmanship and continuity.  Areas of the seams suspected of being substandard were 
marked by Geosyntec CQA personnel for destructive testing and, if necessary, for 
repair.  During seaming, geomembrane panels were observed for the following: 

• joints between geomembrane panels were overlapped by a minimum of 4 inches; 

• weld area was free of dirt, dust, moisture, or other foreign material; 

• extrusion welding rod resin used for extrusion welding was the same resin type 
used to manufacture geomembrane material; 

• edges of the geomembrane were protected during placement to prevent 
movement by wind or other damage prior to seaming; 

• seams were wiped with oil-free rags, where appropriate, to remove moisture or 
dirt and dust; 

• weld was made immediately after preparation and cleaning was complete; 

• excessive wrinkles were cut, overlapped, and extrusion welded; 

• geomembrane areas showing excessive scuffing, puncture, or distress were 
replaced; and 
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• damage caused by the installation activities (e.g., as a consequence of panel 
placement, seaming operations, or weather) was repaired.  

Damaged geomembrane welds that were identified by Geosyntec CQA personnel were 
brought to the attention of the installer for repair.  Geomembrane repairs are described 
in Section 5.3.6.  Repairs were nondestructively tested as described herein.   

5.3.4 Nondestructive HDPE Geomembrane Seam Testing 

5.3.4.1 General 

Geomembrane seams were nondestructively tested by ESI for continuity by using air-
pressure or vacuum test procedures.  Double-track fusion seams were tested using the 
air-pressure test method (ASTM D 5820).  The extrusion welds were tested with the 
vacuum test method (ASTM D 5641).  Defects identified by nondestructive testing were 
repaired, as described in Section 5.3.6. 

5.3.4.2 Test Methods 

Double-track fusion seams were nondestructively tested by using the air-pressure test.  
The procedure followed for the air-pressure test was: 

• visually observe the integrity of the section of seam being tested; 

• seal both ends of the air channel by using heat and pressure; 

• insert the needle of a pressure gauge into the air channel at one end of the seam; 

• pressurize the air channel between 25-30 psi gauge pressure with an air pump; 

• maintain the gauge pressure for at least five minutes; 

• if a loss of pressure exceeding 3 psi occurs or if the pressure does not stabilize 
during the test, identify the faulty area and repair in accordance with the 
procedure described in Section 5.3.6 of this report; 

• record the location of the test; and 

• upon completion of the nondestructive test, confirm the continuity of the air 
channel by releasing air from the end of the seam opposite the end in which the 
needle was inserted. 
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The vacuum test was used to nondestructively test extrusion seams.  The procedure 
followed was: 

• connect the hose and vacuum box assembly to the vacuum pump; 

• wet a strip of seam approximately 1 foot wide by 3 feet long with soapy 
solution; 

• place the vacuum box over the wetted area; 

• open the bleed valve on the vacuum box test apparatus; 

• force the box onto the sheet until a vacuum is established, as evidenced by a 
negative box pressure of approximately 5 psi gauge; 

• hold the vacuum box in place for a minimum of 10 seconds while examining the 
seam through the viewing window for the occurrence of air bubbles; and 

• record the location of leaks, if any, and repair the area. 

5.3.4.3 Summary of Test Results 

Seams passing the nondestructive testing were temporarily accepted.  Final evaluation 
of the seams is measured by the destructive test results described in the following 
section.  Portions of the seam that did not pass nondestructive testing were repaired as 
outlined in Section 5.3.6. 

5.3.5 Destructive HDPE Geomembrane Seam Testing 

5.3.5.1 General 

Geomembrane seam samples were destructively tested by TRI in accordance with the 
Project Documents.  Samples of the production geomembrane seams for the Project 
were obtained by Geosyntec CQA personnel according to the procedures identified in 
the Project Documents.  Geosyntec obtained 9 destructive geomembrane samples, 7 
from fusion welds and 2 from extrusion welds.  This equates to a frequency of one 
destruct per 405 LF of total production seaming for fusion welds and one destruct per 
305 LF of total production seaming for extrusion welds.  These frequencies satisfy the 
requirements of the Project Documents of one destructive sample per 500 LF of 
production seam.  The locations of the destructive seam samples are described on the 
Destructive Test Logs presented in Appendix E-8.  Numbering of the destructive 
geomembrane samples is continued from the Destructive Test Logs presented in the 
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North BMI CQA Report (Geosyntec, 2010a).  Sampling procedures, test methods, and 
test results of seam samples are discussed further in the following sections. 

5.3.5.2 Seam Sampling and Destructive Testing 

ESI removed destructive seam samples at locations designated by Geosyntec CQA 
personnel for destructive testing.  Each sample’s location was chosen to satisfy the 
frequency requirement, or to determine whether the seam was suspected of excess 
crystallinity, weld contamination, or other potential cause of poor welds. 

Seam samples were tested in the field by ESI prior to laboratory testing.  Field testing 
consisted of testing 5 coupons for peel adhesion and 5 coupons for bonded seam 
strength (shear) from each sample.  Testing of the seams was performed under the 
observation of Geosyntec CQA personnel in general accordance with the requirements 
of the Project Documents.  When test results and observations of seam testing in the 
field indicated that the seam satisfied the Project Documents, a portion of the sample 
was forwarded to TRI for laboratory destructive seam testing.  Laboratory testing 
consisted of testing 5 coupons for peel adhesion and 5 coupons for bonded seam 
strength (shear). 

5.3.5.3 Summary of Destructive Test Results 

All of the 9 geomembrane seam samples destructive test results met or exceeded the 
requirements outlined in the Project Documents, as outlined below: 

60-mil Geomembrane 
Seam Strength Requirements 

• Peel – Fusion (lbs/in.) 91 
• Peel – Extrusion (lbs/in.) 78 
• Shear (lbs/in.) 120 

Destructive test results are presented in Appendix E-8. 

5.3.6 Geomembrane Repairs 

Defects identified by visual inspection, nondestructive testing, or destructive testing 
were repaired by the installer using hand-held extrusion welders.  Tears and holes in the 
geomembrane were patched (i.e., capped) by using extrusion welders.  Repairs were 
performed in accordance with the requirements of the Project Documents.  Geosyntec 
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personnel monitored the geomembrane repair work and recorded the locations and 
subsequent nondestructive testing on the Repair Summary Logs located in 
Appendix E-7.  Numbering of the geomembrane repairs is continued from the Repair 
Logs presented in the North BMI CQA Report (Geosyntec, 2010a).  Geomembrane 
repair locations are shown on the Construction Record Drawings presented in Appendix 
G. 

5.4 Geocomposite CQA 

5.4.1 General 

The contractor installed approximately 64,270 sf of geocomposite overlying the 
geomembrane for final cover drainage. The tasks performed to monitor the 
geocomposite component installation included the following: 

• documenting the geocomposite storage methods at the site and comparing the 
delivered inventory against the inventory list prepared in the factory; 

• reviewing the manufacturer’s certification for compliance with the Project 
Documents; 

• documenting the acceptance and/or rejection of geocomposite materials; 

• monitoring the deployment and installation of the geocomposite materials; and 

• monitoring and documenting damaged materials and the repair methods 
performed on the geocomposite material. 

5.4.2 Manufacturer Quality Control Documentation 

The Contractor submitted certification and MQA/MQC documentation provided by 
Skaps for the 78,300 sf of geocomposite manufactured for this phase of closure.  
Geosyntec compared the information contained in the manufacturer's documentation 
against the requirements listed in the Project Documents.  Based on this comparison, the 
geocomposite material delivered to the site met or exceeded the requirements of the 
Project Documents.  The submittal package for the geocomposite materials is presented 
in Appendix B-2. 
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Geosyntec performed a material inventory of the on-site geocomposite and compared 
this to the list of MQC data submitted by the contractor.  The geocomposite Material 
Inventory Log is presented in Appendix F-1. 

5.4.2.1 Sampling and Conformance Testing 

TRI sampled the geocomposite material at the manufacturing facility and sent the 
samples to their laboratory in Austin, Texas for testing.  Two samples were sent to TRI 
for conformance testing for peel strength (ASTM D 7005) and hydraulic transmissivity 
(ASTM D 4716), with an approximate testing frequency of one test per 39,150 sf of 
geocomposite manufactured for this phase of closure.  This frequency exceeds the 
testing frequency of one test per 200,000 ft for peel strength and hydraulic 
transmissivity as required in the Project Documents. Results indicate that the 
geocomposite meets or exceeds the requirements of the Project Documents.  The CQA 
conformance testing results are included in Appendix F-2. 

5.4.3 Construction Quality Assurance Monitoring 

5.4.3.1 On-Site Storage 

On-site storage methods for the geocomposite material were monitored by Geosyntec 
personnel.  Geosyntec personnel observed that the geocomposite material was properly 
stored to prevent damage.  Geosyntec did not observe damage to the material during 
storage at the site. 

5.4.3.2 Placement Methods 

Geosyntec monitored for the following potential problems: 

• manufacturing defects; 

• evidence of damage which may have occurred during shipping, storage, or 
handling; and 

• damage caused during installation activities, as a consequence of placement, 
connection operations, or weather. 

Damaged geocomposite that was identified was brought to the attention of the installer 
for removal or repair.  Repairs performed on the material are described in 
Section 5.4.3.4. 
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5.4.3.3 Seaming Methods 

The geocomposite was placed in individual panels.  Geosyntec monitored that the 
geonet of adjacent rolls were overlapped by at least 4 inches along the length and 
12 inches along the width.  Geonet overlaps were secured with nylon ties at a minimum 
of 5-foot intervals on side-to-side seams, and every 12 inches along end-to-end seams.  
Bottom geotextile components were overlapped, and top geotextile components were 
continuously sewn.  Geosyntec monitored that seaming was performed in general 
accordance with the Project Documents. 

5.4.3.4 Geocomposite Repairs 

Geosyntec observed that holes or tears in the geocomposite were repaired.  Repairs were 
made by placing an additional piece of geocomposite over the defective area to a 
distance of at least 2 feet in all directions from the defect, and secured every 6 inches 
with nylon ties.  The top geotextile component of the patch was heat sealed to the top 
geotextile of the geocomposite needing repair.  
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6. CONSTRUCTION QUALITY ASSURANCE – SURVEYING 

Geosyntec personnel reviewed the surveyor’s submittals to ensure a minimum final 
cover thickness was placed over the North BMI Landfill. Record drawings of the 
subgrade, cover geosynthetics, and final cover, along with the associated data tables, are 
included in Appendix G.   
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7.  SUMMARY AND CONCLUSIONS 

Final closure of the remaining approximately 2 acres of the North BMI Landfill began 
on 11 February 2014 and was substantially completed following final cover placement 
on 29 December 2014. During this time, Geosyntec provided CQA personnel on site to 
monitor construction and document consistency with the requirements of the Project 
Documents.  As part of the CQA activities, Geosyntec personnel monitored the 
construction and installation of the following: 

• Earthworks (subgrade preparation and final cover placement); and 

• Geosynthetics (geocomposite, geomembrane, and GCL). 

During construction, Geosyntec CQA personnel performed conformance testing and 
CQA testing on the construction materials identified in this report at the frequencies 
required in the Project Documents.  Geosyntec CQA personnel monitored that the 
materials used for construction conformed to the requirements of the Project 
Documents.  A condition or material that was identified as not conforming to the 
requirements of the Project Documents or approved modifications thereto was 
corrected, repaired, and retested (as described in this report) or discarded and not used.  
Based on our observations and testing, Geosyntec concludes that the North BMI 
Landfill closure was constructed in accordance with the Project Documents. 
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9. CERTIFIED ENVIRONMENTAL MANAGER JURAT 

I hereby certify that I am responsible for the services described in this document and 
for the preparation of this document. The services described in this document have 
been provided in a manner consistent with the current standards of the profession 
and to the best of my knowledge comply with all applicable federal, state and local 
statutes, regulations and ordinances. I hereby certify that all laboratory analytical 
data was generated by a laboratory certified by the NDEP for each constituent and 
media presented herein. 

 

 

                                                                                                     4/1/2015 
Dr. Ranajit Sahu, C.E.M. (No. EM-1699, Exp. 10/07/2015)          Date 
BRC Project Manager 
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cust: Environmental Specialties doc 22307
PO#: 18541   ENTACT
Dest: Henderson, NV

6 rolls 60 HD micro (505)
English Dimensions

roll # wid len area check weld rod qty (if ordered) wgt resin lot #
100k / lot  sqs to TRI TX  >>>   2ft fric to TRI CALI

825702  .13 23.0 505        11615.0 60HD   micro    6 tot 1 3848 2ft fric + sqs H8231930
825703  .13 23.0 505        11615.0 60HD   micro    6 tot 2 3850 H8231930
825704  .13 23.0 505        11615.0 60HD   micro    6 tot 3 3852 H8231930
825705  .13 23.0 505        11615.0 60HD   micro    6 tot 4 3860 H8231930
825706  .13 23.0 505        11615.0 60HD   micro    6 tot 5 3860 H8231930
825707  .13 23.0 505        11615.0 60HD   micro    6 tot 6 3856 H8231930

23126

(fern) ESI ENTACT Henderson, NV doc 22307 list (6m) Page 1



Label 59Smooth Edge Testing ASTM D1004            Average Tear Resistance
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N/mm (kN/m)

N/mm (kN/m)32Average Strength @ Break 185

m

2250 2,451

Date:...................................................

Signature.............................................                     
Quality Control Department
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2400 2,658

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.944

ROLL # 825702-13 Liner Type: MICROSPIKE™ HDPELot #: H8231930

Measurement
ASTM D5994
(Modified)

mm1.48
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Average Tear Resistance 
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Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)
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GRADE: K307
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Carbon Black Dispersion
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RESULTS
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REV 03
12/23/05

psi

psi

157

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi27

lbs

lbs

431.5
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TOP / BOTTOM 213

Customer:
PO:

Destination

Environmental Specialties 
18541   ENTACT 
Henderson, NV
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Date:...................................................

Signature.............................................                     
Quality Control Department
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Puncture Resistance
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feet23.0
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ASTM D4218
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ROLL # 825703-13 Liner Type: MICROSPIKE™ HDPELot #: H8231930
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(Modified)
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Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil61MIN:

MAX:

AVE:

Average Dimensional change               %

6/23/13

Puncture Resistance
ASTM D4833 (Modified)

Load  136

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity ASTM D7466: 34/32 mil

-.20

Average Elongation @ Break              %

2,566

3,029

15.50

459.5

53.000

60HDmic.FRM
REV 03
12/23/05

psi

psi

159

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi28

lbs

lbs

431.5

604.9

N

N

TOP / BOTTOM 213

Customer:
PO:

Destination

Environmental Specialties 
18541   ENTACT 
Henderson, NV

2250 2,680

lbs



Label 59Smooth Edge Testing ASTM D1004            Average Tear Resistance

OIT(Standard) ASTM D3895   minutes

2400 3,400

N lbs235.7

N/mm (kN/m)

N/mm (kN/m)33Average Strength @ Break 187

m

2250 2,451

Date:...................................................

Signature.............................................                     
Quality Control Department

45 53.000

f 467.0

12 17.00
f 14.00

2400 2,658

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.944

ROLL # 825704-13 Liner Type: MICROSPIKE™ HDPELot #: H8231930

Measurement
ASTM D5994
(Modified)

mm1.52

mm1.57 mil62

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.01
153.926 feet505.0

mm1.61 mil63

.24

2.42

10 IN CATEGORY 1

400 452.0

45 53.000

CERTIFIED

97

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil60MIN:

MAX:

AVE:

Average Dimensional change               %

6/23/13

Puncture Resistance
ASTM D4833 (Modified)

Load  136

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity ASTM D7466: 28/34 mil

-.20

Average Elongation @ Break              %

2,566

3,029

15.50

459.5

53.000

60HDmic.FRM
REV 03
12/23/05

psi

psi

159

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi28

lbs

lbs

431.5

604.9

N

N

TOP / BOTTOM 213

Customer:
PO:

Destination

Environmental Specialties 
18541   ENTACT 
Henderson, NV

2250 2,680

lbs



Label 59Smooth Edge Testing ASTM D1004            Average Tear Resistance

OIT(Standard) ASTM D3895   minutes

2400 3,400

N lbs235.7

N/mm (kN/m)

N/mm (kN/m)33Average Strength @ Break 186

m

2250 2,451

Date:...................................................

Signature.............................................                     
Quality Control Department

45 53.000

f 467.0

12 17.00
f 14.00

2400 2,658

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.944

ROLL # 825705-13 Liner Type: MICROSPIKE™ HDPELot #: H8231930

Measurement
ASTM D5994
(Modified)

mm1.48

mm1.56 mil61

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.01
153.926 feet505.0

mm1.66 mil65

.24

2.42

10 IN CATEGORY 1

400 452.0

45 53.000

CERTIFIED

97

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil58MIN:

MAX:

AVE:

Average Dimensional change               %

6/23/13

Puncture Resistance
ASTM D4833 (Modified)

Load  136

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity ASTM D7466: 28/34 mil

-.20

Average Elongation @ Break              %

2,566

3,029

15.50

459.5

53.000

60HDmic.FRM
REV 03
12/23/05

psi

psi

158

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi28

lbs

lbs

431.5

604.9

N

N

TOP / BOTTOM 213

Customer:
PO:

Destination

Environmental Specialties 
18541   ENTACT 
Henderson, NV

2250 2,680

lbs



Label 59Smooth Edge Testing ASTM D1004            Average Tear Resistance

OIT(Standard) ASTM D3895   minutes

2400 3,400

N lbs235.7

N/mm (kN/m)

N/mm (kN/m)33Average Strength @ Break 187

m

2250 2,451

Date:...................................................

Signature.............................................                     
Quality Control Department

45 53.000

f 467.0

12 17.00
f 14.00

2400 2,658

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.944

ROLL # 825706-13 Liner Type: MICROSPIKE™ HDPELot #: H8231930

Measurement
ASTM D5994
(Modified)

mm1.50

mm1.57 mil62

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.01
153.926 feet505.0

mm1.65 mil65

.24

2.42

10 IN CATEGORY 1

400 452.0

45 53.000

CERTIFIED

97

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil59MIN:

MAX:

AVE:

Average Dimensional change               %

6/23/13

Puncture Resistance
ASTM D4833 (Modified)

Load  136

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity ASTM D7466: 37/33 mil

-.20

Average Elongation @ Break              %

2,566

3,029

15.50

459.5

53.000

60HDmic.FRM
REV 03
12/23/05

psi

psi

159

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi28

lbs

lbs

431.5

604.9

N

N

TOP / BOTTOM 213

Customer:
PO:

Destination

Environmental Specialties 
18541   ENTACT 
Henderson, NV

2250 2,680

lbs



Label 58Smooth Edge Testing ASTM D1004            Average Tear Resistance

OIT(Standard) ASTM D3895   minutes

2400 3,271

N lbs246.9

N/mm (kN/m)

N/mm (kN/m)33Average Strength @ Break 189

m

2250 2,609

Date:...................................................

Signature.............................................                     
Quality Control Department

45 54.000

f 509.0

12 16.00
f 13.00

2400 2,935

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.944

ROLL # 825707-13 Liner Type: MICROSPIKE™ HDPELot #: H8231930

Measurement
ASTM D5994
(Modified)

mm1.50

mm1.55 mil61

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.01
153.926 feet505.0

mm1.60 mil63

.24

2.36

10 IN CATEGORY 1

400 442.0

45 57.000

CERTIFIED

141

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil59MIN:

MAX:

AVE:

Average Dimensional change               %

6/23/13

Puncture Resistance
ASTM D4833 (Modified)

Load  121

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity ASTM D7466: 30/32 mil

-.20

Average Elongation @ Break              %

2,685

3,103

14.50

475.5

55.500

60HDmic.FRM
REV 03
12/23/05

psi

psi

164

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi29

lbs

lbs

627.2

538.2

N

N

TOP / BOTTOM 213

Customer:
PO:

Destination

Environmental Specialties 
18541   ENTACT 
Henderson, NV

2250 2,761

lbs



Product:
MARLEX POLYETHYLENE K307 BULK

Lot Number: H8231930 ____________________________________________________________________________

Property Test Method   Value Unit____________________________________________________________________________

Melt Index                    ASTM D1238          0.24 g/10mi
HLMI Flow Rate                ASTM D1238          21 g/10mi
Density                       D1505 or D4883      0.937 g/cm3
Pellet Count                  P02.08.03           25 pel/g
Production Date                                   03/26/2013____________________________________________________________________________

 

The data set forth herein have been carefully compiled by Chevron Phillips Chemical Company LP (CPChem).
However, there is no warranty of any kind, either expressed or implied, applicable to its use, and the user assumes
all risk and liability in connection therewith. 

Troy Griffin
Quality Systems Coordinator

For CoA questions contact Customer Service Representative at +1-832-813-4806

AGRU AMERICA INC:FERNLEY
2000 EAST NEWLANDS
FERNLEY NV  89408
USA

Recipient:  PALMER
Fax:      

                               CoA Date: 05/27/2013

Delivery #: 88656798

 Page 1 of   1

PO #: 007378                   
Weight: 185300 LB
Ship Date: 05/27/2013
Package:   BULK
Mode:      Hopper Car
Car #:      PSPX002284
Seal No:   305710

Shipped To:

Certificate of Analysis



 
June 8, 2012 

Grant Palmer 
Agru America 
500 Garrison Road 
Georgetown, SC  29440 
 
Dear Grant: 
 
This letter is to report the final results of oven-aging and UV-aging tests (according to GRI-GM13 and 
GRI-GM17) on Agru America sheet samples that you provided to us in 2011.  These tests were 
performed by CPChem’s Materials Evaluation Laboratory in Bartlesville, OK.  The tests were completed 
April 2012. 
 
The GRI-GM13 (HDPE) and GRI-GM17 (LLDPE) durability tests were done according to the following 
procedures. 
 

Test Exposure Method 

HP-OIT 150 °C, 500 psi oxygen D5885 
Oven Aging 90 days, 85 °C D5721 
UV Aging 1600 UV hrs (Conditions were 20 hours UVA-340 at 75 °C followed by 4 

hrs dark with condensation at 60 °C.  Irradiance was 0.72 W/m2 at 340 
nm.) 

D7238 

 

Oven-Aging Results 

 
 

 

Sample 

 

Initial HP-OIT 

(min) 

HP-OIT Value 

after Oven 

Aging (min) 

 

% HP-OIT 

Retained 

GRI-GM13 or GRI-

GM17 % Retained 

Requirement 

40 mil LLDPE Roll # 
346550-11 from Marlex® 
7104 Polyethylene Lot # 

CBC810430 

 
659 

 
572 

 

87 

 
60 

60 mil HDPE Roll # 
447108-11 from Marlex® 
K307 Polyethylene Lot # 

71-1-1104 

 
1136 

 

 
994 

 

88 

 
80 

 
UV-Aging Results 

 
 

 

Sample 

 

Initial HP-OIT 

(min) 

HP-OIT Value 

after UV 

Aging (min) 

 

% HP-OIT 

Retained 

GRI-GM13 or GRI-

GM17 % Retained 

Requirement 

40 mil LLDPE Roll # 
346550-11 from Marlex® 
7104 Polyethylene Lot # 

CBC810430 

 
659 

 
449 

 

68 

 
35 

60 mil HDPE Roll # 
447108-11 from Marlex® 
K307 Polyethylene Lot 

# 71-1-1104 

 
1136 

 

 
924 

 

81 

 
50 

 
 Lili Cui, Ph.D., Geomembrane Technical Service & Applications Development 
 Room 154 PTC   Bartlesville, OK  74004 
918-661-1897   cuil@cpchem.com   Fax:  918-662-2220    www.cpchem.com  
 

http://www.cpchem.com/�


LC 06/08/12 
Page 2 

 
According to these test results, the durability requirements are met.  
 
If you have any questions, please call me at 918-661-1897. 
 
Sincerely, 
 

 
Lili Cui, Ph.D. 
Geomembrane Technical Service & Applications Development  
 
 
Any technical advice, recommendations, results, or analysis ("Information") contained herein, including, without limitation, 
Information as it may relate to the selection of a specific product ("Product") for your use and application, is given without warranty 
or guarantee and is accepted at your sole risk.  It is imperative that you test the Information (and Product, if applicable) to 
determine to your own satisfaction whether the Information (and Product, if applicable) are suitable for your intended use and 
application.  You expressly assume, and release Chevron Phillips Chemical Company, from all risk and liability, whether 
based in contract, tort or otherwise, in connection with the use of, or results obtained from, such Information (and 
Product, if applicable). 

 





  

TO: Basic Remediation Company  DATE: 01/15/14 

          875 W. Warm Springs Road JOB NAME:    BRC EASTSIDE COMMON AREAS

          Henderson, NV 89011   SOIL REMEDIATION PROJECT 

          TEL#: (702) 568-2888 FAX#: (702) 567-0475 TRANSMITTAL NUMBER: TBD 

ATTENTION: Lee C. Farris, P.E. ENTACT PROJECT NUMBER: E-7207

 
WE ARE SENDING YOU X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

 CHANGE ORDER X SUBMITTALS   RFI  
 

COPIES DATE DRAWING NO. REV. DESCRIPTION ACTION ( * )

6 01/15/14      Submittal 02770-008N Phase V Geomembrane QC Data RC 

      

      

      

      

      
 
ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL   

 F – FILE  RC - REVIEW & COMMENT   
 

COMMENTS:   

 

 

 

 

SENT VIA: 
 
X E-MAIL  MAIL  OVERNIGHT  HAND DELIVERY  FACSIMILE 

COPY 
TO: 

Ranajit Sahu, Lee Farris BY: Erik Gehringer (561) 707-7088 

If enclosures are not as noted, please notify us at once...... 



Cust: Environmental Specialties doc 24268
PO#: 19594   ENTACT Env Svcs
Dest: Henderson, NV

2 rolls 60 HD micro (505)

roll # wid len area check weld rod qty (if ordered) wgt lot #
TRITX   100k / lot   sqs  TRITX  (poss fric - cut & hold)

F14D031005 23 505 11615.0 60HD micro    2tot    1 3720 stage H8232964
F14D031006 23 505 11615.0 60HD micro    2tot    2 3720 H8232964

7440

English Dimensions

(fern) ESI ENTACT Env Svcs, Henderson, NV doc 24268 list (2m).xls Page 1



Label

OIT(Standard) ASTM D3895   minutes

2400 3,357

N lbs231.3

N/mm (kN/m)

N/mm (kN/m)33Average Strength @ Break 189

m

2250 2,332

Date:...................................................

Signature.............................................       
Quality Control Department

45 50.000

f 551.0

12 22.00
f 14.00

2400 2,919

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.944

ROLL # F14D031005 Liner Type: MICROSPIKE™ HDPELot #: H8232964

Measurement
ASTM D5994
(Modified)

mm1.44

mm1.53 mil60

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.01
153.926 feet505.0

mm1.65 mil65

.25

2.31

10 IN CATEGORY 1

400 477.0

45 54.000

CERTIFIED

96

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range %

Melt Flow Index 190ºC /2160 g            g/10 min

Density g/cc

Average Elongation @ Yield %

ESCR
ASTM D1693

Tear Resistance
ASTM D1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil57MIN:

MAX:

AVE:

Average Dimensional change               %

1/13/14

Puncture Resistance
ASTM D4833 (Modified)

Load  134

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity ASTM D7466: 30/32 mil

-.65

Average Elongation @ Break              %

2,495

3,138

18.00

514.0

52

60HDmic.FRM
REV 03
12/23/05

psi

psi

150

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30% 300  hrs

ppi

ppi26

lbs

lbs

427.0

596.0

N

N

TOP / BOTTOM 215

Customer:
PO:

Destination

Environmental Specialties 
19594   ENTACT Env Svcs 
Henderson, NV

2250 2,657



Label

OIT(Standard) ASTM D3895   minutes

2400 3,357

N lbs231.3

N/mm (kN/m)

N/mm (kN/m)34Average Strength @ Break 194

m

2250 2,332

Date:...................................................

Signature.............................................       
Quality Control Department

45 50.000

f 551.0

12 22.00
f 14.00

2400 2,919

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.944

ROLL # F14D031006 Liner Type: MICROSPIKE™ HDPELot #: H8232964

Measurement
ASTM D5994
(Modified)

mm1.50

mm1.57 mil62

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.01
153.926 feet505.0

mm1.68 mil66

.25

2.31

10 IN CATEGORY 1

400 477.0

45 54.000

CERTIFIED

96

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range %

Melt Flow Index 190ºC /2160 g            g/10 min

Density g/cc

Average Elongation @ Yield %

ESCR
ASTM D1693

Tear Resistance
ASTM D1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil59MIN:

MAX:

AVE:

Average Dimensional change               %

1/13/14

Puncture Resistance
ASTM D4833 (Modified)

Load  134

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity ASTM D7466: 28/33 mil

-.65

Average Elongation @ Break              %

2,495

3,138

18.00

514.0

52

60HDmic.FRM
REV 03
12/23/05

psi

psi

154

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30% 300  hrs

ppi

ppi27

lbs

lbs

427.0

596.0

N

N

TOP / BOTTOM 215

Customer:
PO:

Destination

Environmental Specialties 
19594   ENTACT Env Svcs 
Henderson, NV

2250 2,657



Product:
MARLEX POLYETHYLENE K307 BULK

Lot Number: H8232964 ____________________________________________________________________________

Property Test Method   Value Unit____________________________________________________________________________

Melt Index                    ASTM D1238          0.25 g/10mi
HLMI Flow Rate                ASTM D1238          23 g/10mi
Density                       D1505 or D4883      0.937 g/cm3
Pellet Count                  P02.08.03           23 pel/g
Production Date                                   10/26/2013____________________________________________________________________________

 

The data set forth herein have been carefully compiled by Chevron Phillips Chemical Company LP (CPChem).
However, there is no warranty of any kind, either expressed or implied, applicable to its use, and the user assumes
all risk and liability in connection therewith. 

Troy Griffin
Quality Systems Coordinator

For CoA questions contact Customer Service Representative at +1-832-813-4806

AGRU AMERICA INC:FERNLEY
2000 EAST NEWLANDS
FERNLEY NV  89408
USA

Recipient:  PALMER
Fax:      

                               CoA Date: 11/08/2013

Delivery #: 88748288

 Page 1 of   1

PO #: 007845                   
Weight: 180900 LB
Ship Date: 11/08/2013
Package:   BULK
Mode:      Hopper Car
Car #:      NAHX620251
Seal No:   316529

Shipped To:

Certificate of Analysis



 
June 8, 2012 

Grant Palmer 
Agru America 
500 Garrison Road 
Georgetown, SC  29440 
 
Dear Grant: 
 
This letter is to report the final results of oven-aging and UV-aging tests (according to GRI-GM13 and 
GRI-GM17) on Agru America sheet samples that you provided to us in 2011.  These tests were 
performed by CPChem’s Materials Evaluation Laboratory in Bartlesville, OK.  The tests were completed 
April 2012. 
 
The GRI-GM13 (HDPE) and GRI-GM17 (LLDPE) durability tests were done according to the following 
procedures. 
 

Test Exposure Method 

HP-OIT 150 °C, 500 psi oxygen D5885 
Oven Aging 90 days, 85 °C D5721 
UV Aging 1600 UV hrs (Conditions were 20 hours UVA-340 at 75 °C followed by 4 

hrs dark with condensation at 60 °C.  Irradiance was 0.72 W/m2 at 340 
nm.) 

D7238 

 

Oven-Aging Results 

 
 

 

Sample 

 

Initial HP-OIT 

(min) 

HP-OIT Value 

after Oven 

Aging (min) 

 

% HP-OIT 

Retained 

GRI-GM13 or GRI-

GM17 % Retained 

Requirement 

40 mil LLDPE Roll # 
346550-11 from Marlex® 
7104 Polyethylene Lot # 

CBC810430 

 
659 

 
572 

 

87 

 
60 

60 mil HDPE Roll # 
447108-11 from Marlex® 
K307 Polyethylene Lot # 

71-1-1104 

 
1136 

 

 
994 

 

88 

 
80 

 
UV-Aging Results 

 
 

 

Sample 

 

Initial HP-OIT 

(min) 

HP-OIT Value 

after UV 

Aging (min) 

 

% HP-OIT 

Retained 

GRI-GM13 or GRI-

GM17 % Retained 

Requirement 

40 mil LLDPE Roll # 
346550-11 from Marlex® 
7104 Polyethylene Lot # 

CBC810430 

 
659 

 
449 

 

68 

 
35 

60 mil HDPE Roll # 
447108-11 from Marlex® 
K307 Polyethylene Lot 

# 71-1-1104 

 
1136 

 

 
924 

 

81 

 
50 

 
 Lili Cui, Ph.D., Geomembrane Technical Service & Applications Development 
 Room 154 PTC   Bartlesville, OK  74004 
918-661-1897   cuil@cpchem.com   Fax:  918-662-2220    www.cpchem.com  
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According to these test results, the durability requirements are met.  
 
If you have any questions, please call me at 918-661-1897. 
 
Sincerely, 
 

 
Lili Cui, Ph.D. 
Geomembrane Technical Service & Applications Development  
 
 
Any technical advice, recommendations, results, or analysis ("Information") contained herein, including, without limitation, 
Information as it may relate to the selection of a specific product ("Product") for your use and application, is given without warranty 
or guarantee and is accepted at your sole risk.  It is imperative that you test the Information (and Product, if applicable) to 
determine to your own satisfaction whether the Information (and Product, if applicable) are suitable for your intended use and 
application.  You expressly assume, and release Chevron Phillips Chemical Company, from all risk and liability, whether 
based in contract, tort or otherwise, in connection with the use of, or results obtained from, such Information (and 
Product, if applicable). 

 



 
July 10, 2013 

 
Grant Palmer 
Agru America 
500 Garrison Road 
Georgetown, SC  29440 
 

Dear Grant: 

 

Per your request for this information, there has been no change to the additive formulation specifications 

of Marlex
®
 7104 and Marlex

® 
K307 polyethylene resins since GRI-GM13 and GRI-GM17 oven- and UV-

aging testing was performed on Agru America sheet from these resins in December 2012. 

 

If you have any questions, please call me at 918-977-4685. 

 

 

 

 

Sincerely, 

 
Lili Cui, Ph.D. 

Polyethylene Tech Service and Applications Development 

 

Any technical advice, recommendations, results, or analysis ("Information") contained herein, including, without limitation, 
Information as it may relate to the selection of a specific product ("Product") for your use and application, is given without warranty 
or guarantee and is accepted at your sole risk.  It is imperative that you test the Information (and Product, if applicable) to 
determine to your own satisfaction whether the Information (and Product, if applicable) are suitable for your intended use and 
application.  You expressly assume, and release Chevron Phillips Chemical Company, from all risk and liability, whether 
based in contract, tort or otherwise, in connection with the use of, or results obtained from, such Information (and 
Product, if applicable). 

 

 
  Lili Cui, Polyethylene Tech Service and Applications Development 

 Room 154 PTC   Bartlesville, OK  74003 

918-977- 4685  cuill@cpchem.com  Fax:  918-977-7599    www.cpchem.com 

 





  

TO: Basic Remediation Company  DATE: 12/28/10 

          875 W. Warm Springs Road JOB NAME:    BRC EASTSIDE COMMON AREAS

          Henderson, NV 89011   SOIL REMEDIATION PROJECT 

          TEL#: (702) 568-2888 FAX#: (702) 567-0475 TRANSMITTAL NUMBER: TBD 

ATTENTION: Lee C. Farris, P.E. ENTACT PROJECT NUMBER: E-7207

 
WE ARE SENDING YOU X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

 CHANGE ORDER X SUBMITTALS   RFI  
 

COPIES DATE DRAWING NO. REV. DESCRIPTION ACTION ( * )

6 12/28/10      Submittal 02770-008 Phase V Geomembrane QC Data RC 

      

      

      

      

      
 
ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL   

 F – FILE  RC - REVIEW & COMMENT   
 

COMMENTS:   

 

 

 

 

SENT VIA: 
 
X E-MAIL  MAIL  OVERNIGHT  HAND DELIVERY  FACSIMILE 

COPY 
TO: 

Ranajit Sahu, Lee Farris BY: Erik Gehringer (561) 707-7088 

If enclosures are not as noted, please notify us at once...... 



Env Specialties   Entact-Landwell Remed ph 5  doc 15182 PO# 14732
Henderson, NV

5 rolls 60 HD micro (505) left
ENGLISH DIMENSIONS

roll # wid len area check weld rod qty (if ordered) wgt

845453  .10 23 505.0 11,615.0    ESI ENTACT - LANDWELL    5  TOT  1 3852 stage (TRI-sqs) 7101216
845454  .10 23 505.0 11,615.0    ESI ENTACT - LANDWELL    5  TOT  2 3856 7101216
845455  .10 23 505.0 11,615.0    ESI ENTACT - LANDWELL    5  TOT  3 3850 7101216
845556  .10 23 505.0 11,615.0    ESI ENTACT - LANDWELL    5  TOT  4 3860 7101216
845557  .10 23 505.0 11,615.0    ESI ENTACT - LANDWELL    5  TOT  5 3858 7101216

19276

Page 1



OIT(Standard) ASTM D3895   minutes

2400 3,219

N lbs243.6

N/mm

N/mm33Average Strength @ Break 189

m

2250 2,454

Date:...................................................

Signature.............................................                     
Quality Control Department

f 51.684

f 558.8

12 16.45
f 13.03

2400 2,946

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.946

ROLL # 845453-10 Liner Type: MICROSPIKE™ HDPELot #: 7101216

Measurement
ASTM D5994
(Modified)

mm1.51

mm1.56 mil61

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.00
153.926 feet505.0

mm1.59 mil63

.20

2.23

10 IN CAT 1

400 449.6

45 57.858

CERTIFIED

100.31

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D-1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil59MIN:

MAX:

AVE:

Average Dimensional change               %

11/12/10

Puncture Resistance
ASTM D4833 (Modified)

Load  142.45

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity GRI GM12:28/32 mil

-0.13

Average Elongation @ Break              %

2,589

3,083

14.74

504.2

54.771

60HDmic.FRM
REV 03
12/23/05

psi

psi

159

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi28

lbs

lbs

446.2

633.6

N

N

ODD # : TOP   EVEN #: BOTTOM 207

Customer:
PO:

Destination

Environmental Specialties
14732
Henderson, NV

2250 2,724



OIT(Standard) ASTM D3895   minutes

2400 3,219

N lbs243.6

N/mm

N/mm33Average Strength @ Break 187

m

2250 2,454

Date:...................................................

Signature.............................................                     
Quality Control Department

f 51.684

f 558.8

12 16.45
f 13.03

2400 2,946

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.946

ROLL # 845454-10 Liner Type: MICROSPIKE™ HDPELot #: 7101216

Measurement
ASTM D5994
(Modified)

mm1.51

mm1.54 mil61

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.00
153.926 feet505.0

mm1.58 mil62

.20

2.23

10 IN CAT 1

400 449.6

45 57.858

CERTIFIED

100.31

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D-1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil59MIN:

MAX:

AVE:

Average Dimensional change               %

11/12/10

Puncture Resistance
ASTM D4833 (Modified)

Load  142.45

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity GRI GM12:31/32 mil

-0.13

Average Elongation @ Break              %

2,589

3,083

14.74

504.2

54.771

60HDmic.FRM
REV 03
12/23/05

psi

psi

157

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi27

lbs

lbs

446.2

633.6

N

N

ODD # : TOP   EVEN #: BOTTOM 207

Customer:
PO:

Destination

Environmental Specialties
14732
Henderson, NV

2250 2,724



OIT(Standard) ASTM D3895   minutes

2400 3,219

N lbs243.6

N/mm

N/mm32Average Strength @ Break 184

m

2250 2,454

Date:...................................................

Signature.............................................                     
Quality Control Department

f 51.684

f 558.8

12 16.45
f 13.03

2400 2,946

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.946

ROLL # 845455-10 Liner Type: MICROSPIKE™ HDPELot #: 7101216

Measurement
ASTM D5994
(Modified)

mm1.49

mm1.52 mil60

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.00
153.926 feet505.0

mm1.56 mil61

.20

2.23

10 IN CAT 1

400 449.6

45 57.858

CERTIFIED

100.31

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D-1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil59MIN:

MAX:

AVE:

Average Dimensional change               %

11/12/10

Puncture Resistance
ASTM D4833 (Modified)

Load  142.45

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity GRI GM12:32/30 mil

-0.13

Average Elongation @ Break              %

2,589

3,083

14.74

504.2

54.771

60HDmic.FRM
REV 03
12/23/05

psi

psi

155

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi27

lbs

lbs

446.2

633.6

N

N

ODD # : TOP   EVEN #: BOTTOM 207

Customer:
PO:

Destination

Environmental Specialties
14732
Henderson, NV

2250 2,724



OIT(Standard) ASTM D3895   minutes

2400 3,219

N lbs243.6

N/mm

N/mm33Average Strength @ Break 191

m

2250 2,454

Date:...................................................

Signature.............................................                     
Quality Control Department

f 51.684

f 558.8

12 16.45
f 13.03

2400 2,946

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.946

ROLL # 845556-10 Liner Type: MICROSPIKE™ HDPELot #: 7101216

Measurement
ASTM D5994
(Modified)

mm1.51

mm1.57 mil62

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.00
153.926 feet505.0

mm1.60 mil63

.20

2.23

10 IN CAT 1

400 449.6

45 57.858

CERTIFIED

100.31

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D-1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil59MIN:

MAX:

AVE:

Average Dimensional change               %

11/12/10

Puncture Resistance
ASTM D4833 (Modified)

Load  142.45

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity GRI GM12:31/31 mil

-0.13

Average Elongation @ Break              %

2,589

3,083

14.74

504.2

54.771

60HDmic.FRM
REV 03
12/23/05

psi

psi

160

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi28

lbs

lbs

446.2

633.6

N

N

ODD # : TOP   EVEN #: BOTTOM 207

Customer:
PO:

Destination

Environmental Specialties
14732
Henderson, NV

2250 2,724



OIT(Standard) ASTM D3895   minutes

2400 3,219

N lbs243.6

N/mm

N/mm33Average Strength @ Break 191

m

2250 2,454

Date:...................................................

Signature.............................................                     
Quality Control Department

f 51.684

f 558.8

12 16.45
f 13.03

2400 2,946

Puncture Resistance
FTMS 101 Method 2065 (Modified)

ENGLISHMETRIC 

feet23.0

Carbon Black Content
ASTM D4218

.946

ROLL # 845557-10 Liner Type: MICROSPIKE™ HDPELot #: 7101216

Measurement
ASTM D5994
(Modified)

mm1.50

mm1.57 mil62

Thickness.........
Length..............
Width...............

   1.5   mm         60 mil

m;7.00
153.926 feet505.0

mm1.60 mil63

.20

2.23

10 IN CAT 1

400 449.6

45 57.858

CERTIFIED

100.31

Minimum Hrs w/o Failures         1500  hrs

Load 

Average Tear Resistance 

Average Strength @ Yield

Category

Range                                                  %

Melt Flow Index 190ºC /2160 g            g/10 min

Density                                                g/cc

Average Elongation @ Yield                %

ESCR
ASTM D1693

Tear Resistance
ASTM D-1004 (Modified)

Dimensional Stability
ASTM D1204 (Modified)

MFI ASTM D1238
COND. E
GRADE: K307

Specific Gravity
ASTM D792

Carbon Black Dispersion
ASTM D5596

TEST
RESULTS

mil59MIN:

MAX:

AVE:

Average Dimensional change               %

11/12/10

Puncture Resistance
ASTM D4833 (Modified)

Load  142.45

Notched Constant Tensile Load
ASTM D5397

ONGOING

Asperity GRI GM12:33/31 mil

-0.13

Average Elongation @ Break              %

2,589

3,083

14.74

504.2

54.771

60HDmic.FRM
REV 03
12/23/05

psi

psi

160

Elongation  ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )
Lo = 1.3" Yield
Lo = 2.0" Break

Tensile Strength
ASTM D6693
ASTM D638 (Modified)
( 2 inches / minute )

pass / fail @ 30%                         300  hrs

ppi

ppi28

lbs

lbs

446.2

633.6

N

N

ODD # : TOP   EVEN #: BOTTOM 207

Customer:
PO:

Destination

Environmental Specialties
14732
Henderson, NV

2250 2,724



Product:
MARLEX POLYETHYLENE K307 BULK

Lot Number: 7101216 ____________________________________________________________________________

Property Test Method   Value Unit____________________________________________________________________________

Melt Index                    ASTM D1238          0.26 g/10mi
HLMI Flow Rate                ASTM D1238          21 g/10mi
Density                       D1505 or D4883      0.937 g/cm3
Pellet Count                  P02.08.03           25 pel/g
Production Date                                   09/26/2010____________________________________________________________________________

 

The data set forth herein have been carefully compiled by Chevron Phillips Chemical Company LP.
However, there is no warranty of any kind, either expressed or implied, applicable to its use, and the user assumes
all risk and liability in connection therewith. 

Troy Griffin
Quality Systems Coordinator

For CoA questions contact Customer Service Representative at +1-832-813-4782

AGRU AMERICA INC
2000 EAST NEWLANDS
FERNLEY NV  89408
USA

Recipient:  PALMER
Fax:      

                               CoA Date: 10/17/2010

CPC Delivery #: 88145758

 Page 1 of   1

PO #: 5676                     
Weight: 195000 LB
Ship Date: 10/17/2010
Package:   BULK
Mode:      Hopper Car
Car #:      CHVX898248
Seal No:   259567

Shipped To:

Certificate of Analysis
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TO: Basic Remediation Company 

 

 

 

 

 

 

Mr. John Hensley Jr.  PE 

 DATE: 3/12/2014 

          875 West Warm Springs Road  JOB NAME:     BRC EASTSIDE COMMON AREAS 

REMEDIATION 

 

 

 

          Henderson, NV     89011     SOIL REMEDIATION PROJECT 

          TEL#: (702)-568-2888FAX#: (702)-567-0475 

     

 TRANSMITTAL NUMBER: TBD 

ATTENTION: 
Lee C. Farris, P.E. 

 

 ENTACT PROJECT NUMBER: E-7207 

  

WE ARE SENDING YOU 

 

X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

          
 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

          
 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

       
 CHANGE ORDER X SUBMITTALS   RFI  

 

COPIES DATE DRAWING 

NO. 

REV. DESCRIPTION ACTION ( * ) 

6 3/12/2014      Submittal – 02770-008M- North BMI Closure QC Data RC 

      

      

      

 

ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL    

       
 F – FILE  RC - REVIEW & COMMENT    

 

COMMENTS: Hard copies will be delivered to BRC this afternoon.     

 

 

 

 

SENT VIA: 

 

X E-MAIL  MAIL  OVERNIGHT 

DELIVERY 

X HAND DELIVERY  FACSIMILE 

COPY TO: Ranajit Sahu, Lee Farris BY: Marc Onder (570)-309-5958 

If enclosures are not as noted, please notify us at once...... 



 

 

 

 

 

 

 

 

 

 

 

Panel Placement Forms 



1

Job #

Material Type: X -     
Description: -    -   

Cap -   

-                
56,633          -        -        56,633          61,860          5,227            

Panel 
# Roll Stock # Deploy 

Date
 Side 1 
Length 

 Side 2 
Length 

 AVG 
Length  Width 1  Width 2  AVG 

Width 
 Tri Angle 

Side 1 
 Tri Angle 

Side 2 
  Panel Total 

SF 
 LF in 

Trench 
 SF In 

Trench 
 Total SF 

(Pay Area)  
 Initial 

Square Feet 
 Material 

Waste 

390 940581-08 3/5/14 88.00      92.00      90.00      22.50    22.50    22.50    -           -           2,025            -        -        2,025            2162 137

391 940581-08 3/5/14 92.00      98.00      95.00      22.50    22.50    22.50    -           -           2,138            -        -        2,138            2300 163

392 940581-08 3/5/14 98.00      110.00    104.00    22.50    22.50    22.50    -           -           2,340            -        -        2,340            2507 167

393 940581-08 3/5/14 72.00      90.00      81.00      22.50    22.50    22.50    -           -           1,823            -        -        1,823            1955 133

394 845556-10 3/5/14 20.00      20.00      20.00      22.50    22.50    22.50    -           -           450               -        -        450               552 102

395 942120-08 3/5/14 20.00      20.00      20.00      22.50    22.50    22.50    -           -           450               -        -        450               552 102

396 942120-08 3/5/14 132.00    158.00    145.00    22.50    22.50    22.50    -           -           3,263            -        -        3,263            3427 165

397 942120-08 3/5/14 158.00    164.00    161.00    22.50    22.50    22.50    -           -           3,623            -        -        3,623            3795 173

398 942104-08 3/5/14 236.00    240.00    238.00    22.50    22.50    22.50    -           -           5,355            -        -        5,355            5566 211

399 942104-08 3/5/14 22.00      10.00      16.00      22.50    22.50    22.50    -           -           360               -        -        360               460 100

400 942104-08 3/5/14 134.00    134.00    134.00    22.50    22.50    22.50    -           -           3,015            -        -        3,015            3174 159

401 942120-08 3/5/14 54.00      54.00      54.00      22.50    22.50    22.50    -           -           1,215            -        -        1,215            1311 96

402 943107-08 3/5/14 42.00      40.00      41.00      22.50    22.50    22.50    -           -           923               -        -        923               1058 136

403 943107-08 3/5/14 250.00    254.00    252.00    22.50    22.50    22.50    -           -           5,670            -        -        5,670            5888 218

404 943107-08 3/5/14 98.00      88.00      93.00      22.50    22.50    22.50    -           -           2,093            -        -        2,093            2208 116

405 936465-08 3/5/14 166.00    156.00    161.00    22.50    22.50    22.50    -           -           3,623            -        -        3,623            3795 173

406 936465-08 3/5/14 214.00    214.00    214.00    20.00    20.00    20.00    -           -           4,280            -        -        4,280            5060 780

407 947109-08 3/5/14 40.00      40.00      40.00      22.00    8.00      15.00    -           -           600               -        -        600               1012 412

408 936465-08 3/5/14 -          -          -          -        -        -        54.00       4.00         108               -        -        108               174 66

409 947109-08 3/5/14 48.00      72.00      60.00      22.50    22.50    22.50    -           -           1,350            -        -        1,350            1472 122

410 947109-08 3/5/14 22.00      48.00      35.00      22.50    22.50    22.50    -           -           788               -        -        788               874 87

-     -               -          -          -          -        -        -        -           -           -                -        -        -                

-     -               -          -          -          -        -        -        -           -           -                -        -        -                

-     -               -          -          -          -        -        -        -           -           -                -        -        -                

411 947109-08 3/6/14 50.00      44.00      47.00      22.50    22.50    22.50    -           -           1,058            -        -        1,058            1173 116

412 947109-08 3/6/14 44.00      38.00      41.00      22.50    22.50    22.50    -           -           923               -        -        923               1035 113

413 947109-08 3/6/14 38.00      16.00      27.00      22.50    22.50    22.50    -           -           608               -        -        608               713 106

Panel Placement Summary
Project Name: BASIC REMEDIATION COMPANY 07-11-1271 Superintendent ISMAEL BUITRON

60 MIL HDT TEXTURED Primary Cell
Secondary Pond

BMI NORTH
Other -                                          

Totals From Previous Book
Totals to Date



2

Job #

Material Type: X -     
Description: -    -   

Cap -   

-                
56,633          -        -        56,633          61,860          5,227            

Panel 
# Roll Stock # Deploy 

Date
 Side 1 
Length 

 Side 2 
Length 

 AVG 
Length  Width 1  Width 2  AVG 

Width 
 Tri Angle 

Side 1 
 Tri Angle 

Side 2 
  Panel Total 

SF 
 LF in 

Trench 
 SF In 

Trench 
 Total SF 

(Pay Area)  
 Initial 

Square Feet 
 Material 

Waste 

Panel Placement Summary
Project Name: BASIC REMEDIATION COMPANY 07-11-1271 Superintendent ISMAEL BUITRON

60 MIL HDT TEXTURED Primary Cell
Secondary Pond

BMI NORTH
Other -                                          

Totals From Previous Book
Totals to Date

414 947109-08 3/6/14 -          -          -          -        -        -        16.00       15.00       120               -        -        120               230 110

415 947109-08 3/6/14 82.00      84.00      83.00      22.50    22.50    22.50    -           -           1,868            -        -        1,868            1978 111

416 947109-08 3/6/14 20.00      10.00      15.00      22.50    22.50    22.50    -           -           338               -        -        338               414 77

417 94311-08 3/6/14 64.00      66.00      65.00      22.50    22.50    22.50    -           -           1,463            -        -        1,463            1564 102

418 943111-08 3/6/14 76.00      66.00      71.00      22.50    22.50    22.50    -           -           1,598            -        -        1,598            1725 128

419 943111-08 3/6/14 66.00      52.00      59.00      22.50    22.50    22.50    -           -           1,328            -        -        1,328            1449 122

420 943111-08 3/6/14 52.00      30.00      41.00      22.50    22.50    22.50    -           -           923               -        -        923               1035 113

421 943111-08 3/6/14 -          -          -          -        -        -        30.00       18.00       270               -        -        270               391 121

422 943111-08 3/6/14 22.00      8.00        15.00      22.50    22.50    22.50    -           -           338               -        -        338               391 54

423 943111-08 3/6/14 8.00        4.00        6.00        22.50    22.50    22.50    -           -           135               -        -        135               184 49

424 943111-08 3/6/14 4.00        4.00        4.00        22.50    22.50    22.50    -           -           90                 -        -        90                 138 48

425 943111-08 3/6/14 4.00        4.00        4.00        22.50    22.50    22.50    -           -           90                 -        -        90                 138 48



Daily Panel Placement Page 1

Project Name: BASIC REMEDIATION COMPANY Job # 07-11-1271 Deployment Date

X Primary Secondary Cell

03/05/14

Superintendent: ISMAEL BUITRON Material Type: 60 MIL HDT TEXTURED

Roll Stock Width

940581-08 Panel # 392 Roll #

Pond Cap Other:

940581-08Panel # 390 Roll # 940581-08 Panel # 391 Roll #

Description (i.e. Phase #, Cell #, Pond # etc.) BMI NORTH

Final Length Avg. 90.00 LF Final Length Avg. 95.00 LF

Initial Length Avg. 94.00 LF Initial Length Avg. 100.00 LF

Final Length Avg. 104.00 LF

Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF

Initial Length Avg. 109.00 LF

Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF

23

22.5

2323

22.522.5

94 88 92 110 114
Notes: Notes: Notes:

98 100 104 9894 100 92

22.5 22.5 22.5
23 23 23

Initial SF 2,162                      Lineal Feet Trench Initial SF 2,300                      Lineal Feet Trench Initial SF 2,507                      Lineal Feet Trench
Final SF 2,025                      Final SF 2,138                      Final SF 2,340                      

Panel # 393 Roll # 940581-08 Panel # 394 Roll # 845556-10 Panel # 395 Roll # 942120-08
Final Length Avg. 81.00 LF Final Length Avg. 20.00 LF Final Length Avg. 20.00 LF

Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF

Initial Length Avg. 85.00 LF Initial Length Avg. 24.00 LF Initial Length Avg. 24.00 LF

Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF

23 23 23

22.5 22.5 22.5

76 72 90 20 24
Notes: Notes: Notes:

20 24 24 2094 24 20

22.5 22.5 22.5
23 23 23

Initial SF 1,955                      Lineal Feet Trench Initial SF 552                         Lineal Feet Trench Initial SF 552                         Lineal Feet Trench
Final SF 1,823                      Final SF 450                         Final SF 450                         

Panel # 396 Roll # 942120-08 Panel # 397 Roll # 942120-08 Material in Anchor Trench
161.00 LF Total LF In Trench This Page -            LF

Final Width Avg. 22.50 LF Final Width Avg. 22.50

Final Length Avg. 145.00 LF Final Length Avg.

LF Depth and Width Allowed in Trench LF
Initial Length Avg. 149.00 LF Initial Length Avg. 165.00 -               SF
Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Total Panel SF This Page

22.5

16,110          SF
23

LF Total SF Trench This Page

23 Total Pay Area This Page
22.5 LF In Trench Previous -               LF

LF In Trench To Date -               LF
SF In Trench Previous -               SF

16,110          SF

136 132 158 162 Total SF in Trench to Date -               SF

Notes: Notes: Total Panel SF Previous
162 158 164 168

-               SF
Total Panel SF To Date 16,110          SF

Total Pay Area To Date 
Including Anchor Trench 16,110            

22.5 22.5
23 23 Initial Quantity Previous -               SF

Initial SF 3,427                      Lineal Feet Trench Initial SF 3,795                      Lineal Feet Trench

17,250          SF

Initial Quantity This Page 17,250          SF

Final SF 3,263                      Final SF 3,623                      Initial Quantity To Date



Daily Panel Placement Page 2

Project Name: BASIC REMEDIATION COMPANY Job # 07-11-1271 Deployment Date

X Primary Secondary Cell

03/05/14

Superintendent: ISMAEL BUITRON Material Type: 60 MIL HDT TEXTURED

Roll Stock Width

942104-08 Panel # 400 Roll #

Pond Cap Other:

942104-08Panel # 398 Roll # 942104-08 Panel # 399 Roll #

Description (i.e. Phase #, Cell #, Pond # etc.) BMI NORTH

Final Length Avg. 238.00 LF Final Length Avg. 16.00 LF

Initial Length Avg. 242.00 LF Initial Length Avg. 20.00 LF

Final Length Avg. 134.00 LF

Final Width Avg. 22.50 LF password 22.50 LF Final Width Avg. 22.50 LF

Initial Length Avg. 138.00 LF

Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF

23

22.5

2323

22.522.5

240 236 240 134 138
Notes: Notes: Notes:

10 14 138 134244 26 22

22.5 22.5 22.5
23 23 23

Initial SF 5,566                      Lineal Feet Trench Initial SF 460                         Lineal Feet Trench Initial SF 3,174                      Lineal Feet Trench
Final SF 5,355                      Final SF 360                         Final SF 3,015                      

Panel # 401 Roll # 942120-08 Panel # 402 Roll # 943107-08 Panel # 403 Roll # 943107-08
Final Length Avg. 54.00 LF Final Length Avg. 41.00 LF Final Length Avg. 252.00 LF

Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF

Initial Length Avg. 57.00 LF Initial Length Avg. 46.00 LF Initial Length Avg. 256.00 LF

Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF

23 23 23

22.5 22.5 22.5

58 54 54 254 256
Notes: Notes: Notes:

40 46 256 25056 46 42

22.5 22.5 22.5
23 23 23

Initial SF 1,311                      Lineal Feet Trench Initial SF 1,058                      Lineal Feet Trench Initial SF 5,888                      Lineal Feet Trench
Final SF 1,215                      Final SF 923                         Final SF 5,670                      

Panel # 404 Roll # 943107-08 Panel # 405 Roll # 936465-08 Material in Anchor Trench
161.00 LF Total LF In Trench This Page -            LF

Final Width Avg. 22.50 LF Final Width Avg. 22.50

Final Length Avg. 93.00 LF Final Length Avg.

LF Depth and Width Allowed in Trench LF
Initial Length Avg. 96.00 LF Initial Length Avg. 165.00 -               SF
Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Total Panel SF This Page

22.5

22,253          SF
23

LF Total SF Trench This Page

23 Total Pay Area This Page
22.5 LF In Trench Previous -               LF

LF In Trench To Date -               LF
SF In Trench Previous -               SF

22,253          SF

100 98 88 92 Total SF in Trench to Date -               SF

Notes: Notes: Total Panel SF Previous
170 166 156 160

16,110          SF
Total Panel SF To Date 38,363          SF

Total Pay Area To Date 
Including Anchor Trench 38,363            

22.5 22.5
23 23 Initial Quantity Previous 17,250          SF

Initial SF 2,208                      Lineal Feet Trench Initial SF 3,795                      Lineal Feet Trench

40,710          SF

Initial Quantity This Page 23,460          SF

Final SF 2,093                      Final SF 3,623                      Initial Quantity To Date



Daily Panel Placement Page 3

Project Name: BASIC REMEDIATION COMPANY Job # 07-11-1271 Deployment Date

X Primary Secondary Cell

03/05/14

Superintendent: ISMAEL BUITRON Material Type: 60 MIL HDT TEXTURED

Roll Stock Width

947109-08 Panel # 408 Roll #

Pond Cap Other:

936465-08Panel # 406 Roll # 936465-08 Panel # 407 Roll #

Description (i.e. Phase #, Cell #, Pond # etc.) BMI NORTH

Final Length Avg. 214.00 LF Final Length Avg. 40.00 LF

Initial Length Avg. 220.00 LF Initial Length Avg. 44.00 LF

Final Length Avg. LF

Final Width Avg. 20.00 LF Final Width Avg. 15.00 LF Final Width Avg. LF

Initial Length Avg. LF

Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Initial Width Avg. LF

58
20

23 5423

4

22

220 214 214

Notes: Notes: Notes:

40 44 6220 44 40

20 8
23 23

Initial SF 5,060                      Lineal Feet Trench Initial SF 1,012                      Lineal Feet Trench Initial SF 174                         Lineal Feet Trench
Final SF 4,280                      Final SF 600                         Final SF 108                         

Panel # 409 Roll # 947109-08 Panel # 410 Roll # 947109-08 Panel # Roll #

Final Length Avg. 60.00 LF Final Length Avg. 35.00 LF Final Length Avg. LF

Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF Final Width Avg. LF

Initial Length Avg. 64.00 LF Initial Length Avg. 38.00 LF Initial Length Avg. LF

Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Initial Width Avg. LF

23 23

22.5 22.5

52 48 72

Notes: Notes: Notes:

48 5276 24 22

22.5 22.5
23 23

Initial SF 1,472                      Lineal Feet Trench Initial SF 874                         Lineal Feet Trench Initial SF -                          Lineal Feet Trench
Final SF 1,350                      Final SF 788                         Final SF -                          

Panel # Roll # Panel # Roll # Material in Anchor Trench
LF Total LF In Trench This Page -            LF

Final Width Avg. LF Final Width Avg.

Final Length Avg. LF Final Length Avg.

LF Depth and Width Allowed in Trench LF
Initial Length Avg. LF Initial Length Avg. -               SF
Initial Width Avg. LF Initial Width Avg. LF Total Panel SF This Page 7,126            SF

LF Total SF Trench This Page

Total Pay Area This Page
LF In Trench Previous -               LF
LF In Trench To Date -               LF
SF In Trench Previous -               SF

7,126            SF

Total SF in Trench to Date -               SF

Notes: Notes: Total Panel SF Previous 38,363          SF
Total Panel SF To Date 45,488          SF

Total Pay Area To Date 
Including Anchor Trench 45,488            

Initial Quantity Previous 40,710          SF

Initial SF -                          Lineal Feet Trench Initial SF -                          Lineal Feet Trench

49,302          SF

Initial Quantity This Page 8,592            SF

Final SF -                          Final SF -                          Initial Quantity To Date



Daily Panel Placement Page 4

Project Name: BASIC REMEDIATION COMPANY Job # 07-11-1271 Deployment Date

X Primary Secondary Cell

03/06/14

Superintendent: ISMAEL BUITRON Material Type: 60 MIL HDT TEXTURED

Roll Stock Width

947109-08 Panel # 413 Roll #

Pond Cap Other:

947109-08Panel # 411 Roll # 947109-08 Panel # 412 Roll #

Description (i.e. Phase #, Cell #, Pond # etc.) BMI NORTH

Final Length Avg. 47.00 LF Final Length Avg. 41.00 LF

Initial Length Avg. 51.00 LF Initial Length Avg. 45.00 LF

Final Length Avg. 27.00 LF

Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF

Initial Length Avg. 31.00 LF

Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF

23

22.5

2323

22.522.5

54 50 44 16 20
Notes: Notes: Notes:

38 42 42 3848 48 44

22.5 22.5 22.5
23 23 23

Initial SF 1,173                      Lineal Feet Trench Initial SF 1,035                      Lineal Feet Trench Initial SF 713                         Lineal Feet Trench
Final SF 1,058                      Final SF 923                         Final SF 608                         

Panel # 414 Roll # 947109-08 Panel # 415 Roll # 947109-08 Panel # 416 Roll # 947109-08
Final Length Avg. LF Final Length Avg. 83.00 LF Final Length Avg. 15.00 LF

Final Width Avg. LF Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF

Initial Length Avg. LF Initial Length Avg. 86.00 LF Initial Length Avg. 18.00 LF

Initial Width Avg. LF Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF

16 20 23 23

15

22.5 22.5

10 14
Notes: Notes: Notes:

84 86 22 2086 8223

22.5 22.5
23 23

Initial SF 230                         Lineal Feet Trench Initial SF 1,978                      Lineal Feet Trench Initial SF 414                         Lineal Feet Trench
Final SF 120                         Final SF 1,868                      Final SF 338                         

Panel # 417 Roll # 94311-08 Panel # 418 Roll # 943111-08 Material in Anchor Trench
71.00 LF Total LF In Trench This Page -            LF

Final Width Avg. 22.50 LF Final Width Avg. 22.50

Final Length Avg. 65.00 LF Final Length Avg.

LF Depth and Width Allowed in Trench LF
Initial Length Avg. 68.00 LF Initial Length Avg. 75.00 -               SF
Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Total Panel SF This Page

22.5

7,973            SF
23

LF Total SF Trench This Page

23 Total Pay Area This Page
22.5 LF In Trench Previous -               LF

LF In Trench To Date -               LF
SF In Trench Previous -               SF

7,973            SF

68 64 66 68 Total SF in Trench to Date -               SF

Notes: Notes: Total Panel SF Previous
80 76 66 70

45,488          SF
Total Panel SF To Date 53,461          SF

Total Pay Area To Date 
Including Anchor Trench 53,461            

22.5 22.5
23 23 Initial Quantity Previous 49,302          SF

Initial SF 1,564                      Lineal Feet Trench Initial SF 1,725                      Lineal Feet Trench

58,134          SF

Initial Quantity This Page 8,832            SF

Final SF 1,463                      Final SF 1,598                      Initial Quantity To Date



Daily Panel Placement Page 5

Project Name: BASIC REMEDIATION COMPANY Job # 07-11-1271 Deployment Date

X Primary Secondary Cell

03/06/14

Superintendent: ISMAEL BUITRON Material Type: 60 MIL HDT TEXTURED

Roll Stock Width

943111-08 Panel # 421 Roll #

Pond Cap Other:

943111-08Panel # 419 Roll # 943111-08 Panel # 420 Roll #

Description (i.e. Phase #, Cell #, Pond # etc.) BMI NORTH

Final Length Avg. 59.00 LF Final Length Avg. 41.00 LF

Initial Length Avg. 63.00 LF Initial Length Avg. 45.00 LF

Final Length Avg. LF

Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF Final Width Avg. LF

Initial Length Avg. LF

Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Initial Width Avg. LF

34
22.5

23 3023

18

22.5

70 66 52

Notes: Notes: Notes:

30 34 2356 56 52

22.5 22.5
23 23

Initial SF 1,449                      Lineal Feet Trench Initial SF 1,035                      Lineal Feet Trench Initial SF 391                         Lineal Feet Trench
Final SF 1,328                      Final SF 923                         Final SF 270                         

Panel # 422 Roll # 943111-08 Panel # 423 Roll # 943111-08 Panel # 424 Roll # 943111-08
Final Length Avg. 15.00 LF Final Length Avg. 6.00 LF Final Length Avg. 4.00 LF

Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF Final Width Avg. 22.50 LF

Initial Length Avg. 17.00 LF Initial Length Avg. 8.00 LF Initial Length Avg. 6.00 LF

Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF Initial Width Avg. 23.00 LF

23 23 23

22.5 22.5 22.5

24 22 8 4 6
Notes: Notes: Notes:

4 6 6 410 10 8

22.5 22.5 22.5
23 23 23

Initial SF 391                         Lineal Feet Trench Initial SF 184                         Lineal Feet Trench Initial SF 138                         Lineal Feet Trench
Final SF 338                         Final SF 135                         Final SF 90                           

Panel # 425 Roll # 943111-08 Panel # Roll # Material in Anchor Trench
LF Total LF In Trench This Page -            LF

Final Width Avg. 22.50 LF Final Width Avg.

Final Length Avg. 4.00 LF Final Length Avg.

LF Depth and Width Allowed in Trench LF
Initial Length Avg. 6.00 LF Initial Length Avg. -               SF
Initial Width Avg. 23.00 LF Initial Width Avg. LF Total Panel SF This Page

22.5

3,173            SF
23

LF Total SF Trench This Page

Total Pay Area This Page
LF In Trench Previous -               LF
LF In Trench To Date -               LF
SF In Trench Previous -               SF

3,173            SF

6 4 4 6 Total SF in Trench to Date -               SF

Notes: Notes: Total Panel SF Previous 53,461          SF
Total Panel SF To Date 56,633          SF

Total Pay Area To Date 
Including Anchor Trench 56,633            

22.5
23 Initial Quantity Previous 58,134          SF

Initial SF 138                         Lineal Feet Trench Initial SF -                          Lineal Feet Trench

61,860          SF

Initial Quantity This Page 3,726            SF

Final SF 90                           Final SF -                          Initial Quantity To Date



 

 

 

 

 

 

 

 

 

 

 

Pre Weld Test Reports 



1

Job #

Primary X PPI

Secondary PPI

PPI

Operator Mach Mach Mach Preheat Ambient Test
Name/ ID No. Speed Temp Temp Temp A B A B A B A B A B Results

Peel 136 142 139 141 132 145 132 141 131 143
Shear

Peel 137 138 136 120 140 129 134 113 136 117
Shear

Peel 162 140 151 164 179 146 162 152 160 139
Shear

Peel 138 139 147 150 142 141 142 134 140 136
Shear

Peel 121 139 140 142 131 115 142 114 131 140
Shear

Peel 141 131 141 128 140 127 139 123 142 121
Shear

Peel 132 116 130 132 122 125 129 119 128 117
Shear

Peel 115 114 121 108 109 123 120 109 110 117
Shear

Peel 111 116 118 117 118 134 117 116 112 115
Shear

Peel 128 123 134 137 131
Shear

Peel

Shear

Peel 127 127 160 135 151
Shear

Peel 132 131 140 134 130 142 134 131 128 129
Shear

Peel 136 140 150 138 149 147 150 148 148 143
Shear

Peel 119 128 139 129 136 137 129 116 133 119
Shear

Peel 133 129 135 134 132 133 130 140 128 126
Shear

1485 5 860 556-Mar-14 7:13 AM T TO S EFREB B.

OSCAR FALFAN 2082 5.5 860 55

1485 4.5 860 55

6-Mar-14 7:20 AM S TO S

6-Mar-14 7:08 AM T TO T EFREB B.

EFREB B. 1485 6.5 860 55

484 550 500 55

6-Mar-14 7:10 AM S TO S

6-Mar-14 7:05 AM T TO T ALDO NONATO

484 550 500 74

TO

5 860 74

5-Mar-14 2:20 PM T TO T ALDO NONATO

860 74

5-Mar-14 1:08 PM T TO S EFREB B. 1485

5-Mar-14 9:40 AM T TO

Liner   
Type

S TO S

Time

9:45 AM

T EFREB B. 1485 4.5 860 60

5-Mar-14 10:20 AM S TO S ALDO NONATO 2082 5.5 860 64

5-Mar-14 10:25 AM T TO T ALDO NONATO 2082 4.5

860
179 179 176

Liner Types      S = Smooth     T = Textured      SG = Super Grip    

Pass

Weld Date

5-Mar-14

Environmental Specialties International Inc.
Preweld Test Report

Coupon 1 Coupon 3 Coupon 4 Coupon 5

91
120

Coupon 2

Cell
Shear Test  Minimum

Project Name:

Cap

Pass
172 176 174 174 174

Pass
158 170 171 174 170

Pass
169 168 167 163 166

Pass
165 165 169 173 166

Pass
189 182 183 184 180

Pass
142 136 145 148 145

Pass
137 131 132 132 142

Pass
140 139 144 142 144

Pass
147 149 145 146 148

74

2082

Pass
149 144 144 137 142

Pass
151 152 156 150 150

1485 6.5

1485 74

Pass
147 149 145 146 148

64

Pass
192 154 187 193 194

Pass
143 135 143 137 139

ISMAEL BUITRONSuperintendent:

Peel Test Extrusion MinimumMaterial Type:

07-11-1271BASIC REMEDIATION COMPANY.

60 MIL HDT TEXTURED 78Pond
Peel Test Fusion Minimum

180 182

860

860

74

Reported By :

60

BMI NORTH

VICTOR BUITRON
Other :

Job Description:

1485EFREB B. 6

860

5-Mar-14 1:10 PM S TO S EFREB B.

5-Mar-14 1:04 PM T TO T EFREB B. 4.5 860

5-Mar-14 1:00 PM S TO S OSCAR FALFAN 2082 5.5

45-Mar-14 1:05 PM T TO T OSCAR FALFAN



2

Job #

Primary X PPI

Secondary PPI

PPI

Operator Mach Mach Mach Preheat Ambient Test
Name/ ID No. Speed Temp Temp Temp A B A B A B A B A B Results

Liner   
TypeTime

Liner Types      S = Smooth     T = Textured      SG = Super Grip    

Weld Date

Environmental Specialties International Inc.
Preweld Test Report

Coupon 1 Coupon 3 Coupon 4 Coupon 5

91
120

Coupon 2

Cell
Shear Test  Minimum

Project Name:

Cap

ISMAEL BUITRONSuperintendent:

Peel Test Extrusion MinimumMaterial Type:

07-11-1271BASIC REMEDIATION COMPANY.

60 MIL HDT TEXTURED 78Pond
Peel Test Fusion Minimum

Reported By :
BMI NORTH

VICTOR BUITRON
Other :

Job Description:

Peel 118 123 123 124 124 124 125 124 122 119
Shear

Peel 102 118 118 105 113
Shear

Peel 147 149 150 147 146
Shear

Peel 122 127 121 124 120
Shear

484 550 500 726-Mar-14 1:07 PM T TO T ALDO NONATO

EFREB B. 14 550 500 72

14 550 550 62

6-Mar-14 1:02 PM T TO T

6-Mar-14 11:15 AM T TO T EFREB B.

OSCAR FALFAN 2082 4 860 556-Mar-14 7:25 AM T TO T

Pass
134 140 137 134 131

Pass
150 150 149 151 152

Pass
145 148 146 146 144

Pass
162 165 163 166 164



 

 

 

 

 

 

 

 

 

 

 

Seam Control Froms 



1
Job #

Primary X Pond

Secondary Cell

Cap

Weld Seam Operator Mach Mach Mach Preheat PSI Test
Date Length Name/ ID No. Speed Temp Temp Loss Results

2:40 PM

10;55AM

1:28 PM 1:33 PM

2:35 PM 2:40 PM

2:40 PM2:35 PM
29

10;34AM

10;33AM

10;18AM 1:23 PM 1:28 PM

1:32 PM 1:37 PM

1:27 PM 1:32 PM
5.5

10;58AM

10;49AM

10;54AM

2:40 PM2:35 PM

2:50 PM2:45 PM

2:44 PM 2:49 PM

11;10AM

3:58 PM3:53 PM

1:45 PM1:40 PM

2082

3:15 PM 3:20 PM

3:35 PM 3:40 PM

14;19

2:08 PM

2:20 PM

Pass
30 30

3:15 PM 3:20 PM
860 3/5/14 Air Pressure3/5/14 398 399 10 OSCAR FALFAN

Air Pressure Pass
30 30

5.5

PSI IN

400 22.5 OSCAR FALFAN 2082 4 860 3/5/14

4.5

PSI

Minutes

Total LF of Welding to Date Combined

BMI NORTH.

No.

Extrusion LF Weld Total To Date 600

Welded Date

3/5/14 399

Time

Job Description:

Reported By
Other

Fusion LF Weld Total To Date:

Pass
30 30

Pass

860 3/5/14 Air Pressure

860 3/5/14 Air Pressure

Seam Control Form
Project Name: BASIC REMEDIATION COMPANY. Superintendent: ISMAEL BUITRON07-11-1271

3/5/14 400 401 22.5 EFREN B. 1485

30 30
1485 4.5

2:29 PM

Pass

3/5/14 401 402 22.5 EFREN B.

5.5 860 3/5/14 Air Pressure
30 30

Pass

3/5/14 396 397 158 ALDO NONATO 2082

5.5 860 3/5/14 Air Pressure
30 30

1:38 PM1:33 PM
3/5/14 393 396 90 ALDO NONATO 2082

10;58AM
30 30

2082 5.5 860 3/5/14 Air Pressure

Pass3/5/14 Air Pressure
30

Pass3/5/14 394 396 20 ALDO NONATO

5.5 860
30

Pass6 860 3/5/14 Air Pressure
30

3/5/14 395 396 20 ALDO NONATO 2082
10;50AM

30
3/5/14 392 394 20 EFREN B. 1485

11;01AM 2:35 PM

Pass
30 30

1485 6 860 3/5/14 Air Pressure

Pass860 3/5/14 Air Pressure
30 30

3/5/14 392 395 20 EFREN B.

4.5

Pass4.5 860 3/5/14 Air Pressure 1
30

1485

3/5/14 394 395 22.5 EFREN B. 1485

30 30
1485 6 860

3/5/14 393 394 22.5 EFREN B.

3/5/14 Air Pressure

Pass

Pass3/5/14 392 393 72 EFREN B.
11;03AM

860 3/5/14 Air Pressure
30 30

Pass

3/5/14 391 392 98 ALDO NONATO 2082

6 860 3/5/14 Air Pressure
30 30

3/5/14 390 391 92 EFREN B. 1485

Pass
30 30

1485 6 860 3/5/14 Air Pressure3/5/14 T273 390 88 EFREN B.

Environmental Specialties International Inc.

PSI OUTType
AT Time InTest

PSI

2,782

AT Time Out

60 MIL HDT TEXTUREDMaterial Type: Air Pressure Test

                 3,382 

Seam Test

30

TELESFORO MANCILLAS Allowable Air Pressure Loss 3

5Air Pressure Hold Time



2
Job #

Primary X Pond

Secondary Cell

Cap

Weld Seam Operator Mach Mach Mach Preheat PSI Test
Date Length Name/ ID No. Speed Temp Temp Loss ResultsPSI IN

PSI

Minutes

Total LF of Welding to Date Combined

BMI NORTH.

No.

Extrusion LF Weld Total To Date 600

Welded Date
Time

Job Description:

Reported By
Other

Fusion LF Weld Total To Date:

Seam Control Form
Project Name: BASIC REMEDIATION COMPANY. Superintendent: ISMAEL BUITRON07-11-1271

Environmental Specialties International Inc.

PSI OUTType
AT Time InTest

PSI

2,782

AT Time Out

60 MIL HDT TEXTUREDMaterial Type: Air Pressure Test

                 3,382 

Seam Test

30

TELESFORO MANCILLAS Allowable Air Pressure Loss 3

5Air Pressure Hold Time

7:18 AM 7:23 AM
Pass

30 30
1485 5.5 860 3/6/14 Air Pressure3/5/14 406 409 74

4:57 PM
EFREN B.

7:35 AM 7:40 AM
Pass

30 30
1485 5.5 860 3/6/14 Air Pressure3/5/14 406 408 54

4:45 PM
EFREN B.

7:00 AM 7:05 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/5/14 404 406 98

4:58 PM
OSCAR FALFAN

7:34 AM 7:39 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/5/14 405 406 120

4:42 PM
OSCAR FALFAN

8:14 AM 8:19 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/5/14 405 407 40

4:38 PM
OSCAR FALFAN

7:35 AM 7:40 AM
Pass

30 30
1485 4.5 860 3/6/14 Air Pressure3/5/14 407 406 22

4:35 PM
EFREN B.

7:22 AM 7:27 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/5/14 403 405 166

4:08 PM
OSCAR FALFAN

5:00 PM 5:05 PM
Pass

30 30
2082 5.5 860 3/5/14 Air Pressure3/5/14 403 404 88

3:55 PM
OSCAR FALFAN

7:22 AM 7:27 AM
Pass

30 30
1485 4.5 860 3/6/14 Air Pressure3/5/14 404 405 22.5

3:54 PM
EFREN B.

3:15 PM 3:20 PM
Pass

30 30
1485 6.5 860 3/5/14 Air Pressure3/5/14 399 403 22

2:52 PM
EFREN B.

4:10 PM 4:15 PM
Pass

30 30
1485 6.5 860 3/5/14 Air Pressure3/5/14 400 403 154

2:55 PM
EFREN B.

3:35 PM 3:40 PM
Pass

30 30
1485 6.5 860 3/5/14 Air Pressure3/5/14 401 403 54

3:10 PM
EFREN B.

4:02 PM 4:07 PM
Pass

30 30
1485 6.5 860 3/5/14 Air Pressure3/5/14 402 403 40

3:16 PM
EFREN B.

3:53 PM 3:58 PM
Pass

30 30
2082 5.5 860 3/5/14 Air Pressure3/5/14 398 402 42

2:46 PM
OSCAR FALFAN

3:40 PM
Pass

30 30
5.5 860

3:35 PM
30

860 3/5/14 Air Pressure

2082

2082 5.5

3/5/14 Air Pressure3/5/14 398 401 54
2:40 PM

OSCAR FALFAN

3:19 PM 3:24 PM
Pass

30
3/5/14 398 400 134

2:20 PM
OSCAR FALFAN



3
Job #

Primary X Pond

Secondary Cell

Cap

Weld Seam Operator Mach Mach Mach Preheat PSI Test
Date Length Name/ ID No. Speed Temp Temp Loss ResultsPSI IN

PSI

Minutes

Total LF of Welding to Date Combined

BMI NORTH.

No.

Extrusion LF Weld Total To Date 600

Welded Date
Time

Job Description:

Reported By
Other

Fusion LF Weld Total To Date:

Seam Control Form
Project Name: BASIC REMEDIATION COMPANY. Superintendent: ISMAEL BUITRON07-11-1271

Environmental Specialties International Inc.

PSI OUTType
AT Time InTest

PSI

2,782

AT Time Out

60 MIL HDT TEXTUREDMaterial Type: Air Pressure Test

                 3,382 

Seam Test

30

TELESFORO MANCILLAS Allowable Air Pressure Loss 3

5Air Pressure Hold Time

8:19 AM 8:24 AM
Pass

30 30
1485 5 860 3/6/14 Air Pressure3/6/14 397 409 25

7:44 AM
EFREN B.

8:19 AM 8:24 AM
Pass

30 30
1485 5 860 3/6/14 Air Pressure3/6/14 397 406 25

7:40 AM
EFREN B.

Pass484 550 500 3/6/14 Vacuum3/5/14 T24 396 18
4:45 PM

ALDO NONATO

5:00 PM 5:05 PM
Pass

30 30
1485 5 860 3/5/14 Air Pressure3/5/14 397 404 25

4:16 PM
EFREN B.

5:00 PM 5:05 PM
Pass

30 30
1485 5 860 3/5/14 Air Pressure3/5/14 397 403 25

4:12 PM
EFREN B.

4:40 PM 4:45 PM
Pass

30 30
1485 5 860 3/5/14 Air Pressure3/5/14 397 399 25

4:08 PM
EFREN B.

5:01 PM 5:06 PM
Pass

30 30
1485 5 860 3/5/14 Air Pressure3/5/14 397 398 22.5

4:04 PM
EFREN B.

Pass484 550 500 3/6/14 Vacuum3/5/14 T23 396 8
4:35 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/5/14 T23 393 20
4:19 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/5/14 T16 393 9
4:17 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/5/14 T16 392 25
4:00 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/5/14 T16 391 4
3:59 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/5/14 T16 391 3
3:46 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/5/14 T14 391 16
3:41 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/5/14 T14 390 22
3:28 PM

ALDO NONATO

7:02 AM 7:07 AM
Pass

30 30
1485 6.5 860 3/6/14 Air Pressure3/5/14 409 410 48

5:10 PM
EFREN B.



4
Job #

Primary X Pond

Secondary Cell

Cap

Weld Seam Operator Mach Mach Mach Preheat PSI Test
Date Length Name/ ID No. Speed Temp Temp Loss ResultsPSI IN

PSI

Minutes

Total LF of Welding to Date Combined

BMI NORTH.

No.

Extrusion LF Weld Total To Date 600

Welded Date
Time

Job Description:

Reported By
Other

Fusion LF Weld Total To Date:

Seam Control Form
Project Name: BASIC REMEDIATION COMPANY. Superintendent: ISMAEL BUITRON07-11-1271

Environmental Specialties International Inc.

PSI OUTType
AT Time InTest

PSI

2,782

AT Time Out

60 MIL HDT TEXTUREDMaterial Type: Air Pressure Test

                 3,382 

Seam Test

30

TELESFORO MANCILLAS Allowable Air Pressure Loss 3

5Air Pressure Hold Time

10:27 AM 10:32 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/6/14 418 419 66

10;03AM
OSCAR FALFAN

10:07 AM 10:12 AM
Pass

30 30
1485 6.5 860 3/6/14 Air Pressure3/6/14 417 418 66

9:47 AM
EFREN B.

9:56 AM 10:01 AM
Pass

30 30
1485 6.5 860 3/6/14 Air Pressure3/6/14 416 418 10

9:45 AM
EFREN B.

9:56 AM 10:01 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/6/14 415 417 64

9:42 AM
OSCAR FALFAN

9:56 AM 10:01 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/6/14 415 416 20

9:40 AM
OSCAR FALFAN

10:02 AM 10:07 AM
Pass

30 30
2082 4 860 3/6/14 Air Pressure3/6/14 416 417 22.5

9:25 AM
OSCAR FALFAN

9:22 AM 9:27 AM
Pass

30 30
1485 5 860 3/6/14 Air Pressure3/6/14 411 415 22

9:10 AM
EFREN B.

9:22 AM 9:27 AM
Pass

30 30
1485 5 860 3/6/14 Air Pressure3/6/14 412 415 22.5

9:13 AM
EFREN B.

9:22 AM 9:27 AM
Pass

30 30
1485 5 860 3/6/14 Air Pressure3/6/14 413 415 22

9:15 AM
EFREN B.

9:23 AM 9:28 AM
Pass

30 30
1485 5 860 3/6/14 Air Pressure3/6/14 414 415 16

9:18 AM
EFREN B.

8:52 AM 8:57 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/6/14 413 414 16

8:40 AM
OSCAR FALFAN

8:53 AM 8:58 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/6/14 412 413 38

8:33 AM
OSCAR FALFAN

8:53 AM 8:58 AM
Pass

30 30
1485 6.5 860 3/6/14 Air Pressure3/6/14 411 412 44

8:30 AM
EFREN B.

9:00 AM 9:05 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/6/14 T236 411 34

8:25 AM
OSCAR FALFAN

8:59 AM 9:04 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/6/14 T236 411 7

8:24 AM
OSCAR FALFAN

8:20 AM 8:25 AM
Pass

30 30
1485 5 860 3/6/14 Air Pressure3/6/14 397 410 11

7:48 AM
EFREN B.



5
Job #

Primary X Pond

Secondary Cell

Cap

Weld Seam Operator Mach Mach Mach Preheat PSI Test
Date Length Name/ ID No. Speed Temp Temp Loss ResultsPSI IN

PSI

Minutes

Total LF of Welding to Date Combined

BMI NORTH.

No.

Extrusion LF Weld Total To Date 600

Welded Date
Time

Job Description:

Reported By
Other

Fusion LF Weld Total To Date:

Seam Control Form
Project Name: BASIC REMEDIATION COMPANY. Superintendent: ISMAEL BUITRON07-11-1271

Environmental Specialties International Inc.

PSI OUTType
AT Time InTest

PSI

2,782

AT Time Out

60 MIL HDT TEXTUREDMaterial Type: Air Pressure Test

                 3,382 

Seam Test

30

TELESFORO MANCILLAS Allowable Air Pressure Loss 3

5Air Pressure Hold Time

Pass484 550 500 3/6/14 Vacuum3/6/14 T74 422 26
3:15 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T74 398 72
2:41 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T73 398 50
2:23 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T73 398 43
2:05 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T72 398 9
2:00 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T75 398 26
1:45 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T76 398 14
13;40

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T76 397 12
1:36 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T77 397 12
1:33 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T77 396 10
1:30 PM

ALDO NONATO

10:55 AM 11:00 AM
3 Pass

30 27
1485 6.5 860 3/6/14 Air Pressure3/6/14 424 425 4

10;42AM
EFREN B.

10:55 AM 11:00 AM
Pass

30 30
1485 6.5 860 3/6/14 Air Pressure3/6/14 423 424 4

10;38AM
EFREN B.

10:55 AM 11:00 AM
Pass

30 30
1485 6.5 860 3/6/14 Air Pressure3/6/14 422 423 8

10;35AM
EFREN B.

10:55 AM 11:00 AM
Pass

30 30
1485 6.5 860 3/6/14 Air Pressure3/6/14 398 422 22

10;50AM
EFREN B.

10:31 AM 10:36 AM
Pass

30 30
2082 5.5 860 3/6/14 Air Pressure3/6/14 420 421 30

10;34AM
OSCAR FALFAN

10:27 AM 10:32 AM
Pass

30 30
1485 6.5 860 3/6/14 Air Pressure3/6/14 419 420 52

10;12AM
EFREN B.



6
Job #

Primary X Pond

Secondary Cell

Cap

Weld Seam Operator Mach Mach Mach Preheat PSI Test
Date Length Name/ ID No. Speed Temp Temp Loss ResultsPSI IN

PSI

Minutes

Total LF of Welding to Date Combined

BMI NORTH.

No.

Extrusion LF Weld Total To Date 600

Welded Date
Time

Job Description:

Reported By
Other

Fusion LF Weld Total To Date:

Seam Control Form
Project Name: BASIC REMEDIATION COMPANY. Superintendent: ISMAEL BUITRON07-11-1271

Environmental Specialties International Inc.

PSI OUTType
AT Time InTest

PSI

2,782

AT Time Out

60 MIL HDT TEXTUREDMaterial Type: Air Pressure Test

                 3,382 

Seam Test

30

TELESFORO MANCILLAS Allowable Air Pressure Loss 3

5Air Pressure Hold Time

Pass14 550 550 3/6/14 Vacuum3/6/14 T111 416 23
1:10 PM

EFREN B.

Pass14 550 550 3/6/14 Vacuum3/6/14 T108 416 1
1:09 PM

EFREN B.

Pass14 550 550 3/6/14 Vacuum3/6/14 T108 418 23
11;52AM

EFREN B.

Pass484 550 500 3/6/14 Vacuum3/6/14 T113 425 15
3:47 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T114 425 4
3:46 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T114 424 22
3:36 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T114 423 10
3:31 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 R265 423 3
3:30 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T73 423 10
3:26 PM

ALDO NONATO

Pass484 550 500 3/6/14 Vacuum3/6/14 T73 422 1
3:25 PM

ALDO NONATO

Pass14 550 550 3/6/14 Vacuum3/6/14 T106 418 1
11;51AM

EFREN B.

Pass14 550 550 3/6/14 Vacuum3/6/14 T106 419 23
11;45AM

EFREN B.

Pass14 550 550 3/6/14 Vacuum3/6/14 T104 419 1
11;44AM

EFREN B.

Pass14 550 550 3/6/14 Vacuum3/6/14 T104 420 22
11;36AM

EFREN B.

Pass14 550 550 3/6/14 Vacuum3/6/14 T103 420 1
11;35AM

EFREN B.

Pass14 550 550 3/6/14 Vacuum3/6/14 T103 421 18
11;30AM

EFREN B.



7
Job #

Primary X Pond

Secondary Cell

Cap

Weld Seam Operator Mach Mach Mach Preheat PSI Test
Date Length Name/ ID No. Speed Temp Temp Loss ResultsPSI IN

PSI

Minutes

Total LF of Welding to Date Combined

BMI NORTH.

No.

Extrusion LF Weld Total To Date 600

Welded Date
Time

Job Description:

Reported By
Other

Fusion LF Weld Total To Date:

Seam Control Form
Project Name: BASIC REMEDIATION COMPANY. Superintendent: ISMAEL BUITRON07-11-1271

Environmental Specialties International Inc.

PSI OUTType
AT Time InTest

PSI

2,782

AT Time Out

60 MIL HDT TEXTUREDMaterial Type: Air Pressure Test

                 3,382 

Seam Test

30

TELESFORO MANCILLAS Allowable Air Pressure Loss 3

5Air Pressure Hold Time

Pass14 550 550 3/6/14 Vacuum3/6/14 T112 415 22
1:17 PM

EFREN B.

Pass14 550 550 3/6/14 Vacuum3/6/14 T111 415 1
1:16 PM

EFREN B.



 

 

 

 

 

 

 

 

 

 

 

Destructive Samples 



1
Job #

Primary X PPI

Secondary PPI

PPI

D.S. Weld Operator Mach Mach Mach Preheat Test
No. Date Name/ ID No. Speed Temp Temp A B A B A B A B A B Results

Peel 136 115 135 137 131 137 134 119 133 134
Shear

Peel 131 121 141 136 116
Shear

Peel 146 141 139 135 138 134 126 126 129 129
Shear

Peel 122 129 123 122 117 127 120 120 117 124
Shear

Peel 133 131 129 127 128 128 131 132 133 132
Shear

Peel 134 112 134 124 130 129 130 134 134 129
Shear

Peel 120 141 126 139 122 139 123 137 118 137
Shear

Peel 128 136 135 125 132 124 126 127 133 123
Shear

Peel 143 137 138 142 134
Shear

500 P143 143 146 144 144DS-163 T108 418 3/6/14 EFREN B. 14 550

P172 171 169 169 168DS-162 420 421 3/6/14 OSCAR FALFAN 2082 5.5 860

P165 168 167 168 1726.5DS-161 417 418 3/6/14 EFREN B. 1485 860

P160 159 159 162 162DS-160 403 405 3/5/14 OSCAR FALFAN 2082 5.5 860

P159 155 160 162 1566.5DS-159 406 409 3/5/14 EFREN B. 1485 860

P160 162 159 161 161DS-158 402 403 3/5/14 EFREN B. 1485 6.5 860

P140 152 144 139 1484DS-157 399 400 3/5/14 OSCAR FALFAN 2082 860

500 P145 147 141 143 142DS-156 T23 393 3/5/14 ALDO NONATO 484 550

P170 175 173 174 1745.5DS-155 391 392 3/5/14 ALDO NONATO 2082 860

Material Type:
Job Description:

Project Name:

Peel Test Extrusion Minimum

Peel Test Fusion Minimum

Pond
Cell

ISMAEL BUITRONSuperintendent:

Environmental Specialties International Inc.
 Destructive Sample Information

Seam

Reported By: Cap Shear Test  Minimum

BASIC REMEDIATION COMPANY.

60 MIL HDT TEXTURED

No.
Coupon 1 Coupon 3 Coupon 4

Other:

Coupon 5Coupon 2

07-11-1271

BMI NORTH

VICTOR BUITRON 120
91
78



 

 

 

 

 

 

 

 

 

 

 

Repair Reports 



1

Superintendent:

SF Patch Material Test Type Abbrv.
CR FS --Failed Seam MatD LL CF Vacuum *S=South
DS WR --Wrinkle WS MD PB Air Pressure *N=North
SI --Subgrade Irregularity AV --Airvent RW DO BO LF Welded Spark *W=West
SJ AO --Add On CS AT 638.00 Air Lance *E=East

  Repair Damage Repair Test Test Date
 Number  Code  Type Type Results Complete

685 SJ P 3 x 3 3/5/14 ALDO NONATO 484 VT P 3/6/14

686 DO P 2 x 2 3/5/14 ALDO NONATO 484 VT P 3/6/14

687 SJ P 1 x 1 3/5/14 ALDO NONATO 484 VT P 3/6/14

688 SJ P 1 x 1 3/5/14 ALDO NONATO 484 VT P 3/6/14

689 DO P 2 x 2 3/5/14 ALDO NONATO 484 VT P 3/6/14

690 SJ P 1 x 1 3/5/14 ALDO NONATO 484 VT P 3/6/14

691 SJ P 1 x 1 3/5/14 ALDO NONATO 484 VT P 3/6/14

692 SJ P 1 x 1 3/5/14 ALDO NONATO 484 VT P 3/6/14

693 DS P 2 x 6 3/6/14 ALDO NONATO 484 VT P 3/6/14

694 SJ P 1 x 1 3/5/14 ALDO NONATO 484 VT P 3/6/14

695 SJ P 1 x 1 3/5/14 ALDO NONATO 484 VT P 3/6/14

696 DS P 2 x 6 3/6/14 ALDO NONATO 484 VT P 3/6/14

697 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

698 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

699 SJ INTERSECCTION P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

700 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

701 DO P 3 x 6 3/6/14 ALDO NONATO 484 VT P 3/6/14

702 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

703 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

704 DS P 2 x 6 3/6/14 ALDO NONATO 484 VT P 3/6/14

397/409/410

397/406/409

406/409

391/392

392/394/395

392/393/394

393/394/396

394/395/396

397/410

T16/391/392

T16/392/393

T16/T23/393

T23/393

T23/393/396

T23/T24/396

Seam or Panel 
Number

T273/T14/390

390

T14/390/391

T14/T16/391

T16/391

Environmental Specialties International Inc.
Repair Report

Job Description:

Reported by :

Material Type:

--Seam Joint

--Crease
--Destruct Sample

Repair Types
C--Cap Strip
P--Patch

Damage Codes
--Material Defect
--Welder Restart

Bead

--Roller Wrinkle

--Custom Fit
--Pipe Boot

B--Extrusion Bead

484--Lost Lap

--Damage By Others

(Feet)
Operator Name Machine 

Number
Date 

Welded(Inches)

INTERSECCTION

--Concrete Structure

Patch 

2' SOUTH

Location

INTERSECCTION

5' EAST DS-156

INTERSECCTION

INTERSECCTION

22' NORTH DS 155

INTERSECCTION

--Mechanical Damage

2' EAST

INTERSECCTION

INTERSECCTION

INTERSECCTION

1' NORTH

INTERSECCTION

INTERSECCTION

5' EAST DS-159

INTERSECCTION

INTERSECCTION

INTERSECCTION

-Air Test

--Burn Out

60 MIL HDT TEXTURED

BMI NORTH.

Job # :

Other:

BASIC REMEDIATION COMPANY.Project Name

PondX

07-11-1271 ISMAEL BUITRON

Primary

VICTOR BUITRON Cap

CellSecondary



2

Superintendent:

SF Patch Material Test Type Abbrv.
CR FS --Failed Seam MatD LL CF Vacuum *S=South
DS WR --Wrinkle WS MD PB Air Pressure *N=North
SI --Subgrade Irregularity AV --Airvent RW DO BO LF Welded Spark *W=West
SJ AO --Add On CS AT 638.00 Air Lance *E=East

  Repair Damage Repair Test Test Date
 Number  Code  Type Type Results Complete

Seam or Panel 
Number

Environmental Specialties International Inc.
Repair Report

Job Description:

Reported by :

Material Type:

--Seam Joint

--Crease
--Destruct Sample

Repair Types
C--Cap Strip
P--Patch

Damage Codes
--Material Defect
--Welder Restart

Bead

--Roller Wrinkle

--Custom Fit
--Pipe Boot

B--Extrusion Bead

484--Lost Lap

--Damage By Others

(Feet)
Operator Name Machine 

Number
Date 

Welded(Inches)

--Concrete Structure

Patch 
Location

--Mechanical Damage

-Air Test

--Burn Out

60 MIL HDT TEXTURED

BMI NORTH.

Job # :

Other:

BASIC REMEDIATION COMPANY.Project Name

PondX

07-11-1271 ISMAEL BUITRON

Primary

VICTOR BUITRON Cap

CellSecondary

705 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

706 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

707 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

708 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

709 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

710 DS P 2 x 6 3/6/14 ALDO NONATO 484 VT P 3/6/14

711 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

712 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

713 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

714 DS P 2 x 6 3/6/14 ALDO NONATO 484 VT P 3/6/14

715 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

716 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

717 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

718 SJ INTERSECCTION P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

719 DS P 2 x 6 3/6/14 ALDO NONATO 484 VT P 3/6/14

720 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

721 SJ P 2 x 2 3/6/14 ALDO NONATO 484 VT P 3/6/14

722 SJ P 3 x 3 3/6/14 ALDO NONATO 484 VT P 3/6/14

723 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

724 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

T77/396/397 INTERSECCTION

T76/T77/397 INTERSECCTION

406/407/408 INTERSECCTION

T24/T77/396 INTERSECCTION

401/402/403

402/403 10' EAST DS-158

405/406/407 INTERSECCTION

398/400/401 INTERSECCTION

398/401/402 INTERSECCTION

403/405 8' EAST DS-160

400/401/403 INTERSECCTION

404/405/406 INTERSECCTION

403/404/405 INTERSECCTION

399/400 6' SOUTH DS-157

399/400/403 INTERSECCTION

397/398/399 INTERSECCTION

398/399/400 INTERSECCTION

397/403/404 INTERSECCTION

397/399/403 INTERSECCTION

397/404/406 INTERSECCTION



3

Superintendent:

SF Patch Material Test Type Abbrv.
CR FS --Failed Seam MatD LL CF Vacuum *S=South
DS WR --Wrinkle WS MD PB Air Pressure *N=North
SI --Subgrade Irregularity AV --Airvent RW DO BO LF Welded Spark *W=West
SJ AO --Add On CS AT 638.00 Air Lance *E=East

  Repair Damage Repair Test Test Date
 Number  Code  Type Type Results Complete

Seam or Panel 
Number

Environmental Specialties International Inc.
Repair Report

Job Description:

Reported by :

Material Type:

--Seam Joint

--Crease
--Destruct Sample

Repair Types
C--Cap Strip
P--Patch

Damage Codes
--Material Defect
--Welder Restart

Bead

--Roller Wrinkle

--Custom Fit
--Pipe Boot

B--Extrusion Bead

484--Lost Lap

--Damage By Others

(Feet)
Operator Name Machine 

Number
Date 

Welded(Inches)

--Concrete Structure

Patch 
Location

--Mechanical Damage

-Air Test

--Burn Out

60 MIL HDT TEXTURED

BMI NORTH.

Job # :

Other:

BASIC REMEDIATION COMPANY.Project Name

PondX

07-11-1271 ISMAEL BUITRON

Primary

VICTOR BUITRON Cap

CellSecondary

725 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

726 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

727 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

728 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

729 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

730 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

731 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

732 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

733 DO P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

734 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

735 SJ P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

736 DS P 2 x 6 3/6/14 EFREN B. 14 VT P 3/6/14

737 SJ INTERSECCTION P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

738 SJ P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

739 SJ P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

740 SJ P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

741 SJ P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

742 SJ P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

743 DS P 2 x 6 3/6/14 EFREN B. 14 VT P 3/6/14

744 SJ P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

T108/418 5' SOUTH DS-163

T108/416/418 INTERSECCTION

T106/418/419 INTERSECCTION

T106/T108/418 INTERSECCTION

T104/419/420 INTERSECCTION

T104/T106/419 INTERSECCTION

420/421 5' EAST DS-162

T103/420/421

T103/T104/420 INTERSECCTION

T114/423/424 INTERSECCTION

T114/424/425 INTERSECCTION

T73/R265/423 10' NORTH

R265/T114/423 14' NORTH

T74/398/422 INTERSECCTION

T73/T74/422/423 INTERSECCTION

T72/T73/398 INTERSECCTION

T73/T74/398 INTERSECCTION

INTERSECCTION

T75/T76/398 INTERSECCTION

T72/T75/398 INTERSECCTION

T76/397/398



4

Superintendent:

SF Patch Material Test Type Abbrv.
CR FS --Failed Seam MatD LL CF Vacuum *S=South
DS WR --Wrinkle WS MD PB Air Pressure *N=North
SI --Subgrade Irregularity AV --Airvent RW DO BO LF Welded Spark *W=West
SJ AO --Add On CS AT 638.00 Air Lance *E=East

  Repair Damage Repair Test Test Date
 Number  Code  Type Type Results Complete

Seam or Panel 
Number

Environmental Specialties International Inc.
Repair Report

Job Description:

Reported by :

Material Type:

--Seam Joint

--Crease
--Destruct Sample

Repair Types
C--Cap Strip
P--Patch

Damage Codes
--Material Defect
--Welder Restart

Bead

--Roller Wrinkle

--Custom Fit
--Pipe Boot

B--Extrusion Bead

484--Lost Lap

--Damage By Others

(Feet)
Operator Name Machine 

Number
Date 

Welded(Inches)

--Concrete Structure

Patch 
Location

--Mechanical Damage

-Air Test

--Burn Out

60 MIL HDT TEXTURED

BMI NORTH.

Job # :

Other:

BASIC REMEDIATION COMPANY.Project Name

PondX

07-11-1271 ISMAEL BUITRON

Primary

VICTOR BUITRON Cap

CellSecondary

745 SJ P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

746 SJ P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

747 SJ P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

748 SJ P 1 x 1 3/6/14 EFREN B. 14 VT P 3/6/14

749 CAP C 4 x 50 3/6/14 EFREN B. 14 VT P 3/6/14

750 SJ P 2 x 2 3/6/14 EFREN B. 14 VT P 3/6/14

751 SJ P 2 x 2 3/6/14 EFREN B. 14 VT P 3/6/14

752 SJ P 2 x 2 3/6/14 EFREN B. 14 VT P 3/6/14

753 SJ P 2 x 2 3/6/14 EFREN B. 14 VT P 3/6/14

754 SJ P 2 x 2 3/6/14 EFREN B. 14 VT P 3/6/14

755 DS P 2 x 6 3/6/14 EFREN B. 14 VT P 3/6/14

756 SJ INTERSECCTION P 1 x 1 3/6/14 ALDO NONATO 484 VT P 3/6/14

417/418 10' EAST DS-161

T114/T113/425

415/416/417 INTERSECCTION

416/417/418 INTERSECCTION

412/413/415 INTERSECCTION

413/414/415 INTERSECCTION

T236/272411 CAP

411/412/415 INTERSECCTION

T111/T112/415 INTERSECCTION

T112/411/415 INTERSECCTION

T108/T111/416 INTERSECCTION

T111/415/416 INTERSECCTION



 

 

 

 

 

 

 

 

 

 

 

Inventory Checklist 



ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC.
Material Delivery / 

Inventory Checklist

Date: VICTOR BUITRON
Project #: BASIC REMEDIATION COMPANY.
Location: 60 MIL HDT TEXTURED.

Number Complete Roll  Number Batch Number Roll Size Comments
1 940581-08 410X23 USED 3-5-14
2 942120-08 410X23 USED 3-5-14
3 942104-08 410X23 USED 3-5-14
4 943107-08 410X23 USED 3-5-14
5 936465-08 410X23 USED 3-5-14
6 947109-08 410X23 USED 3-5-14
7 943111-08 410X23 USED 3-6-14
8 940586-08 410X23 ON SITE
9 943611-08 410X23 ON SITE
10 942222-08 410X23 ON SITE
11 943621-08 410X23 ON SITE
12 F14DO31005 new material 505X23 ON SITE
13 F14DO31006 new material 505X23 ON SITE
14 825705-13 new material 505X23 ON SITE
15 825706-13 new material 505X23 ON SITE
16 825707-13 new material 505X23 ON SITE
17 825704-13 new material 505X23 ON SITE

March 5, 2014

07-11-1271.
HENDERSON NV.

QC ID:
Project Name: 
Material Type: 



ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC.
Material Delivery / 

Inventory Checklist

Date: VICTOR BUITRON
Project #: BASIC REMEDIATION COMPANY.
Location: BENTOFIX.

Number Complete Roll  Number Batch Number Roll Size Comments
1 12914 200X14.5 USED 3-6-14
2 12879 200X14.5 USED 3-6-14
3 1274 partial roll from phase v
4 4171 partial roll from phase v
5 1315 partial roll from phase v
6 4158 partial roll from phase v
7 1369 partial roll from phase v
8 2430 partial roll from phase v
9 1266 partial roll from phase v
10 1282 partial roll from phase v
11 1278 partial roll from phase v
12 2457 partial roll from phase v
13 1296 partial roll from phase v
14 1370 partial roll from phase v
15 9485 partial roll from phase v
16 1367 partial roll from phase v
17 1281 partial roll from phase v
18 1325 partial roll from phase v
19 1317 partial roll from phase v
20 2439 partial roll from phase v
21 1268 partial roll from phase v
22 2500 partial roll from phase v
23 1332 partial roll from phase v
24 1394 partial roll from phase v
25 1270 partial roll from phase v
26 2468 partial roll from phase v
27 1304 partial roll from phase v
28 1387 partial roll from phase v
29 9475 partial roll from phase v
30 2442 partial roll from phase v
31 9482 partial roll from phase v
32 2437 partial roll from phase v
33 1321 partial roll from phase v
34 1181 partial roll from phase v
35 1295 partial roll from phase v
36 1371 partial roll from phase v
37 1241 partial roll from phase v
38 4173 partial roll from phase v
39 2456 partial roll from phase v
40 1285 partial roll from phase v
41 1410 partial roll from phase v
42 1391 partial roll from phase v
43 1361 partial roll from phase v
44 2440 partial roll from phase v
45 1440 partial roll from phase v
46 1327 partial roll from phase v
47 9476 partial roll from phase v
48 4162 partial roll from phase v
49 1398 partial roll from phase v
50 2425 partial roll from phase v
51 1276 partial roll from phase v
52 9014 200X14.5 ON SITE 
53 9009 200X14.5 ON SITE 
54 12896 200X14.5 ON SITE 
55 12832 200X14.5 ON SITE 
56 12877 200X14.5 ON SITE 
57 9008 200X14.5 ON SITE 
58 9013 200X14.5 ON SITE 
59 9016 200X14.5 ON SITE 
60 9017 200X14.5 ON SITE 
61 9027 200X14.5 ON SITE 
62 8911 200X14.5 ON SITE 
63 12894 200X14.5 ON SITE 
64 12921 200X14.5 ON SITE 
65 12831 200X14.5 ON SITE 
66 12910 200X14.5 ON SITE 
67 12854 200X14.5 ON SITE 

March 6, 2014 QC ID:
07-11-1271. Project Name: 

HENDERSON NV. Material Type: 



ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC.
Material Delivery / 

Inventory Checklist

Date: VICTOR BUITRON
Project #: BASIC REMEDIATION COMPANY.
Location: BENTOFIX.

Number Complete Roll  Number Batch Number Roll Size Comments

March 6, 2014 QC ID:
07-11-1271. Project Name: 

HENDERSON NV. Material Type: 

68 12855 200X14.5 ON SITE 
69 12853 200X14.5 ON SITE 
70 12981 200X14.5 ON SITE 
71 12898 200X14.5 ON SITE 
72 12911 200X14.5 ON SITE 
73 13004 200X14.5 ON SITE 
74 2227 new roll 200X14.5 ON SITE 
75 0.027 new roll 200X14.5 ON SITE 
76 0.028 new roll 200X14.5 ON SITE 
77 0.029 new roll 200X14.5 ON SITE 
78 0.031 new roll 200X14.5 ON SITE 
79 ;0030 new roll 300X ON SITE 



ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC.
Material Delivery / 

Inventory Checklist

Date: VICTOR BUITRON
Project #: BASIC REMEDIATION COMPANY.
Location: TN 240-2-6 GEOCOM. D/S

Number Complete Roll  Number Batch Number Roll Size Comments
1 269710995 partial roll from phase v
2 269710924 partial roll from phase v
3 269710736 partial roll from phase v
4 269710719 partial roll from phase v
5 269710920 partial roll from phase v
6 269711002 partial roll from phase v
7 54281010001 partial roll from phase v
8 54281010020 partial roll from phase v
9 269710919 partial roll from phase v
10 54281010002 partial roll from phase v
11 269710914 partial roll from phase v
12 269711000 partial roll from phase v
13 269711003 partial roll from phase v
14 269710732 partial roll from phase v
15 269710726 partial roll from phase v
16 269710746 partial roll from phase v
17 269710720 partial roll from phase v
18 269710725 partial roll from phase v
19 269711012 partial roll from phase v
20 269710928 partial roll from phase v
21 269710917 partial roll from phase v
22 269710724 partial roll from phase v
23 269710939 partial roll from phase v
24 269710930 partial roll from phase v
25 269711001 partial roll from phase v
26 269710722 partial roll from phase v
27 269710741 partial roll from phase v
28 269710730 partial roll from phase v
29 269710729 partial roll from phase v
30 269710918 partial roll from phase v
31 269710728 partial roll from phase v
32 269710735 partial roll from phase v
33 269710999 partial roll from phase v
34 269710937 partial roll from phase v
35 269710994 partial roll from phase v
36 269710718 partial roll from phase v
37 269710921 partial roll from phase v
38 269710706 partial roll from phase v
39 269710992 partial roll from phase v
40 269711007 partial roll from phase v
41 269710935 partial roll from phase v
42 269710995 partial roll from phase v
43 269710869 partial roll from phase v
44 269711016 partial roll from phase v
45 269710738 partial roll from phase v
46 269710934 partial roll from phase v
47 269710916 partial roll from phase v
48 269710996 partial roll from phase v
49 269710714 partial roll from phase v
50 269711005 partial roll from phase v
51 54281010022 partial roll from phase v
52 269710997 partial roll from phase v
53 269710742 partial roll from phase v
54 269710744 partial roll from phase v
55 269710938 partial roll from phase v
56 269710993 partial roll from phase v
57 269711011 partial roll from phase v
58 269710936 partial roll from phase v
59 269710721 partial roll from phase v
60 269710925 partial roll from phase v
61 269710731 partial roll from phase v
62 269710932 partial roll from phase v
63 269710933 partial roll from phase v
64 269710723 partial roll from phase v
65 269710745 partial roll from phase v
66 54281010006 partial roll from phase v
67 269710705 partial roll from phase v

March 10, 2014 QC ID:
07-11-1271. Project Name: 

HENDERSON NV. Material Type: 



ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC.
Material Delivery / 

Inventory Checklist

Date: VICTOR BUITRON
Project #: BASIC REMEDIATION COMPANY.
Location: GEOTEXTILLE 

Number Complete Roll  Number Batch Number Roll Size Comments
1 33048.2 900X15 ON SITE.
2
3
4
5

March 11, 2014 QC ID:
07-11-1271. Project Name: 

HENDERSON NV. Material Type: 



 

 

 

 

 

 

 

 

 

 

 

Subgrade Acceptance Certifications 



ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC. 

SUBGRADE ACCEPTANCE 

PROJEa NAME; CAMU Closure ii DATE, 

PROJECT NUMBER; 07-11-1271 TIME: 

OWNER: BASIC REMEDIATION COMPANY 

LOCATION: HENDERSON, NEVADA 

I, undersigned a duly appointed representative of Environmental Specialties International, 
Inc.. have visually observed the soil subgrade surface described below, and found it to be 
an acceptable surface on which to install geomembrane. 

The certification is based on observations of the subgrade only. No subterranean 
inspections or tests have been performed by Environmental Specialties International, Inc. 
and ESI makes no representations or warranties regarding conditions which may exist 
below the surface of the subgrade. Environmental Specialties International, inc. accepts no 
responsibility for conformance of the subgrade to this project's specifications. 

Area Being Accepted: 

ESI REPRESENTATIVE: ENTAa REPRESENTATIVE: 

TITLE: TITLE: FreU Eĥ î ngg/l 
SIGNATURE: SIGNATURE: 

OWNERS REPRESENTATIVE: 

TITLE: 



r " • 

ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC. 

SUBGRADE ACCEPTANCE 

PROJECT NAME: CAMU Closure II 
•I 

DATE:_^/i^//^ 

PROJECT NUMBER: 07-11-1271 TIME: ^ f < ^ c ^ 

OWNER: BASIC REMEDIATION COMPANY 

LOCATION: HENDERSON. NEVADA 

I, undersigned a duly appointed representative of Environmental Specialties International, 
inc.. have visually observed the soil subgrade surface described below, and found it to be 
an acceptable surface on which to install geomembrane. 

The certification is based on observations of the subgrade only. No subterranean 
inspections or tests have been performed by Environmental Specialties International, Inc. 
and ESI makes no representations or warranties regarding conditions which may exist 
below the surface of the subgrade. Environmental Specialties International, Inc. accepts no 
responsibility for conformance of the subgrade to this project's specifications. 

Area Being Accepted: 

PoAeiA HI)- Mas 

ESI REPRESENTATIVE: ENTACT REPRESENTATIVE: 

NAME; \/kATS>- ^ O ^ X y t ^ 

TITLE: < 

SIGNATURE: SIGNATURE: 

OWNERS REPRESENTATI 

TITLE: 

SIGNATUR' 



Contractor's Stamp

Contractor Name: Entact Environmental Services, LLC

Project Name (Number): BRC Eastside Common Areas Soils 
Remediation Project (E-7207)

Contract Number: 6389

Submittal Summary: CAMU Closure III QC Data

Submittal Number: 02770-008M

Specification Section: Section 02770 Part 1.06 Sub E

Drawing Number (s): NA

Page Number: 02770-4

Signed:
Marc Onder - Field Engineer

Previous Submittal Date (s):
Date Submitted: 3/12/2014

By this submittal, I hereby represent that I have reviewed this submittal, verified the 
products, determined and evaluated field measurements and construction criteria possible 
at the time of this submittal, and coordinated the information within this submittal with 
respect to the requirements of the Work and the Contract Documents.





  

TO: Basic Remediation Company  DATE: 1/3/11 

          875 W. Warm Springs Road JOB NAME:    BRC EASTSIDE COMMON AREAS

          Henderson, NV 89011   SOIL REMEDIATION PROJECT 

          TEL#: (702) 568-2888 FAX#: (702) 567-0475 TRANSMITTAL NUMBER: TBD 

ATTENTION: Lee C. Farris, P.E. ENTACT PROJECT NUMBER: E-7207

 
WE ARE SENDING YOU X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

 CHANGE ORDER X SUBMITTALS   RFI  
 

COPIES DATE DRAWING NO. REV. DESCRIPTION ACTION ( * )

6 1/3/11      Submittal 02772-004P Phase V GCL MQC Data RC 

      

      

      

      

      
 
ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL   

 F – FILE  RC - REVIEW & COMMENT   
 

COMMENTS:   

 

 

 

 

SENT VIA: 
 
X E-MAIL  MAIL  OVERNIGHT  HAND DELIVERY  FACSIMILE 

COPY 
TO: 

Ranajit Sahu, Lee Farris BY: Erik Gehringer (561) 707-7088 

If enclosures are not as noted, please notify us at once...... 



 

 
Gregg Abney 
ESI Environmental Specialties International INC 
7943 Pecue Lane 
Baton Rouge, LA 70809 
gabney@esiliners.com 
 
 
To Whom it May Concern:  
 
Please find enclosed the MQA/MQC test data package for Geosynthetic Clay Liner shipments to 
ESI Environmental Specialties International INC.  
 
The enclosed data package includes results of all the MQC tests required by ASTM D5889, with the exception of  
index flux/hydraulic conductivity. This test, which is run according to ASTM D5887, is normally performed once  
per production lot (once per week), unless a higher frequency is required by the project specifications. Because  
of the GCL's low permeability, this test can take several weeks to complete. The index flux/hydraulic conductivity  
results associated with this lot of material will be provided under separate cover as soon as they are available.  
 
Although the index flux/hydraulic conductivity test results are not yet available, CETCO accepts responsibility for our  
GCL should the index flux/hydraulic conductivity tests produce unacceptable results. If, upon delivery and prior to 
installation, individual rolls of GCL are found to be nonconforming to accepted project specifications, CETCO will  
replace the nonconforming material at no charge.  
 
Questions regarding this information should be directed to Chris Athanassopoulos,  
Technical Support Engineer, at (847) 851-1831. 
 
Sincerely, 

 
Roger B. Wilkerson 
Quality Assurance Coordinator 
CETCO Lovell Plant 

Date: 10/27/2010
Purchase Order: 14733
ORDER NUMBER: 000266996 



 
 
GEOSYNTHETIC CLAY LINER 
MANUFACTURING QUALITY ASSURANCE DATA PACKAGE 
 
PROJECT NAME: Landwell LF 
CUSTOMER P.O.: 14733 
ORDER NUMBER: 000266996 
PREPARED FOR: ESI Environmental Specialties International INC 
 
CONTENTS: 

Product Certifications 

GCL Order packing list and MQA tracking form 

GCL manufacturing quality control test data 

Bentonite clay certification 

Raw material test results 

 
 
PREPARED BY: Roger B. Wilkerson 
Quality Assurance Coordinator 
CETCO 
P.O. Box 428 
92 Hwy. 37 
Lovell, WY 82431 
Telephone: 800-322-1149 ext. 413 
E-Mail: rwilke@cetco.com 



 
 
PRODUCT CERTIFICATIONS 
 
PROJECT NAME: Landwell LF 
CUSTOMER P.O.: 14733 
ORDER NUMBERS: 000266996 
PREPARED FOR: ESI-Environmental Specialties Int'l. 
 
The GCL manufactured for the above-referenced order number(s) is certified to meet the values listed in the tables below: 
 
GCL PROPERTY SPECIFICATIONS FOR BENTOMAT DN 

 
SPECIALLY REQUESTED CERTIFIED PROPERTIES FOR THIS ORDER OF BENTOMAT DN 

Bentonite property tests are performed at a bentonite processing facility before shipment to CETCO's production facility. 
All tensile testing is in the machine direction using ASTM D 6768. All peel strength testing is performed using 
ASTM D 6496. Upon request tensile and peel results can be reported per modified ASTM D 4632 using 4 inch grips. 
 
 
NEEDLE DETECTION AND REMOVAL PROCEDURE 
 
CETCO hereby affirms that all Bentomat® geosynthetic clay liner material manufactured for this project is continually  
passed under a magnet for needle removal and then screened with a metal detection device. CETCO certifies Bentomat®  
to be essentially free of broken needles and fragments of needles that would negatively effect the performance of the final product. 
 

 
Roger B. Wilkerson 
Quality Assurance Coordinator 

Test Method Test Method Property Test Frequency Certified Value
ASTM D 5891 Bentonite Fluid Loss 1 per 50 Tons 18 ml Max
ASTM D 5993 Bentonite Mass/Area 40,000 sq ft (4000 sq m) 0.75 lb /sq ft Min
ASTM D 5890 Bentonite Swell Index 1 per 50 Tons 24 ml/2g Min
ASTM D 6768 GCL Grab Strength 200,000 sq ft (20,000 sq m) 50 lbs/in MARV
ASTM D 6243 GCL Hydrated Internal Shear Strength Periodic 500 psf typ @ 200 psf normal load
ASTM D 5887 GCL Hydraulic Conductivity Weekly 5.0E-9 cm/s Max
ASTM D 5887 GCL Index Flux Weekly 1.0E-8 m3/m2/s Max
ASTM D 6496 GCL Peel Strength 40,000 sq ft (4000 sq m) 3.5 lbs/in Min

Test Method Test Method Property Requested Frequency Requested Value Requested Conditions
ASTM D 5887 GCL Index Flux 1/200,000 sqft Standard Standard
ASTM D 4643 GCL Moisture Standard 30% Moisture (max) Standard



 
 
GCL PACKING LIST AND MQA TRACKING FORM 
 
Listing of finished and raw materials used to produce certification package number 000266996 

GCL Geotextiles Clay
LO-BENTOMAT DN LO-N/W-WHITE-DN LO-N/W-BLACK-DN-6 OZ LO-CG 50-DN

Order GCL Lot # GCL Roll # Length Width weight sq ft Roll # Tested Cap Lot # Cap Roll # Roll # Tested Base Roll # Clay Lot #
000266996 201044LO 9473 200 14.5 3105 2900 9473 2021205178 2021248558 100610F
000266996 201044LO 9474 200 14.5 3745 2900 9473 2021205178 2021248558 100610F
000266996 201044LO 9475 200 14.5 3715 2900 9473 2021205178 2021248558 100610F
000266996 201044LO 9476 200 14.5 3700 2900 9473 2021205185 2021248558 100610F
000266996 201044LO 9477 200 14.5 3685 2900 9473 2021205185 2021248558 100610F
000266996 201044LO 9478 200 14.5 3705 2900 9473 2021205185 2021248558 100610F
000266996 201044LO 9479 200 14.5 3715 2900 9473 2021205185 2021248558 100610F
000266996 201044LO 9480 200 14.5 3695 2900 9473 2021205185 2021248558 100610F
000266996 201044LO 9481 200 14.5 3660 2900 9473 2021205176 2021248558 100610F
000266996 201044LO 9482 200 14.5 3680 2900 9473 2021205176 2021248558 100610F
000266996 201044LO 9483 200 14.5 3690 2900 9473 2021205176 2021225015 100610F
000266996 201044LO 9484 200 14.5 3650 2900 9473 2021205176 2021225015 100610F
000266996 201044LO 9485 200 14.5 3675 2900 9473 2021205176 2021225015 100610F
000266996 201044LO 9486 200 14.5 3680 2900 9486 2021205204 2021225015 100610F
000266996 201044LO 9487 200 14.5 3645 2900 9486 2021205204 2021225015 100610F
000266996 201044LO 9488 200 14.5 3640 2900 9486 2021205204 2021225015 100610F
000266996 201044LO 9489 200 14.5 3675 2900 9486 2021205204 2021225015 100610F
000266996 201044LO 9490 200 14.5 3680 2900 9486 2021205204 2021225015 100610F
000266996 201044LO 9491 200 14.5 3685 2900 9486 2021205204 2021225015 100610F

Total sq ft: 55100 Total Number of Rolls Certified: 19



 
 
 
GCL MANUFACTURING QUALITY CONTROL TEST DATA 
The following rolls in GCL certification package number 000266996 have been tested in our production facility lab.  

 
 
BENTONITE CLAY CERTIFICATION 
The Bentonite Clay used to produce package 000266996 
has been tested by American Colloid Company and yielded the following test results. 

Product Lot # Tested Roll # Tested Mass Area Grab Strength Peel Strength 6496

ASTM Test Method: D 5993 D 6768 D 6496

Required Value: 0.75 lb /sq ft Min 50 lbs/in MARV 3.5 lbs/in Min

LO-BENTOMAT DN 201044LO 9473 0.92 77.0 13.4

LO-BENTOMAT DN 201044LO 9486 0.92 77.0 10.9

Moisture 

D 4643

30 % (Max)

26.6

27.2

Clay Lot # Moist Swell Fluid Loss
ASTM Test Method: D 2216 D 5890 D 5891

Required Value: 12% Max 24 ml/2g Min 18 ml Max
100610F 10.00 25.00 16.80



 
 
 
GEOTEXTILE TEST RESULTS FROM MATERIAL SUPPLIERS 
 
The GCL in certification package number 000266996 was manufactured with geotextiles which were tested with the following results. 

Certifications from our suppliers are on file at our production facility. 
An '*' or 'PT' indicates supplier certifications were unavailable prior to shipping so testing was performed at a CETCO lab. 

BASE GEOTEXTILE

Material Roll Number Mass Area 
oz/yd2

Grab Strength 
lbs

PPX HH65L 2021225015 6.0 155.5
PPX HH65L 2021248558 6.3 159.8

COVER GEOTEXTILE

Material Roll Number Mass Area 
oz/yd2

Grab Strength
lbs

PPX 650 2021205176 6.1 132.0
PPX 650 2021205178 7.7 158.6
PPX 650 2021205185 7.8 166.4
PPX 650 2021205204 7.5 168.4
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Environmental Specialties International 
7943 Pecue Lane 
Baton Rouge, LA 70809 
ESI 
 
 
To Whom it May Concern:  
 
Please find enclosed the MQA/MQC test data package for Geosynthetic Clay Liner shipments to 
Environmental Specialties International.  
 
The enclosed data package includes results of all the MQC tests required by ASTM D5889, with the exception of  
index flux/hydraulic conductivity. This test, which is run according to ASTM D5887, is normally performed once  
per production lot (once per week), unless a higher frequency is required by the project specifications. Because  
of the GCL's low permeability, this test can take several weeks to complete. The index flux/hydraulic conductivity  
results associated with this lot of material will be provided under separate cover as soon as they are available.  
 
Although the index flux/hydraulic conductivity test results are not yet available, CETCO accepts responsibility for our  
GCL should the index flux/hydraulic conductivity tests produce unacceptable results. If, upon delivery and prior to 
installation, individual rolls of GCL are found to be nonconforming to accepted project specifications, CETCO will  
replace the nonconforming material at no charge.  
 
Questions regarding this information should be directed to Chris Athanassopoulos,  
Technical Support Engineer, at (847) 851-1831. 
 
Sincerely, 

 
Roger B. Wilkerson 
Quality Assurance Coordinator 
CETCO Lovell Plant 

Date: 6/24/2013
Purchase Order: 18540
ORDER NUMBER: 000295037 



 
 
GEOSYNTHETIC CLAY LINER 
MANUFACTURING QUALITY ASSURANCE DATA PACKAGE 
 
PROJECT NAME: BRC LF 
CUSTOMER P.O.: 18540 
ORDER NUMBER: 000295037 
PREPARED FOR: Environmental Specialties International 
 
CONTENTS: 

 Product Certifications 

 GCL Order packing list and MQA tracking form 

 GCL manufacturing quality control test data 

 Bentonite clay certification 

 Raw material test results 

 
 
PREPARED BY: Roger B. Wilkerson 
Quality Assurance Coordinator 
CETCO 
P.O. Box 428 
92 Hwy. 37 
Lovell, WY 82431 
Telephone: 800-322-1149 ext. 413 
E-Mail: rwilke@cetco.com 



 
 
PRODUCT CERTIFICATIONS 
 
PROJECT NAME: BRC LF 
CUSTOMER P.O.: 18540 
ORDER NUMBERS: 000295037 
PREPARED FOR: Environmental Specialties International 
 
The GCL manufactured for the above-referenced order number(s) is certified to meet the values listed in the tables below: 
 
GCL PROPERTY SPECIFICATIONS FOR BENTOMAT DN 

 
SPECIALLY REQUESTED CERTIFIED PROPERTIES FOR THIS ORDER OF BENTOMAT DN 

Bentonite property tests are performed at a bentonite processing facility before shipment to CETCO's production facility. 
All tensile testing is in the machine direction using ASTM D 6768. All peel strength testing is performed using 
ASTM D 6496. Upon request tensile and peel results can be reported per modified ASTM D 4632 using 4 inch grips. 
 
 
NEEDLE DETECTION AND REMOVAL PROCEDURE 
 
CETCO hereby affirms that all Bentomat® geosynthetic clay liner material manufactured for this project is continually  
passed under a magnet for needle removal and then screened with a metal detection device. CETCO certifies Bentomat®  
to be essentially free of broken needles and fragments of needles that would negatively effect the performance of the final product. 
 

 
Roger B. Wilkerson 
Quality Assurance Coordinator 

Test Method Test Method Property Test Frequency Certified Value
ASTM D 5891 Bentonite Fluid Loss 1 per 50 Tons 18 ml Max
ASTM D 5993 Bentonite Mass/Area 40,000 sq ft (4000 sq m) 0.75 lb /sq ft Min
ASTM D 5890 Bentonite Swell Index 1 per 50 Tons 24 ml/2g Min
ASTM D 6768 GCL Grab Strength 200,000 sq ft (20,000 sq m) 50 lbs/in MARV
ASTM D 6243 GCL Hydrated Internal Shear Strength Periodic 500 psf typ @ 200 psf normal load
ASTM D 5887 GCL Hydraulic Conductivity Weekly 5.0E-9 cm/s Max
ASTM D 5887 GCL Index Flux Weekly 1.0E-8 m3/m2/s Max
ASTM D 6496 GCL Peel Strength 40,000 sq ft (4000 sq m) 3.5 lbs/in Min

Test Method Test Method Property Requested Frequency Requested Value Requested Conditions
ASTM D 5887 GCL Hydraulic Conductivity 1/200,000 sqft 5.0E-9 cm/s Max Standard
ASTM D 4643 GCL Moisture Standard 30% Max Standard



 
 
GCL PACKING LIST AND MQA TRACKING FORM 
 
Listing of finished and raw materials used to produce certification package number 000295037 

GCL Geotextiles Clay
LO-BENTOMAT DN N/W-WHITE LO-N/W-BLACK-DN-6 OZ LO-CG 50

Order GCL Lot # GCL Roll # Length Width weight sq ft Roll # Tested Cap Lot # Cap Roll # Roll # Tested Base Roll # Clay Lot #
000295037 201325LO 4147 200 14.5 3735 2900 4147 2022866266 2022768267 062013E
000295037 201325LO 4148 200 14.5 3750 2900 4147 2022866266 2022768267 062013E
000295037 201325LO 4149 200 14.5 3705 2900 4147 2022866266 2022768267 062013E
000295037 201325LO 4150 200 14.5 3720 2900 4147 2022866266 2022768267 062013E
000295037 201325LO 4151 200 14.5 3705 2900 4147 2022866266 2022768267 062013E
000295037 201325LO 4152 200 14.5 3700 2900 4147 2022866266 2022768267 062013E
000295037 201325LO 4153 200 14.5 3700 2900 4147 2022585297 2022768267 062013E
000295037 201325LO 4154 200 14.5 3720 2900 4147 2022585297 2022768267 062013E
000295037 201325LO 4155 200 14.5 3710 2900 4147 2022585297 2022768267 062013E
000295037 201325LO 4156 200 14.5 3730 2900 4147 2022585297 2022768267 062013E
000295037 201325LO 4157 200 14.5 3720 2900 4147 2022585297 2022768212 062013E
000295037 201325LO 4158 200 14.5 3715 2900 4147 2022585297 2022768212 062013E
000295037 201325LO 4159 200 14.5 3720 2900 4147 2022887272 2022768212 062013E
000295037 201325LO 4160 200 14.5 3680 2900 4160 2022887272 2022768212 062013E
000295037 201325LO 4161 200 14.5 3705 2900 4160 2022887272 2022768212 062013E
000295037 201325LO 4162 200 14.5 3685 2900 4160 2022887272 2022768212 062013E
000295037 201325LO 4163 200 14.5 3705 2900 4160 2022887272 2022768212 062013E
000295037 201325LO 4164 200 14.5 3735 2900 4160 2022887277 2022768212 062013E
000295037 201325LO 4165 200 14.5 3705 2900 4160 2022887277 2022768212 062013E
000295037 201325LO 4166 200 14.5 3715 2900 4160 2022887277 2022768212 062013E
000295037 201325LO 4167 200 14.5 3740 2900 4160 2022887277 2022768254 062013E
000295037 201325LO 4168 200 14.5 3720 2900 4160 2022887277 2022768254 062013E
000295037 201325LO 4169 200 14.5 3750 2900 4160 2022887277 2022768254 062013F
000295037 201325LO 4170 200 14.5 3740 2900 4160 2022887280 2022768254 062013F
000295037 201325LO 4171 200 14.5 3720 2900 4160 2022887280 2022768254 062013F
000295037 201325LO 4172 200 14.5 3730 2900 4160 2022887280 2022768254 062013F
000295037 201325LO 4173 200 14.5 3700 2900 4173 2022887280 2022768254 062013F
000295037 201325LO 4174 200 14.5 3635 2900 4173 2022887280 2022768254 062013F
000295037 201325LO 4175 200 14.5 3640 2900 4173 2022887280 2022768254 062013F
000295037 201325LO 4176 200 14.5 3740 2900 4173 2022866288 2022599065 062013F



000295037 201325LO 4177 200 14.5 3775 2900 4173 2022866288 2022599065 062013F
Order GCL Lot # GCL Roll # Length Width weight sq ft Roll # Tested Cap Lot # Cap Roll # Roll # Tested Base Roll # Clay Lot #

000295037 201325LO 4178 200 14.5 3770 2900 4173 2022866288 2022599065 062013F
000295037 201325LO 4179 200 14.5 3775 2900 4173 2022866288 2022599065 062013F
000295037 201325LO 4180 200 14.5 3860 2900 4173 2022887289 2022599065 062013F
000295037 201325LO 4181 200 14.5 3750 2900 4173 2022887289 2022599065 062013F
000295037 201325LO 4182 200 14.5 3755 2900 4173 2022887289 2022599065 062013F

Total sq ft: 104400 Total Number of Rolls Certified: 36



 
 
 
GCL MANUFACTURING QUALITY CONTROL TEST DATA 
The following rolls in GCL certification package number 000295037 have been tested in our production facility lab.  

 
 
BENTONITE CLAY CERTIFICATION 
The Bentonite Clay used to produce package 000295037 
has been tested by American Colloid Company and yielded the following test results. 

Product Lot # Tested Roll # Tested Mass Area Grab Strength Peel Strength 6496
ASTM Test Method: D 5993 D 6768 D 6496

Required Value: 0.75 lb /sq ft Min 50 lbs/in MARV 3.5 lbs/in Min
LO-BENTOMAT DN 201325LO 4147 0.88 104.3 9.1
LO-BENTOMAT DN 201325LO 4160 0.89 104.3 13.8
LO-BENTOMAT DN 201325LO 4173 0.94 104.3 13.7

Moisture
D 4643

30% Max
28.7
28.9
26.7

Clay Lot # Moist Swell Fluid Loss
ASTM Test Method: D 2216 D 5890 D 5891

Required Value: 12% Max 24 ml/2g Min 18 ml Max
062013E 12.00 25.00 17.40
062013F 11.00 27.00 14.80



 
 
 
GEOTEXTILE TEST RESULTS FROM MATERIAL SUPPLIERS 
 
The GCL in certification package number 000295037 was manufactured with geotextiles which were tested with the following results. 

Certifications from our suppliers are on file at our production facility. 
An '*' or 'PT' indicates supplier certifications were unavailable prior to shipping so testing was performed at a CETCO lab. 

BASE GEOTEXTILE

Material Roll Number Mass Area 
oz/yd2

Grab Strength 
lbs

PPX HH65L 2022599065 6.9 173.1
PPX HH65L 2022768212 6.2 203.1
PPX HH65L 2022768254 6.4 217.9
PPX HH65L 2022768267 6.1 202.3

COVER GEOTEXTILE

Material Roll Number Mass Area 
oz/yd2

Grab Strength
lbs

PPX 650 2022585297 6.5 154.1
PPX 650 2022866266 6.3 168.4
PPX 650 2022866288 6.3 161.8
PPX 650 2022887272 6.8 164.7
PPX 650 2022887277 6.3 164.3
PPX 650 2022887280 6.3 164.3
PPX 650 2022887289 6.7 143.3
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TRI / Environmental, Inc.
A Texas Research International CompanyA Texas Research International Company

July 1, 2013

Mail To: Bill To:

Mr. Marat Goldenberg, P.E. <= SameMr. Marat Goldenberg, P.E. <= Same

CETCO

2870 Forbs Avenue2870 Forbs Avenue

Hoffman Estates, IL 60192

email: marat.goldenberg@cetco.com

Dear Mr. GoldenbergDear Mr. Goldenberg

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.

TRI is pleased to submit this final report for laboratory testing.

Project: BRC - Landwell

TRI Job Reference Number: E2373-59-06

Material(s) Tested: 1 Bentomat DN GCL(s)

Test(s) Requested: Index Flux (ASTM D 5887)

If you have any questions or require any additional information, please call us atIf you have any questions or require any additional information, please call us at

1-800-880-8378.

Sincerely,

John M. Allen, P.E.John M. Allen, P.E.

Division Director

www.GeosyntheticTesting.comwww.GeosyntheticTesting.com

page 1 of 2

GeosyntheticTesting.com
9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



TRI / Environmental, Inc.
A Texas Research International CompanyA Texas Research International Company

GCL TEST RESULTS
TRI Client: CETCOTRI Client: CETCO

Project: BRC - Landwell

Material: Bentomat DN GCL

TRI Log #: E2373-59-06

STD. PROJ.

PARAMETER TEST REPLICATE NUMBER MEAN DEV. SPEC.PARAMETER TEST REPLICATE NUMBER MEAN DEV. SPEC.

1 2 3 4 5 6 7 8 9 10

Index Flux (ASTM D 5887)Index Flux (ASTM D 5887)

Sample Identification: 4147 Lot No: 20132SLO

Index Flux (m
3
/m

2
/sec) 2.4E-09 2.4E-09 1.0E-08 maxIndex Flux (m

3
/m

2
/sec) 2.4E-09 2.4E-09 1.0E-08 max

Hydraulic Conductivity (cm/sec) 2.1E-09 2.1E-09 5.0E-09 maxHydraulic Conductivity (cm/sec) 2.1E-09 2.1E-09 5.0E-09 max

MD Machine Direction TD Transverse Direction NA Not AvailableMD Machine Direction TD Transverse Direction NA Not Available

The testing is based upon accepted industry practice as well as the test method listed. Test results reported herein do not applyThe testing is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply

to samples other than those tested. TRI neither accepts responsibility for nor makes claim as to the final use and purpose of the material.

TRI observes and maintains client confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

page 2 of 2

GeosyntheticTesting.com
9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558
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Environmental Specialties International 
7943 Pecue Lane 
Baton Rouge, LA 70809 
ESI 
 
 
To Whom it May Concern:  
 
Please find enclosed the MQA/MQC test data package for Geosynthetic Clay Liner shipments to 
Environmental Specialties International.  
 
The enclosed data package includes results of all the MQC tests required by ASTM D5889, with the exception of  
index flux/hydraulic conductivity. This test, which is run according to ASTM D5887, is normally performed once  
per production lot (once per week), unless a higher frequency is required by the project specifications. Because  
of the GCL's low permeability, this test can take several weeks to complete. The index flux/hydraulic conductivity  
results associated with this lot of material will be provided under separate cover as soon as they are available.  
 
Although the index flux/hydraulic conductivity test results are not yet available, CETCO accepts responsibility for our  
GCL should the index flux/hydraulic conductivity tests produce unacceptable results. If, upon delivery and prior to 
installation, individual rolls of GCL are found to be nonconforming to accepted project specifications, CETCO will  
replace the nonconforming material at no charge.  
 
Questions regarding this information should be directed to Chris Athanassopoulos,  
Technical Support Engineer, at (847) 851-1831. 
 
Sincerely, 

 
Roger B. Wilkerson 
Quality Assurance Coordinator 
CETCO Lovell Plant 

Date: 1/20/2014
Purchase Order: 19595
ORDER NUMBER: 000301260 



 
 
GEOSYNTHETIC CLAY LINER 
MANUFACTURING QUALITY ASSURANCE DATA PACKAGE 
 
PROJECT NAME: BRC LF 
CUSTOMER P.O.: 19595 
ORDER NUMBER: 000301260 
PREPARED FOR: Environmental Specialties International 
 
CONTENTS: 

 Product Certifications 

 GCL Order packing list and MQA tracking form 

 GCL manufacturing quality control test data 

 Bentonite clay certification 

 Raw material test results 

 
 
PREPARED BY: Roger B. Wilkerson 
Quality Assurance Coordinator 
CETCO 
P.O. Box 428 
92 Hwy. 37 
Lovell, WY 82431 
Telephone: 800-322-1149 ext. 413 
E-Mail: rwilke@cetco.com 



 
 
PRODUCT CERTIFICATIONS 
 
PROJECT NAME: BRC LF 
CUSTOMER P.O.: 19595 
ORDER NUMBERS: 000301260 
PREPARED FOR: Environmental Specialties International 
 
The GCL manufactured for the above-referenced order number(s) is certified to meet the values listed in the tables below: 
 
GCL PROPERTY SPECIFICATIONS FOR BENTOMAT DN 

 
SPECIALLY REQUESTED CERTIFIED PROPERTIES FOR THIS ORDER OF BENTOMAT DN 

Bentonite property tests are performed at a bentonite processing facility before shipment to CETCO's production facility. 
All tensile testing is in the machine direction using ASTM D 6768. All peel strength testing is performed using 
ASTM D 6496. Upon request tensile and peel results can be reported per modified ASTM D 4632 using 4 inch grips. 
 
 
NEEDLE DETECTION AND REMOVAL PROCEDURE 
 
CETCO hereby affirms that all Bentomat® geosynthetic clay liner material manufactured for this project is continually  
passed under a magnet for needle removal and then screened with a metal detection device. CETCO certifies Bentomat®  
to be essentially free of broken needles and fragments of needles that would negatively effect the performance of the final product. 
 

 
Roger B. Wilkerson 
Quality Assurance Coordinator 

Test Method Test Method Property Test Frequency Certified Value
ASTM D 5891 Bentonite Fluid Loss 1 per 50 Tons 18 ml Max
ASTM D 5993 Bentonite Mass/Area 40,000 sq ft (4000 sq m) 0.75 lb /sq ft Min
ASTM D 5890 Bentonite Swell Index 1 per 50 Tons 24 ml/2g Min
ASTM D 6768 GCL Grab Strength 200,000 sq ft (20,000 sq m) 50 lbs/in MARV
ASTM D 6243 GCL Hydrated Internal Shear Strength Periodic 500 psf typ @ 200 psf normal load
ASTM D 5887 GCL Hydraulic Conductivity Weekly 5.0E-9 cm/s Max
ASTM D 5887 GCL Index Flux Weekly 1.0E-8 m3/m2/s Max
ASTM D 6496 GCL Peel Strength 40,000 sq ft (4000 sq m) 3.5 lbs/in Min

Test Method Test Method Property Requested Frequency Requested Value Requested Conditions
ASTM D 5887 GCL Hydraulic Conductivity 1/200,000 sqft 5.0E-9 cm/s Max Standard
ASTM D 4643 GCL Moisture Standard 30% (max) Standard



 
 
GCL PACKING LIST AND MQA TRACKING FORM 
 
Listing of finished and raw materials used to produce certification package number 000301260 

GCL Geotextiles Clay
LO-BENTOMAT DN N/W-WHITE LO-N/W-BLACK-DN-6 OZ LO-CG 50

Order GCL Lot # GCL Roll # Length Width weight sq ft Roll # Tested Cap Lot # Cap Roll # Roll # Tested Base Roll # Clay Lot #
000301260 201345LO 11195 195 14.5 3785 2828 11193 2023105618 2023103408 110613B
000301260 201345LO 11197 200 14.5 3835 2900 11193 2023105618 2023103408 110613B
000301260 201345LO 11199 200 14.5 3900 2900 11193 2023118632 2023103408 110613C
000301260 201345LO 11200 200 14.5 3870 2900 11193 2023118632 2023103408 110613C
000301260 201345LO 11201 200 14.5 3880 2900 11193 2023118632 2023103408 110613C
000301260 201345LO 11202 200 14.5 3910 2900 11193 2023118632 2023103408 110613C

Total sq ft: 17328 Total Number of Rolls Certified: 6



 
 
 
GCL MANUFACTURING QUALITY CONTROL TEST DATA 
The following rolls in GCL certification package number 000301260 have been tested in our production facility lab.  

 
 
BENTONITE CLAY CERTIFICATION 
The Bentonite Clay used to produce package 000301260 
has been tested by American Colloid Company and yielded the following test results. 

Product Lot # Tested Roll # Tested Mass Area Grab Strength Peel Strength 6496
ASTM Test Method: D 5993 D 6768 D 6496

Required Value: 0.75 lb /sq ft Min 50 lbs/in MARV 3.5 lbs/in Min
LO-BENTOMAT DN 201345LO 11193 0.93 61.3 8.7

Moisture 
D 4643

30% (max)
29.4

Clay Lot # Moist Swell Fluid Loss
ASTM Test Method: D 2216 D 5890 D 5891

Required Value: 12% Max 24 ml/2g Min 18 ml Max
110613B 8.40 27.00 13.00
110613C 8.80 27.00 13.00



 
 
 
GEOTEXTILE TEST RESULTS FROM MATERIAL SUPPLIERS 
 
The GCL in certification package number 000301260 was manufactured with geotextiles which were tested with the following results. 

Certifications from our suppliers are on file at our production facility. 
An '*' or 'PT' indicates supplier certifications were unavailable prior to shipping so testing was performed at a CETCO lab. 

BASE GEOTEXTILE

Material Roll Number Mass Area 
oz/yd2

Grab Strength 
lbs

PPX HH65L 2023103408 7.0 221.1

COVER GEOTEXTILE

Material Roll Number Mass Area 
oz/yd2

Grab Strength
lbs

PPX 650 2023105618 6.8 147.2
PPX 650 2023118632 6.7 143.6
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Environmental Specialties International 
7943 Pecue Lane 
Baton Rouge, LA 70809 
ESI 
 
 
To Whom it May Concern:  
 
Please find enclosed the MQA/MQC test data package for Geosynthetic Clay Liner shipments to 
Environmental Specialties International.  
 
The enclosed data package includes results of all the MQC tests required by ASTM D5889, with the exception of  
index flux/hydraulic conductivity. This test, which is run according to ASTM D5887, is normally performed once  
per production lot (once per week), unless a higher frequency is required by the project specifications. Because  
of the GCL's low permeability, this test can take several weeks to complete. The index flux/hydraulic conductivity  
results associated with this lot of material will be provided under separate cover as soon as they are available.  
 
Although the index flux/hydraulic conductivity test results are not yet available, CETCO accepts responsibility for our  
GCL should the index flux/hydraulic conductivity tests produce unacceptable results. If, upon delivery and prior to 
installation, individual rolls of GCL are found to be nonconforming to accepted project specifications, CETCO will  
replace the nonconforming material at no charge.  
 
Questions regarding this information should be directed to Chris Athanassopoulos,  
Technical Support Engineer, at (847) 851-1831. 
 
Sincerely, 

 
Roger B. Wilkerson 
Quality Assurance Coordinator 
CETCO Lovell Plant 

Date: 2/4/2014
Purchase Order: 19595
ORDER NUMBER: 000301260 



 
 
GEOSYNTHETIC CLAY LINER 
MANUFACTURING QUALITY ASSURANCE DATA PACKAGE 
 
PROJECT NAME: BRC LF 
CUSTOMER P.O.: 19595 
ORDER NUMBER: 000301260 
PREPARED FOR: Environmental Specialties International 
 
CONTENTS: 

 Product Certifications 

 GCL Order packing list and MQA tracking form 

 GCL manufacturing quality control test data 

 Bentonite clay certification 

 Raw material test results 

 
 
PREPARED BY: Roger B. Wilkerson 
Quality Assurance Coordinator 
CETCO 
P.O. Box 428 
92 Hwy. 37 
Lovell, WY 82431 
Telephone: 800-322-1149 ext. 413 
E-Mail: rwilke@cetco.com 



 
 
PRODUCT CERTIFICATIONS 
 
PROJECT NAME: BRC LF 
CUSTOMER P.O.: 19595 
ORDER NUMBERS: 000301260 
PREPARED FOR: Environmental Specialties International 
 
The GCL manufactured for the above-referenced order number(s) is certified to meet the values listed in the tables below: 
 
GCL PROPERTY SPECIFICATIONS FOR BENTOMAT DN 

 
SPECIALLY REQUESTED CERTIFIED PROPERTIES FOR THIS ORDER OF BENTOMAT DN 

Bentonite property tests are performed at a bentonite processing facility before shipment to CETCO's production facility. 
All tensile testing is in the machine direction using ASTM D 6768. All peel strength testing is performed using 
ASTM D 6496. Upon request tensile and peel results can be reported per modified ASTM D 4632 using 4 inch grips. 
 
 
NEEDLE DETECTION AND REMOVAL PROCEDURE 
 
CETCO hereby affirms that all Bentomat® geosynthetic clay liner material manufactured for this project is continually  
passed under a magnet for needle removal and then screened with a metal detection device. CETCO certifies Bentomat®  
to be essentially free of broken needles and fragments of needles that would negatively effect the performance of the final product. 
 

 
Roger B. Wilkerson 
Quality Assurance Coordinator 

Test Method Test Method Property Test Frequency Certified Value
ASTM D 5891 Bentonite Fluid Loss 1 per 50 Tons 18 ml Max
ASTM D 5993 Bentonite Mass/Area 40,000 sq ft (4000 sq m) 0.75 lb /sq ft Min
ASTM D 5890 Bentonite Swell Index 1 per 50 Tons 24 ml/2g Min
ASTM D 6768 GCL Grab Strength 200,000 sq ft (20,000 sq m) 50 lbs/in MARV
ASTM D 6243 GCL Hydrated Internal Shear Strength Periodic 500 psf typ @ 200 psf normal load
ASTM D 5887 GCL Hydraulic Conductivity Weekly 5.0E-9 cm/s Max
ASTM D 5887 GCL Index Flux Weekly 1.0E-8 m3/m2/s Max
ASTM D 6496 GCL Peel Strength 40,000 sq ft (4000 sq m) 3.5 lbs/in Min

Test Method Test Method Property Requested Frequency Requested Value Requested Conditions
ASTM D 5887 GCL Hydraulic Conductivity 1/200,000 sqft 5.0E-9 cm/s Max Standard
ASTM D 4643 GCL Moisture Standard 30% (max) Standard



 
 
GCL PACKING LIST AND MQA TRACKING FORM 
 
Listing of finished and raw materials used to produce certification package number 000301260 

GCL Geotextiles Clay
LO-BENTOMAT DN N/W-WHITE LO-N/W-BLACK-DN-6 OZ LO-CG 50

Order GCL Lot # GCL Roll # Length Width weight sq ft Roll # Tested Cap Lot # Cap Roll # Roll # Tested Base Roll # Clay Lot #
000301260 201406LO 27 200 14.5 3555 2900 27 2023100708 2023109035 012914C
000301260 201406LO 28 200 14.5 3955 2900 28 2023091886 2023109035 012914C
000301260 201406LO 29 200 14.5 4050 2900 29 2023091886 2023109035 012914C
000301260 201406LO 30 200 14.5 4120 2900 30 2023091886 2023109035 012914C
000301260 201406LO 31 200 14.5 4140 2900 31 2023091886 2023109035 012914C
000301260 201406LO 32 200 14.5 4130 2900 32 2023091886 2023109035 012914C

Total sq ft: 17400 Total Number of Rolls Certified: 6



 
 
 
GCL MANUFACTURING QUALITY CONTROL TEST DATA 
The following rolls in GCL certification package number 000301260 have been tested in our production facility lab.  

 
 
BENTONITE CLAY CERTIFICATION 
The Bentonite Clay used to produce package 000301260 
has been tested by American Colloid Company and yielded the following test results. 

Product Lot # Tested Roll # Tested Mass Area Grab Strength Peel Strength 6496
ASTM Test Method: D 5993 D 6768 D 6496

Required Value: 0.75 lb /sq ft Min 50 lbs/in MARV 3.5 lbs/in Min
LO-BENTOMAT DN 201406LO 27 0.97 79.9 5.3
LO-BENTOMAT DN 201406LO 28 0.97 79.9 5.3
LO-BENTOMAT DN 201406LO 29 0.97 79.9 5.3
LO-BENTOMAT DN 201406LO 30 0.97 79.9 5.3
LO-BENTOMAT DN 201406LO 31 0.97 79.9 5.3
LO-BENTOMAT DN 201406LO 32 0.97 79.9 5.3

Moisture 
D 4643

30% (max)
27.1
26.5
24.6
24.9
26.5
25.1

Clay Lot # Moist Swell Fluid Loss
ASTM Test Method: D 2216 D 5890 D 5891

Required Value: 12% Max 24 ml/2g Min 18 ml Max
012914C 11.20 30.00 14.40



 
 
 
GEOTEXTILE TEST RESULTS FROM MATERIAL SUPPLIERS 
 
The GCL in certification package number 000301260 was manufactured with geotextiles which were tested with the following results. 

Certifications from our suppliers are on file at our production facility. 
An '*' or 'PT' indicates supplier certifications were unavailable prior to shipping so testing was performed at a CETCO lab. 

BASE GEOTEXTILE

Material Roll Number Mass Area 
oz/yd2

Grab Strength 
lbs

PPX HH65L 2023109035 6.5 205.4

COVER GEOTEXTILE

Material Roll Number Mass Area 
oz/yd2

Grab Strength
lbs

PPX 650 2023091886 6.6 114.1
PPX 650 2023100708 6.6 146.9





  

TO: Basic Remediation Company  DATE: 02/18/14 

          875 W. Warm Springs Road JOB NAME:    BRC EASTSIDE COMMON AREAS

          Henderson, NV 89011   SOIL REMEDIATION PROJECT 

          TEL#: (702) 568-2888 FAX#: (702) 567-0475 TRANSMITTAL NUMBER: TBD 

ATTENTION: Lee C. Farris, P.E. ENTACT PROJECT NUMBER: E-7207

 
WE ARE SENDING YOU X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

 CHANGE ORDER X SUBMITTALS   RFI  
 

COPIES DATE DRAWING NO. REV. DESCRIPTION ACTION ( * )

6 02/18/14      Submittal 02772-004U Phase V GCL Index Flux  RC 

      

      

      

      

      
 
ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL   

 F – FILE  RC - REVIEW & COMMENT   
 

COMMENTS:   

 

 

 

 

SENT VIA: 
 
X E-MAIL  MAIL  OVERNIGHT  HAND DELIVERY  FACSIMILE 

COPY 
TO: 

Ranajit Sahu, Lee Farris, Josh Carroll BY: Erik Gehringer (561) 707-7088 

If enclosures are not as noted, please notify us at once...... 



Mail To: Bill To:
Mr. Marat Goldenberg, P.E.
CETCO <= Same 
2870 Forbs Avenue
Hoffman Estates, IL 60192

email: marat.goldenberg@cetco.com
 

Dear Mr. Goldenberg

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.  
TRI is pleased to submit this final report for laboratory testing.

Project: BRC-Landwell

TRI Job Reference Number: E2388-10-04

Material(s) Tested: One Bentomat DN GCL

Test(s) Requested: Index Flux (ASTM D 5887)

If you have any questions or require any additional information, please call us at 1-800-880-8378.

Sincerely,

John M. Allen, P.E.
Division Director
Geosynthetic Services Division
www.GeosyntheticTesting.com 

February 10, 2014

page 1 of 2



GCL TEST RESULTS

TRI Client: Hoffman Estates, IL 60192

Project: BRC-Landwell

Material: Bentomat DN GCL

Sample Identification: 27 Lot: 201406LO

TRI Log #: E2388-10-04

STD. PROJ.

PARAMETER TEST REPLICATE NUMBER MEAN DEV. SPEC.

1 2 3 4 5 6 7 8 9 10

Index Flux (ASTM D 5887)

Index Flux (m
3
/m

2
/sec) 3.2E-09 3.2E-09 1.0E-08 max

Hydraulic Conductivity (cm/sec) 3.3E-09 3.3E-09 5.0E-09 max

MD Machine Direction TD Transverse Direction NA Not Available

page 2 of 2





  

TO: Basic Remediation Company  DATE: 07/09/13 

          875 W. Warm Springs Road JOB NAME:    BRC EASTSIDE COMMON AREAS

          Henderson, NV 89011   SOIL REMEDIATION PROJECT 

          TEL#: (702) 568-2888 FAX#: (702) 567-0475 TRANSMITTAL NUMBER: TBD 

ATTENTION: Lee C. Farris, P.E. ENTACT PROJECT NUMBER: E-7207

 
WE ARE SENDING YOU X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

 CHANGE ORDER X SUBMITTALS   RFI  
 

COPIES DATE DRAWING NO. REV. DESCRIPTION ACTION ( * )

6 07/09/13      Submittal 02773-004J Phase V Geocomposite MQC Data  RC 

      

      

      

      

      
 
ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL   

 F – FILE  RC - REVIEW & COMMENT   
 

COMMENTS:   

 

 

 

 

SENT VIA: 
 
X E-MAIL  MAIL  OVERNIGHT  HAND DELIVERY  FACSIMILE 

COPY 
TO: 

Ranajit Sahu, Lee Farris BY: Erik Gehringer (561) 707-7088 

If enclosures are not as noted, please notify us at once...... 



June 20, 2013
Environmental Specialties International, Inc.
7943 Pecue Lane, Suite A
Baton Rouge, LA 70809

           Ref. : Entact Environmental Services, NV
           Customer P.O. # 18542
           Product : TN 270-2-6

Property Test Method Unit Required Value Qualifier
Geonet3

Mass per Unit Area ASTM D 5261 lbs/ft2 0.197 Minimum
Thickness ASTM D 5199 mil 200 Minimum
Carbon Black ASTM D 4218 % 2.0 - 3.0 Range
Tensile Strength ASTM D 5035 lbs/in 75 Minimum
Melt Flow ASTM D 12382 g/10 min 1.0 Maximum
Density ASTM D 1505 g/cm3 0.935 Minimum
Composite 
Ply Adhesion ASTM D 7005 lb/in 1.0 MARV5

Transmissivity1 ASTM D 4716 m2/sec 5.0 x 10-4 MARV
Geotextile3 & 4

Fabric Weight ASTM D 5261 oz/yd2 6.0 MARV
Grab Strength ASTM D 4632 lbs 130 MARV
Grab Elongation ASTM D 4632 % 50 MARV
Puncture Resistance ASTM D 4833 lbs 40 MARV
Permittivity ASTM D 4491 sec-1 0.50 MARV
AOS ASTM D 4751 US Sieve 70 MaxARV
UV Resistance ASTM D 4355 %/hrs 70/500 MARV
Notes:

1

2 Condition 190/2.16
3 Geotextile and Geonet properties are prior to lamination.
4 Geotextile data is provided by the supplier.
5

Sincerely,

Nilay Patel
Nilay Patel
QA Manager

MARV is statistically defined as mean minus two standard deviations and it is the value which is exceeded 
by 97.5% of all the test data.

We certify that the TN 270-2-6 drainage geocomposite, meets the project requirements as stated in the
specifications. The properties listed in this section are:

Transmissivity measured using water at 21 + 2 oC (70 + 4 oF) with a gradient of 0.1 and a confining 
pressure of 300 psf between sand & liner after 24 hours. 

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Product :
Project  :

Side A Side B Minimum Average
1 54281010001 54281010001 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

2 54281010002 54281010002 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

3 54281010003 54281010003 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

4 54281010004 54281010004 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

5 54281010005 54281010005 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

6 54281010006 54281010006 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

7 54281010007 54281010007 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

8 54281010008 54281010008 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

9 54281010009 54281010009 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

10 54281010010 54281010010 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

11 54281010011 54281010011 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

12 54281010012 54281010012 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

13 54281010013 54281010013 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

14 54281010014 54281010014 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

15 54281010015 54281010015 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

16 54281010016 54281010016 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

17 54281010017 54281010017 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

18 54281010018 54281010018 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

19 54281010019 54281010019 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

20 54281010020 54281010020 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

21 54281010021 54281010021 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

22 54281010022 54281010022 - N 5428.003 5428.004 1.51 2.63 6.56 x 10⁻⁴

TN 270-2-6

Roll 
Geocomposite 
Roll Number

Entact Environmental Services, NV

Geotextile Roll Number

     We, the Geocomposite Manufacturer, hereby certify the following for the material delivered to the above 
referenced project :

                                                                                                                                                                      

Geonet Roll 
Number

Ply Adhesion 
(lb/in)           

Geocomposite 
Transmissivity 

(m2/sec)

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Product :
Project  :

54281010001 - N 28704-4 0.9557 0.248 262 2.62 94

54281010002 - N 28704-4 0.9557 0.248 262 2.62 94
54281010003 - N 28704-4 0.9557 0.248 262 2.62 94
54281010004 - N 28704-4 0.9557 0.248 262 2.62 94
54281010005 - N 28704-4 0.9557 0.248 262 2.62 94
54281010006 - N 28704-4 0.9557 0.248 262 2.62 94
54281010007 - N 28704-4 0.9557 0.248 262 2.62 94
54281010008 - N 28704-4 0.9557 0.248 262 2.62 94
54281010009 - N 28704-4 0.9557 0.248 262 2.62 94
54281010010 - N 28704-4 0.9557 0.248 262 2.62 94
54281010011 - N 28704-4 0.9557 0.248 262 2.62 94
54281010012 - N 28704-4 0.9557 0.248 262 2.62 94
54281010013 - N 28704-4 0.9557 0.248 262 2.62 94
54281010014 - N 28704-4 0.9557 0.248 262 2.62 94
54281010015 - N 28704-4 0.9555 0.251 269 2.46 90
54281010016 - N 28704-4 0.9555 0.251 269 2.46 90
54281010017 - N 28704-4 0.9555 0.251 269 2.46 90
54281010018 - N 28704-4 0.9555 0.251 269 2.46 90
54281010019 - N 28704-4 0.9555 0.251 269 2.46 90
54281010020 - N 28704-4 0.9555 0.251 269 2.46 90
54281010021 - N 28704-4 0.9555 0.251 269 2.46 90
54281010022 - N 28704-4 0.9555 0.251 269 2.46 90

     We, the Geonet Manufacturer, hereby certify the following for the material sent to the above referenced project :

TN 270-2-6
Entact Environmental Services, NV

Geonet Roll 
Number

Transmissivity  
(m2/sec)        

Resin Lot 
Number

Geonet 
Density 
(gm/cc)

Mass Per Unit 
Area         

(lb/ft2)

Thickness  
(mils)        

Carbon Black   
(%)          

Tensile 
Strength 

(MD)     
(lb/in)       

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Client: Job # 5428
Project:
Product: 

Test Configuration:

Normal Load: 300
Gradient: 0.1
Seating Time: 24 hours
Flow Direction: MD

Test Results:

54281010001 0.1

ASTM D 4716

6.56 x 10⁻⁴

Environmental Specialties International, Inc.

Test Information:

Boundary Conditions:

Roll No. Pressure, psf Transmissivity, m2/sec

Sand                                     
Geocomposite                          
Liner

Gradient

Entact Environmental Services, NV
TN 270-2-6

300
24 hours

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Customer Name :
Project Name :
Geocomposite Manufacturer :
Geocomposite Production Plant :
Geocomposite Brand Name :

Density ASTM D1505 gm / cc 0.9490 0.9505
Melt flow Index ASTM D1238(a) gm / 10 min 0.34 0.32

(a) Condition 190/2.16
* Data from SKAPS Quality Control

Property Test Method

     We, the Geonet Manufacturer, hereby certify the following for the material delivered to the above referenced project:

Resin      
Supplier     

Value

Tested     
Value*

Units
Resin Lot 
Number

Resin Brand 
Name

Resin Supplier
Resin 

Production 
Plant

Commerce, GA
TN 270-2-6

POLYETHYLENE RESIN CERTIFICATION

Environmental Specialties International, Inc.
Entact Environmental Services, NV
SKAPS Industries

New South Polymers, 
Inc

Chevron, TX 28704-4HDPE

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



                                
                                                                                                         

Product :
Project  :

5428.001 6.37 169 70 174 82 99 70 1.76
5428.002 6.37 169 70 174 82 99 70 1.76

AOS      
us sieve

XMD 
TENSILE 

lbs.

XMD 
ELONG 

%

PERM-
ITY  
sec-1

54281010001

GEOCOMP 
ROLL#

FABRIC 
ROLL#

PUNCTURE 
lbs.

MD 
ELONG 

%

WEIGHT  
oz/sq yd

Entact Environmental Services, NV

MD 
TENSILE 

lbs.

TN 270-2-6

                                                                                                                           
     We, the Geocomposite Manufacturer, hereby certify the following for the material delivered to the above 
referenced project :

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com





  

TO: Basic Remediation Company  DATE: 07/25/13 

          875 W. Warm Springs Road JOB NAME:    BRC EASTSIDE COMMON AREAS

          Henderson, NV 89011   SOIL REMEDIATION PROJECT 

          TEL#: (702) 568-2888 FAX#: (702) 567-0475 TRANSMITTAL NUMBER: TBD 

ATTENTION: Lee C. Farris, P.E. ENTACT PROJECT NUMBER: E-7207

 
WE ARE SENDING YOU X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

 CHANGE ORDER X SUBMITTALS   RFI  
 

COPIES DATE DRAWING NO. REV. DESCRIPTION ACTION ( * )

6 07/25/13      Submittal 02773-004K Phase V Geocomposite MQC Data  RC 

    (Geotextile Mullen Burst and Trapezoidal Tear Test Results)  

      

      

      

      
 
ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL   

 F – FILE  RC - REVIEW & COMMENT   
 

COMMENTS:   

 

 

 

 

SENT VIA: 
 
X E-MAIL  MAIL  OVERNIGHT  HAND DELIVERY  FACSIMILE 

COPY 
TO: 

Ranajit Sahu, Lee Farris BY: Erik Gehringer (561) 707-7088 

If enclosures are not as noted, please notify us at once...... 



July 25, 2013
Environmental Specialties International, Inc.
7943 Pecue Lane, Suite A
Baton Rouge, LA 70809

           Ref. : Entact Environmental Services, NV
           Customer P.O. # 18542
           Product : TN 270-2-6

Property Test Method Unit Required Value Qualifier
Geonet3

Mass per Unit Area ASTM D 5261 lbs/ft2 0.197 Minimum
Thickness ASTM D 5199 mil 200 Minimum
Carbon Black ASTM D 4218 % 2.0 - 3.0 Range
Tensile Strength ASTM D 5035 lbs/in 75 Minimum
Melt Flow ASTM D 12382 g/10 min 1.0 Maximum
Density ASTM D 1505 g/cm3 0.935 Minimum
Composite 
Ply Adhesion ASTM D 7005 lb/in 1.0 MARV5

Transmissivity1 ASTM D 4716 m2/sec 5.0 x 10-4 MARV
Geotextile3 & 4

Fabric Weight ASTM D 5261 oz/yd2 6.0 MARV
Grab Strength ASTM D 4632 lbs 130 MARV
Grab Elongation ASTM D 4632 % 50 MARV
Tear Strength ASTM D 4533 lbs 40 MARV
Puncture Resistance ASTM D 4833 lbs 40 MARV
Mullen Burst ASTM D 3786 psi 210 MARV
Permittivity ASTM D 4491 sec-1 0.50 MARV
AOS ASTM D 4751 US Sieve 70 MaxARV
UV Resistance ASTM D 4355 %/hrs 70/500 MARV
Notes:

1

2 Condition 190/2.16
3 Geotextile and Geonet properties are prior to lamination.
4 Geotextile data is provided by the supplier.
5

Sincerely,

Nilay Patel
Nilay Patel
QA Manager

MARV is statistically defined as mean minus two standard deviations and it is the value which is exceeded 
by 97.5% of all the test data.

We certify that the TN 270-2-6 drainage geocomposite, meets the project requirements as stated in the
specifications. The properties listed in this section are:

Transmissivity measured using water at 21 + 2 oC (70 + 4 oF) with a gradient of 0.1 and a confining 
pressure of 300 psf between sand & liner after 24 hours. 

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Product :
Project  :

Side A Side B Minimum Average
1 54281010001 54281010001 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

2 54281010002 54281010002 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

3 54281010003 54281010003 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

4 54281010004 54281010004 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

5 54281010005 54281010005 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

6 54281010006 54281010006 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

7 54281010007 54281010007 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

8 54281010008 54281010008 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

9 54281010009 54281010009 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

10 54281010010 54281010010 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

11 54281010011 54281010011 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

12 54281010012 54281010012 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

13 54281010013 54281010013 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

14 54281010014 54281010014 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

15 54281010015 54281010015 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

16 54281010016 54281010016 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

17 54281010017 54281010017 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

18 54281010018 54281010018 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

19 54281010019 54281010019 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

20 54281010020 54281010020 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

21 54281010021 54281010021 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

22 54281010022 54281010022 - N 5428.003 5428.004 1.51 2.63 6.56 x 10⁻⁴

Ply Adhesion 
(lb/in)           

Geocomposite 
Transmissivity 

(m2/sec)
Roll 

Geocomposite 
Roll Number

Entact Environmental Services, NV

Geotextile Roll Number

     We, the Geocomposite Manufacturer, hereby certify the following for the material delivered to the above 
referenced project :

                                                                                                                                                                      

Geonet Roll 
Number

TN 270-2-6

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Product :
Project  :

54281010001 - N 28704-4 0.9557 0.248 262 2.62 94

54281010002 - N 28704-4 0.9557 0.248 262 2.62 94
54281010003 - N 28704-4 0.9557 0.248 262 2.62 94
54281010004 - N 28704-4 0.9557 0.248 262 2.62 94
54281010005 - N 28704-4 0.9557 0.248 262 2.62 94
54281010006 - N 28704-4 0.9557 0.248 262 2.62 94
54281010007 - N 28704-4 0.9557 0.248 262 2.62 94
54281010008 - N 28704-4 0.9557 0.248 262 2.62 94
54281010009 - N 28704-4 0.9557 0.248 262 2.62 94
54281010010 - N 28704-4 0.9557 0.248 262 2.62 94
54281010011 - N 28704-4 0.9557 0.248 262 2.62 94
54281010012 - N 28704-4 0.9557 0.248 262 2.62 94
54281010013 - N 28704-4 0.9557 0.248 262 2.62 94
54281010014 - N 28704-4 0.9557 0.248 262 2.62 94
54281010015 - N 28704-4 0.9555 0.251 269 2.46 90
54281010016 - N 28704-4 0.9555 0.251 269 2.46 90
54281010017 - N 28704-4 0.9555 0.251 269 2.46 90
54281010018 - N 28704-4 0.9555 0.251 269 2.46 90
54281010019 - N 28704-4 0.9555 0.251 269 2.46 90
54281010020 - N 28704-4 0.9555 0.251 269 2.46 90
54281010021 - N 28704-4 0.9555 0.251 269 2.46 90
54281010022 - N 28704-4 0.9555 0.251 269 2.46 90

Geonet Roll 
Number

Transmissivity  
(m2/sec)        

Resin Lot 
Number

Geonet 
Density 
(gm/cc)

Mass Per Unit 
Area         

(lb/ft2)

Thickness  
(mils)        

Carbon Black   
(%)          

Tensile 
Strength 

(MD)     
(lb/in)       

     We, the Geonet Manufacturer, hereby certify the following for the material sent to the above referenced project :

TN 270-2-6
Entact Environmental Services, NV

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Client: Job # 5428
Project:
Product: 

Test Configuration:

Normal Load: 300
Gradient: 0.1
Seating Time: 24 hours
Flow Direction: MD

Test Results:

54281010001
24 hours

Gradient

Entact Environmental Services, NV
TN 270-2-6

300 0.1

ASTM D 4716

6.56 x 10⁻⁴

Environmental Specialties International, Inc.

Test Information:

Boundary Conditions:

Roll No. Pressure, psf Transmissivity, m2/sec

Sand                                     
Geocomposite                          
Liner

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Customer Name :
Project Name :
Geocomposite Manufacturer :
Geocomposite Production Plant :
Geocomposite Brand Name :

Density ASTM D1505 gm / cc 0.9490 0.9505
Melt flow Index ASTM D1238(a) gm / 10 min 0.34 0.32

(a) Condition 190/2.16
* Data from SKAPS Quality Control

New South Polymers, 
Inc

Chevron, TX 28704-4HDPE

Commerce, GA
TN 270-2-6

POLYETHYLENE RESIN CERTIFICATION

Environmental Specialties International, Inc.
Entact Environmental Services, NV
SKAPS Industries

Property Test Method

     We, the Geonet Manufacturer, hereby certify the following for the material delivered to the above referenced project:

Resin      
Supplier     

Value

Tested     
Value*

Units
Resin Lot 
Number

Resin Brand 
Name

Resin Supplier
Resin 

Production 
Plant

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



                                
                                                                                                                                                               

Product :
Project  :

5428.001 6.37 169 70 174 82 70 80 99 330 70 1.76
5428.002 6.37 169 70 174 82 70 80 99 330 70 1.76

MULLEN 
psi

Entact Environmental Services, NV

MD 
TENSILE 

lbs.

TN 270-2-6

                                                                                                                                                                                  

     We, the Geocomposite Manufacturer, hereby certify the following for the material delivered to the above referenced project :

PERM-
ITY  
sec-1

54281010001

GEOCOMP 
ROLL#

FABRIC 
ROLL#

PUNCTURE 
lbs.

MD 
ELONG 

%

MD 
TRAP 
lbs.

WEIGHT  
oz/sq yd

AOS      
us sieve

XMD 
TENSILE 

lbs.

XMD 
ELONG 

%

XMD 
TRAP 
lbs.

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com





  

TO: Basic Remediation Company  DATE: 01/15/14 

          875 W. Warm Springs Road JOB NAME:    BRC EASTSIDE COMMON AREAS

          Henderson, NV 89011   SOIL REMEDIATION PROJECT 

          TEL#: (702) 568-2888 FAX#: (702) 567-0475 TRANSMITTAL NUMBER: TBD 

ATTENTION: Lee C. Farris, P.E. ENTACT PROJECT NUMBER: E-7207

 
WE ARE SENDING YOU X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

 CHANGE ORDER X SUBMITTALS   RFI  
 

COPIES DATE DRAWING NO. REV. DESCRIPTION ACTION ( * )

6 01/15/14      Submittal 02773-004L Phase V Geocomposite MQC Data  RC 

      

      

      

      

      
 
ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL   

 F – FILE  RC - REVIEW & COMMENT   
 

COMMENTS:   

 

 

 

 

SENT VIA: 
 
X E-MAIL  MAIL  OVERNIGHT  HAND DELIVERY  FACSIMILE 

COPY 
TO: 

Ranajit Sahu, Lee Farris BY: Erik Gehringer (561) 707-7088 

If enclosures are not as noted, please notify us at once...... 



January 14, 2014
Environmental Specialties International, Inc.
7943 Pecue Lane, Suite A
Baton Rouge, LA 70809

           Ref. : Entact Environmental Services, NV
           Customer P.O. # 18542 - Rev 1
           Product : TN 270-2-6

Property Test Method Unit Required Value Qualifier
Geonet3

Mass per Unit Area ASTM D 5261 lbs/ft2 0.197 Minimum
Thickness ASTM D 5199 mil 200 Minimum
Carbon Black ASTM D 4218 % 2.0 - 3.0 Range
Tensile Strength ASTM D 5035 lbs/in 75 Minimum
Melt Flow ASTM D 12382 g/10 min 1.0 Maximum
Density ASTM D 1505 g/cm3 0.935 Minimum
Composite 
Ply Adhesion ASTM D 7005 lb/in 1.0 MARV5

Transmissivity1 ASTM D 4716 m2/sec 5.0 x 10-4 MARV
Geotextile3 & 4

Fabric Weight ASTM D 5261 oz/yd2 6.0 MARV
Grab Strength ASTM D 4632 lbs 130 MARV
Grab Elongation ASTM D 4632 % 50 MARV
Tear Strength ASTM D 4533 lbs 40 MARV
Puncture Resistance ASTM D 4833 lbs 40 MARV
Mullen Burst ASTM D 3786 psi 210 MARV
Permittivity ASTM D 4491 sec-1 0.50 MARV
AOS ASTM D 4751 US Sieve 70 MaxARV
UV Resistance ASTM D 4355 %/hrs 70/500 MARV
Notes:

1

2 Condition 190/2.16
3 Geotextile and Geonet properties are prior to lamination.
4 Geotextile data is provided by the supplier.
5

Sincerely,

Nilay Patel
Nilay Patel
QA Manager

MARV is statistically defined as mean minus two standard deviations and it is the value which is exceeded 
by 97.5% of all the test data.

We certify that the TN 270-2-6 drainage geocomposite, meets the project requirements as stated in the
specifications. The properties listed in this section are:

Transmissivity measured using water at 21 + 2 oC (70 + 4 oF) with a gradient of 0.1 and a confining 
pressure of 300 psf between sand & liner after 24 hours. 

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Product :
Project  :

Side A Side B Minimum Average
1 54281010001 54281010001 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

2 54281010002 54281010002 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

3 54281010003 54281010003 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

4 54281010004 54281010004 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

5 54281010005 54281010005 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

6 54281010006 54281010006 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

7 54281010007 54281010007 - N 5428.001 5428.002 1.60 2.93 6.56 x 10⁻⁴

8 54281010008 54281010008 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

9 54281010009 54281010009 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

10 54281010010 54281010010 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

11 54281010011 54281010011 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

12 54281010012 54281010012 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

13 54281010013 54281010013 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

14 54281010014 54281010014 - N 5428.005 5428.008 1.60 2.93 6.56 x 10⁻⁴

15 54281010015 54281010015 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

16 54281010016 54281010016 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

17 54281010017 54281010017 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

18 54281010018 54281010018 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

19 54281010019 54281010019 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

20 54281010020 54281010020 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

21 54281010021 54281010021 - N 5428.007 5428.006 1.51 2.63 6.56 x 10⁻⁴

22 54281010022 54281010022 - N 5428.003 5428.004 1.51 2.63 6.56 x 10⁻⁴

23 54281010023 54281010023 - N 5428.003 5428.004 1.51 2.63 6.56 x 10⁻⁴

24 54281010024 54281010024 - N 5428.003 5428.004 1.51 2.63 6.56 x 10⁻⁴

25 54281010025 54281010025 - N 5428.003 5428.004 1.51 2.63 6.56 x 10⁻⁴

26 54281010026 54281010026 - N 5428.003 5428.004 1.51 2.63 6.56 x 10⁻⁴

27 54281010027 54281010027 - N 5428.003 5428.004 1.51 2.63 6.56 x 10⁻⁴

Ply Adhesion 
(lb/in)           

Geocomposite 
Transmissivity 

(m2/sec)
Roll 

Geocomposite 
Roll Number

Entact Environmental Services, NV

Geotextile Roll Number

     We, the Geocomposite Manufacturer, hereby certify the following for the material delivered to the above 
referenced project :

                                                                                                                                                                      

Geonet Roll 
Number

TN 270-2-6

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Product :
Project  :

54281010001 - N 28704-4 0.9557 0.248 262 2.62 94

54281010002 - N 28704-4 0.9557 0.248 262 2.62 94
54281010003 - N 28704-4 0.9557 0.248 262 2.62 94
54281010004 - N 28704-4 0.9557 0.248 262 2.62 94
54281010005 - N 28704-4 0.9557 0.248 262 2.62 94
54281010006 - N 28704-4 0.9557 0.248 262 2.62 94
54281010007 - N 28704-4 0.9557 0.248 262 2.62 94
54281010008 - N 28704-4 0.9557 0.248 262 2.62 94
54281010009 - N 28704-4 0.9557 0.248 262 2.62 94
54281010010 - N 28704-4 0.9557 0.248 262 2.62 94
54281010011 - N 28704-4 0.9557 0.248 262 2.62 94
54281010012 - N 28704-4 0.9557 0.248 262 2.62 94
54281010013 - N 28704-4 0.9557 0.248 262 2.62 94
54281010014 - N 28704-4 0.9557 0.248 262 2.62 94
54281010015 - N 28704-4 0.9555 0.251 269 2.46 90
54281010016 - N 28704-4 0.9555 0.251 269 2.46 90
54281010017 - N 28704-4 0.9555 0.251 269 2.46 90
54281010018 - N 28704-4 0.9555 0.251 269 2.46 90
54281010019 - N 28704-4 0.9555 0.251 269 2.46 90
54281010020 - N 28704-4 0.9555 0.251 269 2.46 90
54281010021 - N 28704-4 0.9555 0.251 269 2.46 90
54281010022 - N 28704-4 0.9555 0.251 269 2.46 90
54281010023 - N 28704-4 0.9555 0.251 269 2.46 90
54281010024 - N 28704-4 0.9555 0.251 269 2.46 90
54281010025 - N 28704-4 0.9555 0.251 269 2.46 90
54281010026 - N 28704-4 0.9555 0.251 269 2.46 90
54281010027 - N 28704-4 0.9555 0.251 269 2.46 90

Geonet Roll 
Number

Transmissivity  
(m2/sec)        

Resin Lot 
Number

Geonet 
Density 
(gm/cc)

Mass Per Unit 
Area         

(lb/ft2)

Thickness  
(mils)        

Carbon Black   
(%)          

Tensile 
Strength 

(MD)     
(lb/in)       

     We, the Geonet Manufacturer, hereby certify the following for the material sent to the above referenced project :

TN 270-2-6
Entact Environmental Services, NV

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Client: Job # 5428
Project:
Product: 

Test Configuration:

Normal Load: 300
Gradient: 0.1
Seating Time: 24 hours
Flow Direction: MD

Test Results:

54281010001
24 hours

Gradient

Entact Environmental Services, NV
TN 270-2-6

300 0.1

ASTM D 4716

6.56 x 10⁻⁴

Environmental Specialties International, Inc.

Test Information:

Boundary Conditions:

Roll No. Pressure, psf Transmissivity, m2/sec

Sand                                     
Geocomposite                          
Liner

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



Customer Name :
Project Name :
Geocomposite Manufacturer :
Geocomposite Production Plant :
Geocomposite Brand Name :

Density ASTM D1505 gm / cc 0.9490 0.9505
Melt flow Index ASTM D1238(a) gm / 10 min 0.34 0.32

(a) Condition 190/2.16
* Data from SKAPS Quality Control

New South Polymers, 
Inc

Chevron, TX 28704-4HDPE

Commerce, GA
TN 270-2-6

POLYETHYLENE RESIN CERTIFICATION

Environmental Specialties International, Inc.
Entact Environmental Services, NV
SKAPS Industries

Property Test Method

     We, the Geonet Manufacturer, hereby certify the following for the material delivered to the above referenced project:

Resin      
Supplier     

Value

Tested     
Value*

Units
Resin Lot 
Number

Resin Brand 
Name

Resin Supplier
Resin 

Production 
Plant

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com



                                
                                                                                                                                                               

Product :
Project  :

5428.001 6.37 169 70 174 82 70 80 99 330 70 1.76
5428.002 6.37 169 70 174 82 70 80 99 330 70 1.76

MULLEN 
psi

Entact Environmental Services, NV

MD 
TENSILE 

lbs.

TN 270-2-6

                                                                                                                                                                                  

     We, the Geocomposite Manufacturer, hereby certify the following for the material delivered to the above referenced project :

PERM-
ITY  
sec-1

54281010001

GEOCOMP 
ROLL#

FABRIC 
ROLL#

PUNCTURE 
lbs.

MD 
ELONG 

%

MD 
TRAP 
lbs.

WEIGHT  
oz/sq yd

AOS      
us sieve

XMD 
TENSILE 

lbs.

XMD 
ELONG 

%

XMD 
TRAP 
lbs.

571 Industrial Parkway, Commerce, GA 30529   Ph : 706-336-7000  Fax : 706-336-7007  Email : info@skaps.com





  

TO: Basic Remediation Company  DATE: 12/28/10 

          875 W. Warm Springs Road JOB NAME:    BRC EASTSIDE COMMON AREAS

          Henderson, NV 89011   SOIL REMEDIATION PROJECT 

          TEL#: (702) 568-2888 FAX#: (702) 567-0475 TRANSMITTAL NUMBER: TBD 

ATTENTION: Lee C. Farris, P.E. ENTACT PROJECT NUMBER: E-7207

 
WE ARE SENDING YOU X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

 CHANGE ORDER X SUBMITTALS   RFI  
 

COPIES DATE DRAWING NO. REV. DESCRIPTION ACTION ( * )

6 12/28/10      Submittal 02773-004 Phase V Geocomposite MQC Data RC 

      

      

      

      

      
 
ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL   

 F – FILE  RC - REVIEW & COMMENT   
 

COMMENTS:   

 

 

 

 

SENT VIA: 
 
X E-MAIL  MAIL  OVERNIGHT  HAND DELIVERY  FACSIMILE 

COPY 
TO: 

Ranajit Sahu, Lee Farris BY: Erik Gehringer (561) 707-7088 

If enclosures are not as noted, please notify us at once...... 



November 12, 2010
Environmental Specialties International
7943 Pecue Lane, Suite A
Baton Rouge, LA 70809

           Ref. : Landwell Basic Remediation, NV
           Customer P.O. # 14729 Revision 1
           Transnet 270-2-6

Property Test Method Unit Required Value Qualifier
Geonet3

Mass per Unit Area ASTM D 5261 lbs/ft2 0.197 Minimum
Thickness ASTM D 5199 mil 200 Minimum
Carbon Black ASTM D 4218 % 2.0 - 3.0 Range
Tensile Strength ASTM D 5035 lbs/in 75 Minimum
Melt Flow ASTM D 12382 g/10 min 1.0 Maximum
Density ASTM D 1505 g/cm3 0.935 Minimum
Composite
Ply Adhesion ASTM D 7005 lb/in 1.0 MARV5

Transmissivity1 ASTM D 4716 m2/sec 5.0 x 10-4 MARV
Geotextile3 & 4

Fabric Weight ASTM D 5261 oz/yd2 6.0 MARV
Grab Strength ASTM D 4632 lbs 130 MARV
Grab Elongation ASTM D 4632 % 50 MARV
Tear Strength ASTM D 4533 lbs 40 MARV
Puncture Resistance ASTM D 4833 lbs 40 MARV
Mullen Burst ASTM D 3786 psi 210 MARV
Permittivity ASTM D 4491 sec-1 0.5 MARV
AOS ASTM D 4751 US Sieve 70 MARV
UV Resistance ASTM D 4355 %/hrs 70/500 MARV
Notes:

1

2 Condition 190/2.16
3 Geotextile and Geonet properties are prior to lamination.
4 Geotextile data is provided by the supplier.
5

Sincerely,

Nilay Patel
Nilay Patel
QA Manager

MARV is statistically defined as mean minus two standard deviations and it is the value which is exceeded
by 97.5% of all the test data.

Products, Inc.
Engineered Synthetic

We certify that the Transnet 270-2-6 drainage composite, meets the project requirements as stated in the
specifications. The properties listed in this section are:

Transmissivity measured using water at 21 + 2 oC (70 + 4 oF) with a gradient of 0.1 and a confining
pressure of 300 psf between sand & liner after 24 hours.

 571  Industrial Parkway, Commerce, GA 30529 Phone: 706-336-7000 Fax: 706-336-7007 Email: skaps@skaps.com



Product :
Project  :

Side A Side B Minimum Average
1 400510001 400510001 - N 4005.008 4005.004 1.24 2.36 6.47 x 10-4

2 400510002 400510002 - N 4005.008 4005.004
3 400510003 400510003 - N 4005.008 4005.004
4 400510004 400510004 - N 4005.008 4005.004
5 400510005 400510005 - N 4005.008 4005.004
6 400510006 400510006 - N 4005.008 4005.004
7 400510007 400510007 - N 4005.008 4005.004
8 400510008 400510008 - N 4005.001 4005.006
9 400510009 400510009 - N 4005.001 4005.006
10 400510010 400510010 - N 4005.001 4005.006 1.52 2.61
11 400510011 400510011 - N 4005.001 4005.006
12 400510012 400510012 - N 4005.001 4005.006
13 400510013 400510013 - N 4005.001 4005.006
14 400510014 400510014 - N 4005.001 4005.006
15 400510015 400510015 - N 4005.005 4005.002
16 400510016 400510016 - N 4005.005 4005.002
17 400510017 400510017 - N 4005.005 4005.002
18 400510018 400510018 - N 4005.005 4005.002
19 400510019 400510019 - N 4005.005 4005.002
20 400510020 400510020 - N 4005.005 4005.002 1.33 2.44
21 400510021 400510021 - N 4005.005 4005.002
22 400510022 400510022 - N 4005.003 4005.007
23 400510023 400510023 - N 4005.003 4005.007
24 400510024 400510024 - N 4005.003 4005.007
25 400510025 400510025 - N 4005.003 4005.007
26 400510026 400510026 - N 4005.003 4005.007
27 400510027 400510027 - N 4005.003 4005.007

* Transmissivity measured using water at 21 + 2 oC (70 + 4 oF) with a gradient of 0.1 and a confining pressure of 300 psf
between sand & liner after 24 hours.

Geotextile Roll Number

     We, the Geocomposite Manufacturer, hereby certify the following for the material delivered to the above
referenced project :

Roll
Geocomposite
Roll Number

Geonet Roll
Number

Ply Adhesion
(lb/in)

Geocomposite
Transmissivity*

(m2/sec)

TN270-2-6
Landwell Basic Remediation, NV

Engineered Synthetic
Products, Inc.

 571  Industrial Parkway, Commerce, GA 30529 Phone: 706-336-7000   Fax: 706-336-7007   Email: skaps@skaps.com



Product :
Project  :

400510001 - N NRLX62248 0.9555 0.261 260 2.31 90
400510002 - N NRLX62248 0.9555
400510003 - N NRLX62248 0.9555
400510004 - N NRLX62248 0.9555
400510005 - N NRLX62248 0.9555
400510006 - N NRLX62248 0.9555
400510007 - N NRLX62248 0.9555
400510008 - N NRLX62248 0.9555
400510009 - N NRLX62248 0.9555
400510010 - N NRLX62248 0.9555 0.263 263 2.60 95
400510011 - N NRLX62248 0.9555
400510012 - N NRLX62248 0.9555
400510013 - N NRLX62248 0.9555
400510014 - N NRLX62248 0.9555
400510015 - N NRLX62248 0.9555
400510016 - N NRLX62248 0.9555
400510017 - N NRLX62248 0.9555
400510018 - N NRLX62248 0.9555
400510019 - N NRLX62248 0.9555
400510020 - N NRLX62248 0.9555 0.267 257 2.45 88
400510021 - N NRLX62248 0.9555
400510022 - N NRLX62248 0.9555
400510023 - N NRLX62248 0.9555
400510024 - N NRLX62248 0.9555
400510025 - N NRLX62248 0.9555
400510026 - N NRLX62248 0.9555
400510027 - N NRLX62248 0.9555

Transmissivity
(m2/sec)

Engineered Synthetic
Products, Inc.

Carbon Black
(%)

Tensile
Strength

(MD)
(lb/in)

     We, the Geonet Manufacturer, hereby certify the following for the material sent to the above referenced project :

TN270-2-6
Landwell Basic Remediation, NV

Geonet Roll
Number

Resin Lot
Number

Mass Per Unit
Area

(lb/ft2)

Thickness
(mils)

Geonet
Density
(gm/cc)

 571  Industrial Parkway, Commerce, GA 30529 Phone: 706-336-7000    Fax: 706-336-7007 Email: skaps@skaps.com



Client: Job # 4005
Project:
Product:
Roll #

Test Configuration:

Normal Load: 300 psf
Gradient: 0.1 ft
Seating Time: 24 hours
Flow Direction: MD

300 0.1 6.47 x 10-4

Test Results:

Pressure (psf) Gradient, ft
Transmissivity, m2/sec

24 hours

400510001

Test Information:

Boundary Conditions:
Sand
Geocomposite
Liner

ASTM D 4716
Environmental Specialties International
Landwell Basic Remediation, NV
TN270-2-6

 571  Industrial Parkway, Commerce, GA 30529 Phone: 706-336-7000  Fax: 706-336-7007  Email: skaps@skaps.com



Customer Name :
Project Name :
Geocomposite Manufacturer :
Geocomposite Production Plant :
Geocomposite Brand Name :

Density ASTM D 1505 gm/cc 0.953 0.951
Melt Flow Index ASTM D 1238(a) gm/10 min 0.12 0.12

(a) Condition 190/2.16
* Data from SKAPS Quality Control

Commerce, GA
TN270-2-6

POLYETHYLENE RESIN CERTIFICATION

Environmental Specialties International
Landwell Basic Remediation, NV
SKAPS Industries

Property Test Method

     We, the Geonet Manufacturer, hereby certify the following for the material delivered to the above referenced project:

Resin
Supplier

Value

Tested
Value*

Units

Trademark Plastics
Corporation

Chevron, TX

Resin Lot
Number

Resin Brand
Name

HDPE NRLX62248

Resin Supplier
Resin

Production
Plant

 571  Industrial Parkway, Commerce, GA 30529 Phone: 706-336-7000 Fax:  706-336-7007 Email: skaps@skaps.com



Engineered Synthetic
Products, Inc.

Product :
Project  :

4005.008 6.67 166 73 180 82 75 88 96 332 70 1.80
4005.004 6.25 163 67 174 77 75 88 96 332 70 1.80400510001

GEOCOMP
ROLL#

FABRIC
ROLL#

PUNCTURE
lbs.

MD
ELONG

%

MD
TRAP
lbs.

Landwell Basic Remediation, NV

     We, the Geocomposite Manufacturer, hereby certify the following for the material delivered to the above referenced project :

WEIGHT
oz/sq yd

MULLEN
psi

PERM-
ITY

sec-1

MD
TENSILE

lbs.

AOS
us sieve

XMD
TENSILE

lbs.

XMD
ELONG

%

XMD
TRAP
lbs.

TN270-2-6

 571  Industrial Parkway, Commerce, GA 30529            Phone: 706-336-7000             Fax:  706-336-7007             Email: skaps@skaps.com



APPENDIX C 

Earthworks – Moisture Content Test Results 

 



BMI North MC-02.xls Page 1 of 1

LABORATORY DETERMINATION OF MOISTURE CONTENT OF SOIL (ASTM D 2216/D4643)

DATE: 14 day 3 month

QA  ID:

100% PASSING THE NO. 10 (2-mm) SIEVE 20 grams
100% PASSING THE NO. 4 (4.75-mm) SIEVE 100 grams
100% PASSING THE NO. 3/8-in. (9.5-mm) SIEVE 500 grams
100% PASSING THE NO 3/4-in. (19-mm) SIEVE 2.5 kilograms

SAMPLE NUMBER:
TARE NUMBER.:
WT. OF TARE
WT. OF WET SOIL & TARE
WT. OF DRY SOIL & TARE
WT. OF WATER = D-E
WT. OF DRY SOIL = E-C
MOISTURE CONTENT = (F/G) * 100 %
NUCLEAR DENSITY GAUGE READING:
DELTA MOISTURE = H-I %
FDT NUMBER

QA  ID:

90% PASSING THE NO. 10 (2-mm) SIEVE 100 to 200 grams
90% PASSING THE NO. 4 (4.75-mm) SIEVE 200 to 500 grams
90% PASSING THE NO 3/4-in. (19-mm) SIEVE 500 to 1000 grams

SAMPLE NUMBER:
TARE NUMBER:
WT. OF TARE
WT. OF WET SOIL & TARE
WT. OF DRY SOIL & TARE
WT. OF WATER = O-P
WT. OF DRY SOIL = P-N
MOISTURE CONTENT = (Q/R) * 100
NUCLEAR DENSITY GAUGE READING:
DELTA MOISTURE = S-T %
FDT NUMBER

U

A
B

V

L
M

8.8

P

2

MICROWAVE METHOD (ASTM D4643):

INTIAL SETTING TO BE AT 3.0 MINUTES, CONTINUE DRYING SAMPLE AT 1.0 MINUTE SETTING UNTIL MOISTURE CONTENT VARIATION 
BETWEEN SETTINGS IS LESS THAN 0.1%

I
H

6" minus

T

2

O

Recommended Mass of Moist Sample Weight

year

0.084
1.202

S 8.8
R 0.95

0.252
1.286

N

Q

RKD

D

OVEN METHOD (ASTM D2216):

G

MATERIAL TYPE:

Recommended Mass of Moist Sample Weight

PROJECT:
LOCATION: North BMI Landfill

C

SC0313 TASK NO.:PROJECT NO.:
BRC CAMU

12/02
2014DESCRIPTION: Final Cover

E
F

K
J



BMI North MC-01.xls Page 1 of 1

LABORATORY DETERMINATION OF MOISTURE CONTENT OF SOIL (ASTM D 2216/D4643)

DATE: 13 day 3 month

QA  ID:

100% PASSING THE NO. 10 (2-mm) SIEVE 20 grams
100% PASSING THE NO. 4 (4.75-mm) SIEVE 100 grams
100% PASSING THE NO. 3/8-in. (9.5-mm) SIEVE 500 grams
100% PASSING THE NO 3/4-in. (19-mm) SIEVE 2.5 kilograms

SAMPLE NUMBER:
TARE NUMBER.:
WT. OF TARE
WT. OF WET SOIL & TARE
WT. OF DRY SOIL & TARE
WT. OF WATER = D-E
WT. OF DRY SOIL = E-C
MOISTURE CONTENT = (F/G) * 100 %
NUCLEAR DENSITY GAUGE READING:
DELTA MOISTURE = H-I %
FDT NUMBER

QA  ID:

90% PASSING THE NO. 10 (2-mm) SIEVE 100 to 200 grams
90% PASSING THE NO. 4 (4.75-mm) SIEVE 200 to 500 grams
90% PASSING THE NO 3/4-in. (19-mm) SIEVE 500 to 1000 grams

SAMPLE NUMBER:
TARE NUMBER:
WT. OF TARE
WT. OF WET SOIL & TARE
WT. OF DRY SOIL & TARE
WT. OF WATER = O-P
WT. OF DRY SOIL = P-N
MOISTURE CONTENT = (Q/R) * 100
NUCLEAR DENSITY GAUGE READING:
DELTA MOISTURE = S-T %
FDT NUMBER

U

A
B

V

L
M

7.5

P

1

MICROWAVE METHOD (ASTM D4643):

INTIAL SETTING TO BE AT 3.0 MINUTES, CONTINUE DRYING SAMPLE AT 1.0 MINUTE SETTING UNTIL MOISTURE CONTENT VARIATION 
BETWEEN SETTINGS IS LESS THAN 0.1%

I
H

1" minus

T

1

O

Recommended Mass of Moist Sample Weight

year

0.076
1.268

S 7.5
R 1.016

0.252
1.344

N

Q

RKD

D

OVEN METHOD (ASTM D2216):

G

MATERIAL TYPE:

Recommended Mass of Moist Sample Weight

PROJECT:
LOCATION: North BMI Landfill

C

SC0313 TASK NO.:PROJECT NO.:
BRC CAMU

12/02
2014DESCRIPTION: Final Cover

E
F

K
J





APPENDIX D 

Geosynthetic Clay Liner



APPENDIX D-1 

Material Inventory Logs 



Summary of GCL Inventory, MQA/MQC, and Conformance Test Data
BRC CAMU

Henderson, Nevada

Geosyntec Consultants

GCLLog.PhaseV-BMI North.with 2014 interface test Page 1 of 2

Approved
Bentonite Bentonite Bentonite Index Moisture Mass per Moisture Index Hydraulic Cover Liner
Content Swell Index2 Fluid Loss2 Flux Content unit area Content Flux Conductivity Interface Shear Interface Shear

0.75 24.0 18.0 1.00E-08 25% (30%) 0.75 30 1.00E-08 20 12
minimum maximum maximum maximum minimum percent maximum

lb/sq. ft mL/2g mL m3/m2-2 % lb/sq. ft maximum m3/m2-2 cm/sec degrees degress
1/50,000 6 NS NS 1/200,0006 1/100,0006 1/100,0006

NS 1/400,0006 1/400,0006 1/400,0006

201325LO 4147 2,900 0.88 25.0 17.4 2.40E-09 28.7 Y
201325LO 4148 2,900 25.0 17.4 0.95 25.3 2.7E-09 Y
201325LO 4149 2,900 25.0 17.4 Y
201325LO 4150 2,900 25.0 17.4 Y
201325LO 4151 2,900 25.0 17.4 Y
201325LO 4152 2,900 25.0 17.4 Y
201325LO 4153 2,900 25.0 17.4 Y
201325LO 4154 2,900 25.0 17.4 Y
201325LO 4155 2,900 25.0 17.4 Y
201325LO 4156 2,900 25.0 17.4 Y
201325LO 4157 2,900 25.0 17.4 Y
201325LO 4158 2,900 25.0 17.4 Y
201325LO 4159 2,900 25.0 17.4 Y
201325LO 4160 2,900 0.89 25.0 17.4 28.9 Y
201325LO 4161 2,900 25.0 17.4 Y
201325LO 4162 2,900 25.0 17.4 Y
201325LO 4163 2,900 25.0 17.4 Y
201325LO 4164 2,900 25.0 17.4 Y
201325LO 4165 2,900 25.0 17.4 Y
201325LO 4166 2,900 25.0 17.4 Y
201325LO 4167 2,900 25.0 17.4 Y
201325LO 4168 2,900 25.0 17.4 Y
201325LO 4169 2,900 27.0 14.8 Y
201325LO 4170 2,900 27.0 14.8 Y
201325LO 4171 2,900 27.0 14.8 Y
201325LO 4172 2,900 27.0 14.8 Y
201325LO 4173 2,900 0.94 27.0 14.8 26.7 Y
201325LO 4174 2,900 27.0 14.8 Y
201325LO 4175 2,900 27.0 14.8 Y
201325LO 4176 2,900 27.0 14.8 Y
201325LO 4177 2,900 27.0 14.8 Y
201325LO 4178 2,900 27.0 14.8 Y
201325LO 4179 2,900 27.0 14.8 Y
201325LO 4180 2,900 27.0 14.8 Y
201325LO 4181 2,900 27.0 14.8 Y
201325LO 4182 2,900 27.0 14.8 0.85 8.9 29 Y
201345LO 11195 2,828 0.93 27.0 13.0 8.4 0.9 31.9 2.30E-09 1.90E-09 N
201345LO 11197 2,900 27.0 13.0 N
201345LO 11199 2,900 27.0 13.0 8.8 N
201345LO 12000 2,900 27.0 13.0 N
201345LO 11201 2,900 27.0 13.0 N
201345LO 11202 2,900 27.0 13.0 N
200922LO1 3140 2,900 26.0 14.8 28 Y
201044LO 9473 2,900 0.92 25.0 16.8 4.57E-09 26.6 Y
201044LO 9474 2,900 25.0 16.8 0.94 27.7 3.20E-09 3.40E-09 Y
201044LO 9475 2,900 25.0 16.8 Y
201044LO 9476 2,900 25.0 16.8 Y
201044LO 9477 2,900 25.0 16.8 Y
201044LO 9478 2,900 25.0 16.8 Y
201044LO 9479 2,900 25.0 16.8 Y
201044LO 9480 2,900 25.0 16.8 Y

Material meets 
requirements of 

specifications

Manufacturer Quality Control Testing CQA Conformance Testing

GCL Lot No. GCL Roll No. Area (SF)



Summary of GCL Inventory, MQA/MQC, and Conformance Test Data
BRC CAMU

Henderson, Nevada

Geosyntec Consultants

GCLLog.PhaseV-BMI North.with 2014 interface test Page 2 of 2

Approved
Bentonite Bentonite Bentonite Index Moisture Mass per Moisture Index Hydraulic Cover Liner
Content Swell Index2 Fluid Loss2 Flux Content unit area Content Flux Conductivity Interface Shear Interface Shear

0.75 24.0 18.0 1.00E-08 25% (30%) 0.75 30 1.00E-08 20 12
minimum maximum maximum maximum minimum percent maximum

lb/sq. ft mL/2g mL m3/m2-2 % lb/sq. ft maximum m3/m2-2 cm/sec degrees degress
1/50,000 6 NS NS 1/200,0006 1/100,0006 1/100,0006

NS 1/400,0006 1/400,0006 1/400,0006

Material meets 
requirements of 

specifications

Manufacturer Quality Control Testing CQA Conformance Testing

GCL Lot No. GCL Roll No. Area (SF)

201044LO 9481 2,900 25.0 16.8 Y
201044LO 9482 2,900 25.0 16.8 Y
201044LO 9483 2,900 25.0 16.8 Y
201044LO 9484 2,900 25.0 16.8 Y
201044LO 9485 2,900 25.0 16.8 Y
201044LO 9486 2,900 0.92 25.0 16.8 27.2 Y
201044LO 9487 2,900 25.0 16.8 Y
201044LO 9488 2,900 25.0 16.8 Y
201044LO 9489 2,900 25.0 16.8 Y
201044LO 9490 2,900 25.0 16.8 Y
201044LO 9491 2,900 25.0 16.8 Y
201406LO 27 2,900 0.97 30.0 14.4 3.20E-09 27.1 Y
201406LO 28 2,900 30.0 14.4 26.5 0.95 26.3 3.30E-09 Y
201406LO 29 2,900 30.0 14.4 24.6 Y
201406LO 30 2,900 30.0 14.4 24.9 Y
201406LO 31 2,900 30.0 14.4 26.5 Y
201406LO 32 2,900 30.0 14.4 25.1 Y
200834LO1 9016 2,800 24.0 16.0 21 Y

7 69 69 3 13 5 5 4 2 3 0
Cover Manufactured Area (SF): 194,228 27,747 2,815 2,815 64,743 14,941 38,846 38,846 48,557 97,114 64,743 0

Note:
1- Roll from previously released material. Included herein to document interface shear testing.
NS - Not Specified
TNR - Test Not Received



APPENDIX D-2 

CQA Conformance Results 



TRI / Environmental, Inc.
A Texas Research International Company

July 1, 2013

Mail To: Bill To:

July 1, 2013

Mail To: Bill To:

Becky Oliver <= SameBecky Oliver <= Same

GeosyntecGeosyntec

10875 Ranco Bernardo Road, Suite 200

San Diego, CA 92127San Diego, CA 92127

email: roliver@geosyntec.comemail: roliver@geosyntec.com

Dear Ms.Oliver:Dear Ms.Oliver:

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.

TRI is pleased to submit this final report for laboratory testing.

Project: Entact Basic Remediation Landwell BRC CAMU

TRI Job Reference Number: E2373-60-03TRI Job Reference Number: E2373-60-03

Material(s) Tested: 2 Bentomat DN GCL(s)Material(s) Tested: 2 Bentomat DN GCL(s)

Test(s) Requested: Mass/Unit Area (ASTM D 5993)Test(s) Requested: Mass/Unit Area (ASTM D 5993)

Index Flux (ASTM D 5887)

If you have any questions or require any additional information, please call us at

1-800-880-8378.1-800-880-8378.

Sincerely,Sincerely,

John M. Allen, P.E.John M. Allen, P.E.

Division Director

Geosynthetic Services DivisionGeosynthetic Services Division

www.GeosyntheticTesting.com

page 1 of 3

GeosyntheticTesting.com
9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



TRI / Environmental, Inc.
A Texas Research International Company

GCL TEST RESULTSGCL TEST RESULTS
TRI Client: Geosyntec

Project: Entact Basic Remediation Landwell BRC CAMUProject: Entact Basic Remediation Landwell BRC CAMU

Material: Bentomat DN

Sample Identification: 4148

TRI Log #: E2373-60-03

STD.

PARAMETER TEST REPLICATE NUMBER MEAN DEV.PARAMETER TEST REPLICATE NUMBER MEAN DEV.

1 2 3 4 5 6 7 8 9 10

Bentonite - Mass/Unit Area (ASTM D 5993, result @ 0% M.C.)Bentonite - Mass/Unit Area (ASTM D 5993, result @ 0% M.C.)

Bentonite mass/unit area (lbs/ft
2
) 0.98 0.92 0.99 0.91 0.97 0.95 0.04Bentonite mass/unit area (lbs/ft ) 0.98 0.92 0.99 0.91 0.97 0.95 0.04

Moisture Content (%) 26.5 24.8 25.6 27.7 22.1 25.3 2.1

Index Flux (ASTM D 5887)

Index Flux (m
3
/m

2
/sec) 2.7E-09 2.7E-09

Hydraulic Conductivity (cm/sec) 2.4E-09 2.4E-09

MD Machine Direction TD Transverse Direction NA Not Available

The testing is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply

to samples other than those tested. TRI neither accepts responsibility for nor makes claim as to the final use and purpose of the material.

TRI observes and maintains client confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

page 2 of 3

GeosyntheticTesting.com
9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



TRI / Environmental, Inc.
A Texas Research International Company

GCL TEST RESULTSGCL TEST RESULTS
TRI Client: Geosyntec

Project: Entact Basic Remediation Landwell BRC CAMUProject: Entact Basic Remediation Landwell BRC CAMU

Material: Bentomat DN

Sample Identification: 4182

TRI Log #: E2373-60-03

STD.

PARAMETER TEST REPLICATE NUMBER MEAN DEV.PARAMETER TEST REPLICATE NUMBER MEAN DEV.

1 2 3 4 5 6 7 8 9 10

Bentonite - Mass/Unit Area (ASTM D 5993, result @ 0% M.C.)Bentonite - Mass/Unit Area (ASTM D 5993, result @ 0% M.C.)

Bentonite mass/unit area (lbs/ft
2
) 0.82 0.83 0.91 0.89 0.79 0.85 0.05Bentonite mass/unit area (lbs/ft ) 0.82 0.83 0.91 0.89 0.79 0.85 0.05

Moisture Content (%) 8.8 9.1 9.1 9.0 8.6 8.9 0.2

MD Machine Direction TD Transverse Direction NA Not Available

The testing is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply

to samples other than those tested. TRI neither accepts responsibility for nor makes claim as to the final use and purpose of the material.to samples other than those tested. TRI neither accepts responsibility for nor makes claim as to the final use and purpose of the material.

TRI observes and maintains client confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

page 3 of 3

GeosyntheticTesting.com
9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



TRI / Environmental, Inc.
A Texas Research International Company

Mail To: Bill To:

Mr. Greg Corcoran <= Same (Project Number SC-0313)

Geosyntec Consultants

10875 Rancho Bernardo Rd., Suite 200

San Diego, CA 92127

email: Gcorcoran@Geosyntec.com

cc email: dstreet@geosyntec.com

cc email: rflynn@geosyntec.com

cc email: jcox@geosyntec.com

Dear Mr. Corcoran:

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.

TRI is pleased to submit this final report for laboratory testing.

Project: Landwell Basic Remediation Henderson, NV

TRI Job Reference Number: E2347-28-07

Material(s) Tested: 1 Bentomat DN GCL

Test(s) Requested: Mass/Unit Area (ASTM D 5993)

Index Flux (ASTM D 5887)

If you have any questions or require any additional information, please call us at

1-800-880-8378.

Sincerely,

www.GeosyntheticTesting.com

November 3, 2010

Richard S. Lacey, P.E.

Senior Engineer

Geosynthetic Services Division

page 1 of 2

GeosyntheticTesting.com
9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



TRI / Environmental, Inc.
A Texas Research International Company

GCL TEST RESULTS
TRI Client: Geosyntec Consultants

Project: Landwell Basic Remediation Henderson, NV

Material: Bentomat DN GCL

Sample Identification: 9474

TRI Log #: E2347-28-07

STD. PROJ.

PARAMETER TEST REPLICATE NUMBER MEAN DEV. SPEC.

1 2 3 4 5 6 7 8 9 10

Bentonite - Mass/Unit Area (ASTM D 5993, result @ 0% M.C.)

Bentonite mass/unit area (lbs/ft
2
) 0.85 1.03 0.94 0.91 0.95 0.94 0.07 0.75 min

Moisture Content (%) 28.2 26.9 26.7 28.5 28.2 27.7 0.8

Index Flux (ASTM D 5887)

Index Flux (m
3
/m

2
/sec) 3.2E-09 3.2E-09 1.0E-8 Min

Hydraulic Conductivity (cm/sec) 3.4E-09 3.4E-09

MD Machine Direction TD Transverse Direction NA Not Available

The testing is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply

to samples other than those tested. TRI neither accepts responsibility for nor makes claim as to the final use and purpose of the material.

TRI observes and maintains client confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

page 2 of 2

GeosyntheticTesting.com
9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



Mail To: Bill To:

Becky Oliver, P.E. <= Same
Geosyntec
10875 Rancho Bernardo Road
San Diego, CA 92127

email: roliver@geosyntec.com
cc email: jlgriffin@geosyntec.com

Dear Ms. Oliver

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.
TRI is pleased to submit this final report of the laboratory testing for this submittal.

Project: Entact Basic Remediation BRC CAMU Landwell

TRI Job Reference Number: E2388-10-07

Material(s) Tested: One Bentomat DN GCL(s)

Test(s) Requested: Mass/Unit Area (ASTM D 5993)
Index Flux (ASTM D 5887)

If you have any questions or require any additional information, please call us at 1-800-880-8378.

Sincerely,

February 14, 2014

www.GeosyntheticTesting.com

Richard S. Lacey, P.E.
Senior Engineer
Geosynthetic Services Division

page 1 of 2



GCL TEST RESULTS

TRI Client: Geosyntec

Project: Entact Basic Remediation BRC CAMU Landwell

Material: Bentomat DN GCL

Sample Identification: 28

TRI Log #: E2388-10-07

STD.

PARAMETER TEST REPLICATE NUMBER MEAN DEV.

1 2 3 4 5

Bentonite - Mass/Unit Area (ASTM D 5993, result @ 0% M.C.)

Bentonite mass/unit area (lbs/ft2) 0.97 0.99 0.96 0.93 0.92 0.95 0.03

Moisture Content (%) 28.3 23.9 26..1 27.7 25.3 26.3 2.1

Index Flux (ASTM D 5887)

Index Flux (m3/m2/sec) 3.3E-09 3.3E-09

Hydraulic Conductivity (cm/sec) 3.3E-09 3.3E-09

MD Machine Direction TD Transverse Direction NA Not AvailableMD Machine Direction TD Transverse Direction NA Not Available

page 2 of 2



Mail To: Bill To:

Becky Oliver, P.E. <= Same 
Geosyntec
10875 Rancho Bernardo Road
San Diego, CA 92127

email: roliver@geosyntec.com

Dear Ms. Oliver

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.  
TRI is pleased to submit this final report for laboratory testing.

Project: Entact Basic Remediation BRC CAMU Landwell

TRI Job Reference Number: E2388-09-05

Material(s) Tested: One Bentomat DN GCL(s)

Test(s) Requested: Mass/Unit Area (ASTM D 5993)
Index Flux (ASTM D 5887)

If you have any questions or require any additional information, please call us at 1-800-880-8378.

Sincerely,

John M. Allen, P.E.
Division Director
Geosynthetic Services Division
www.GeosyntheticTesting.com 

January 28, 2014

page 1 of 2



GCL TEST RESULTS

TRI Client: Geosyntec

Project: Entact Basic Remediation BRC CAMU Landwell

Material: Bentomat DN GCL

Sample Identification: 11195

TRI Log #: E2388-09-05

STD.

PARAMETER TEST REPLICATE NUMBER MEAN DEV.

1 2 3 4 5 6 7 8 9 10

Bentonite - Mass/Unit Area (ASTM D 5993, result @ 0% M.C.)

Bentonite mass/unit area (lbs/ft
2
) 1.02 0.90 0.96 0.85 0.75 0.90 0.10

Moisture Content (%) 29.1 30.7 30.0 32.8 37.1 31.9 3.2

Index Flux (ASTM D 5887)

Index Flux (m
3
/m

2
/sec) 2.3E-09 2.3E-09

Hydraulic Conductivity (cm/sec) 1.9E-09 1.9E-09

MD Machine Direction TD Transverse Direction NA Not Available

page 2 of 2



APPENDIX D-3 

Subgrade Acceptance Form 



ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC. 

SUBGRADE ACCEPTANCE 

PROJEa NAME; CAMU Closure ii DATE, 

PROJECT NUMBER; 07-11-1271 TIME: 

OWNER: BASIC REMEDIATION COMPANY 

LOCATION: HENDERSON, NEVADA 

I, undersigned a duly appointed representative of Environmental Specialties International, 
Inc.. have visually observed the soil subgrade surface described below, and found it to be 
an acceptable surface on which to install geomembrane. 

The certification is based on observations of the subgrade only. No subterranean 
inspections or tests have been performed by Environmental Specialties International, Inc. 
and ESI makes no representations or warranties regarding conditions which may exist 
below the surface of the subgrade. Environmental Specialties International, inc. accepts no 
responsibility for conformance of the subgrade to this project's specifications. 

Area Being Accepted: 

ESI REPRESENTATIVE: ENTAa REPRESENTATIVE: 

TITLE: TITLE: FreU Eĥ î ngg/l 
SIGNATURE: SIGNATURE: 

OWNERS REPRESENTATIVE: 

TITLE: 



r " • 

ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC. 

SUBGRADE ACCEPTANCE 

PROJECT NAME: CAMU Closure II 
•I 

DATE:_^/i^//^ 

PROJECT NUMBER: 07-11-1271 TIME: ^ f < ^ c ^ 

OWNER: BASIC REMEDIATION COMPANY 

LOCATION: HENDERSON. NEVADA 

I, undersigned a duly appointed representative of Environmental Specialties International, 
inc.. have visually observed the soil subgrade surface described below, and found it to be 
an acceptable surface on which to install geomembrane. 

The certification is based on observations of the subgrade only. No subterranean 
inspections or tests have been performed by Environmental Specialties International, Inc. 
and ESI makes no representations or warranties regarding conditions which may exist 
below the surface of the subgrade. Environmental Specialties International, Inc. accepts no 
responsibility for conformance of the subgrade to this project's specifications. 

Area Being Accepted: 

PoAeiA HI)- Mas 

ESI REPRESENTATIVE: ENTACT REPRESENTATIVE: 

NAME; \/kATS>- ^ O ^ X y t ^ 

TITLE: < 

SIGNATURE: SIGNATURE: 

OWNERS REPRESENTATI 

TITLE: 

SIGNATUR' 



APPENDIX D-4 

Interface Shear Strength Test Results



GEOSYNTEC CONSULTANTS - BRC EASTSIDE REMEDIATION
INTERFACE DIRECT SHEAR TESTING (ASTM D 6243)

Shear Strength δ a
Parameters (deg) (psf)
Peak 36 5 1.000
LD 29 5 1.000

Test Shear Normal Shear Subgrade  Soil Cover Soil Failure
No. Box Size Stress Rate Stress Time Stress Time γd ωi ωf γd ωi ωf ωi ωf τP τLD Mode

(in. x in.) (psf) (in./min) (psf) (hour) (psf) (hour) (pcf) (%) (%) (pcf) (%) (%) (%) (%) (psf) (psf)
44A 12 x 12 144 0.04 240 48 144 24 114.2 9.2 - - - - - 124.3 112 85 (2)
44B 12 x 12 288 0.04 240 48 288 24 114.2 9.2 - - - - - 117.0 218 167 (2)
44C 12 x 12 432 0.04 240 48 432 24 114.2 9.2 - - - - - 104.1 325 244 (2)

DATE OF REPORT:
FIGURE NO.
PROJECT NO.
DOCUMENT NO.
FILE NO.

SGI8021

Consolidation(1)GCL Soaking GCL Shear Strngth

7/17/2013
C-44
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NOTES: 
(1) Consolidation of entire sandwich.  
(2) Shear failure occurred at the interface between the subgrade soil and black geotextile side of GCL.

Upper Shear Box: Cover soil lightly compacted/
SKAPS TN270-2-6 double sided geocomposite #54281010004   clamped to upper shear box 
Agru 60-mil Microspike HDPE geomembrane # 825   clamped to upper shear box   with short spike (dull ) side down/
Hydrated Bentomat DN GCL (Lot #2013251LO/Roll #4182)  with black geotextile side down/
Lower Shear Box: Subgarde soil  compacted to approximately 90% of max modified Proctor density at optimum moisture content

S8021-44R.ds.xls



GEOSYNTEC CONSULTANTS - BRC EASTSIDE REMEDIATION
INTERFACE DIRECT SHEAR TESTING (ASTM D 5321)

Shear Strength δ a
Parameters (deg) (psf)
Peak 38 50 0.983
LD 28 55 0.987

Test Shear Normal Shear Subgrade  Soil Cover Soil Failure
No. Box Size Stress Rate Stress Time Stress Time γd ωi ωf γd ωi ωf ωi ωf τP τLD Mode

(in. x in.) (psf) (in./min) (psf) (hour) (psf) (hour) (pcf) (%) (%) (pcf) (%) (%) (%) (%) (psf) (psf)
43A 12 x 12 144 0.04 240 48 144 24 114.8 8.0 - - - - - 160.6 154 124 (2)
43B 12 x 12 288 0.04 240 48 288 24 115.1 7.7 - - - - - 132.2 294 214 (2)
43C 12 x 12 432 0.04 240 48 432 24 113.9 8.9 - - - - - 120.5 382 274 (2)

DATE OF REPORT:
FIGURE NO.
PROJECT NO.
DOCUMENT NO.
FILE NO.

SGI8021

Consolidation(1)GCL Soaking GCL Shear Stress

6/11/2009
C-43
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NOTES: 
(1) Consolidation of entire sandwich.  
(2) Shear failure occurred at the interface between the short-spike side of geomembrane and white geotextile side of GCL.

Upper Shear Box: Cover soil lightly compacted/
Agru 60-mil Microspike HDPE geomembrane # 951728   clamped to upper shear box   with short spike (dull ) side down/
Hydrated Bentomat DN GCL (Lot #200922LO/Roll #3140)  clamped to lower shear box  with black geotextile side down/
Lower Shear Box: Subgarde soil  compacted to approximately 90% of max modified Proctor density at optimum moisture content

S8021-43R.ds.xls
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60-mil HDPE Geomembrane



APPENDIX E-1 

Material Inventory Logs 



Summary of 2013 Geomembrane Inventory, MQA/MQC, and Conformance Test Data
BRC CAMU

Henderson, Nevada

Geosyntec Consultants

GeomembraneLog.PhaseV-BMI North.xlsx Page 1 of 1

Approved
Min. Avg. Yield Break Density Carbon Yield Elongation Tear Puncture Carbon min Carbon Carbon Yield Break Yield Elongation

Thick. Thick. Strength Strength 0.940 Content Elongation @ Break Resistance Resistance Disp. Average Minimum Density Content Disp. Strength1 Strength1 Elongation1 @ Break1

54.0 60.0 126 90 minimum 2 - 3 % 12 100 42 90 (min 80%) CAT 1-2 60 54 0.94 2 - 3 % (min 80%) CAT 1-2 126 90 12 100
mil mil ppi ppi g/cc percent percent lb lb 100% CAT 1, 2, 3 g/cc 100% CAT 1, 2, 3 ppi ppi percent percent

(ft) (ft) (SF) 1/ 50,000 ft2 1/ 50,000 ft2 1/ 50,000 ft2 1/ 50,000 ft2 1/ 50,000 ft2 1/ 50,000 ft2 1/ 50,000 ft2 1/ 50,000 ft2 1/ 50,000 ft2 1/ 50,000 ft2 1/ 50,000 ft2 1/ 100,000 ft2 1/ 100,000 ft2 1/ 100,000 ft2 1/ 100,000 ft2 1/ 100,000 ft2 1/ 100,000 ft2

845453-10 710126 505.0 23.0 11615 59 61 159 189 0.946 2.23 14.74 504.2 54.800 142.45 10 63 61 0.944 2.37 10 154 179 17 463 Y
845454-10 710126 505.0 23.0 11615 59 61 157 187 0.946 2.23 14.74 504.2 54.800 142.45 10 Y
845455-10 710126 505.0 23.0 11615 59 60 155 184 0.946 2.23 14.74 504.2 54.800 142.45 10 Y
845556-10 710126 505.0 23.0 11615 59 62 160 191 0.946 2.23 14.74 504.2 54.800 142.45 10 Y
845557-10 710126 505.0 23.0 11615 59 62 160 191 0.946 2.23 14.74 504.2 54.800 142.45 10 Y
825702-13 H8231930 505.0 23.0 11615 58 61 157 185 0.944 2.42 15.5 459.5 53.000 97 10 68 65 0.947 2.26 10 164 162 16 375 Y
825703-13 H8231930 505.0 23.0 11615 61 62 159 187 0.944 2.42 15.5 459.5 53.000 97 10 Y
825704-13 H8231930 505.0 23.0 11615 60 62 159 187 0.944 2.42 15.5 459.5 53.000 97 10 Y
825705-13 H8231930 505.0 23.0 11615 58 61 158 186 0.944 2.42 15.5 459.5 53.000 97 10 Y
825706-13 H8231930 505.0 23.0 11615 59 62 159 187 0.944 2.42 15.5 459.5 53.000 97 10 Y
825707-13 H8231930 505.0 23.0 11615 59 61 164 189 0.944 2.36 14.5 475.5 55.500 121 10 Y

F14D031005 H8232964 505.0 23.0 11615 57 60 150 189 0.944 2.31 18.0 514.0 52.000 96 10 63 60 0.945 2.27 10 163 173 18 467 Y
F14D031006 H8232964 505.0 23.0 11615 59 62 154 194 0.944 2.31 18.0 514.0 52.000 96 10 Y

13 13 13 13 13 13 13 13 13 13 13 3 3 3 3 3 3 3 3 3

92,920 5,361 5,361 5,361 5,361 5,361 5,361 5,361 5,361 5,361 5,361 5,361 23,230 23,230 23,230 23,230 23,230 23,230 23,230 23,230 23,230

Resin Batch No.    
(Lot #)

Length Width

Cumulative Area (SF):

Roll No.
Material meets 
requirements in 
specifications

Area

Manufacturer Quality Control Testing CQA Conformance Testing

1/ 100,000 ft2
mil

Thickness
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CQA Conformance Results 



TRI / Environmental, Inc.
A Texas Research International Company

Mail To: Bill To:

Becky Oliver <= Same

Geosyntec Consultants

10875 Rancho Bernardo Road, Suite 200

San Diego, California 92127

email: Roliver@Geosyntec.com

Dear Ms. Oliver:

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.

TRI is pleased to submit this final report for laboratory testing.

Project: Entact Basic Remediation Project - Henderson, NV

TRI Job Reference Number: E2379-88-06

Material(s) Tested: One Agru 60 mil. HDPE Geomembrane(s)

Test(s) Requested: Thickness (ASTM D 5994)

Density (ASTM D 1505)

Carbon Content (ASTM D 1603, mod.)

Carbon Dispersion (ASTM D 5596)

Tensile (ASTM D 638/GRI GM13)

If you have any questions or require any additional information, please call us at

1-800-880-8378.

Sincerely,

July 2, 2013

Sincerely,

David L. Norton

Asst. Laboratory Coordinator

Geosynthetic Services Division

www.GeosyntheticTesting.com

cc: Sam R. Allen, Vice President and Division Manager

page 1 of 2

GeosyntheticTesting.com
9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



TRI / Environmental, Inc.
A Texas Research International Company

GEOMEMBRANE TEST RESULTS
TRI Client: Geosyntec Consultants

Project: Entact Basic Remediation Project - Henderson, NV

Material: Agru 60 mil Microspike HDPE Geomembrane

Sample Identification: 825702.13

TRI Log #: E2379-88-06

STD.

PARAMETER TEST REPLICATE NUMBER MEAN DEV.

1 2 3 4 5 6 7 8 9 10

Thickness (ASTM D 5994)

Thickness (mils) 65 72 69 69 69 71 67 65 67 66 68 2

65 << min

Density (ASTM D 1505)

Density (g/cm3) 0.947 0.947 0.947 0.947 0.000

Carbon Black Content (ASTM D 1603, mod.)

% Carbon Black 2.24 2.27 2.26 0.02

Carbon Black Dispersion (ASTM D 5596)

Rating - 1st field view 1 1 1 1 1

Rating - 2nd field view 1 1 1 1 1

Tensile Properties (ASTM D 638/GRI GM 13, 2 ipm strain rate, Type IV specimen - HDPE)

MD Yield Strength (ppi) 148 165 168 169 170 164 9

TD Yield Strength (ppi) 169 176 167 175 181 174 6

MD Break Strength (ppi) 236 220 193 142 182 195 36

TD Break Strength (ppi) 139 136 179 165 190 162 24

MD Yield Elongation (%) 18 18 18 18 18 18 0

TD Yield Elongation (%) 16 16 17 16 16 16 0TD Yield Elongation (%) 16 16 17 16 16 16 0

MD Break Elongation (%) 428 404 458 165 419 375 119

TD Break Elongation (%) 381 133 480 449 509 390 152

MD Machine Direction TD Transverse Direction

The testing is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply

to samples other than those tested. TRI neither accepts responsibility for nor makes claim as to the final use and purpose of the material.

TRI observes and maintains client confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

page 2 of 2

GeosyntheticTesting.com
9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



TRI / Environmental, Inc.
A Texas Research International Company

Mail To: Bill To:

Dan Street Geosyntec Consultants

Geosyntec Consultants Becky Flynn

10875 Rancho Bernardo Rd., Suite 200 10875 Rancho Bernardo Rd, #200

San Diego, CA, 92127 San Diego, CA, 92127

SC0313 09/03

e-mail: dstreet@geosyntec.com

cc email: rflynn@geosyntec.com, jcox@geosyntec.com, cliddell@geosyntec.com

Dear Mr. Street:

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.

TRI is pleased to submit this final report for laboratory testing.

Project: BRC-CAMU-Landwell

TRI Job Reference Number: E2348-77-08

Material(s) Tested: 1 Agru 60 mil Microspike HDPE Geomembrane(s)

Test(s) Requested: Thickness (ASTM D 5994)

Density (ASTM D 1505)

Carbon Content (ASTM D 1603, mod.)

Carbon Dispersion (ASTM D 5596)

Tensile Properties (ASTM D 638)

If you have any questions or require any additional information, please call us at

1-800-880-8378.

Sincerely,

Dr. Mansukh Patel

Sr. Laboratory Coordinator

Geosynthetic Services Division

www.GeosyntheticTesting.com

cc: Sam R. Allen, Vice President and Division Manager

November 19, 2010

page 1 of 2

GeosyntheticTesting.com

9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



TRI / Environmental, Inc.
A Texas Research International Company

GEOMEMBRANE TEST RESULTS
TRI Client: Geosyntec Consultants

Project: BRC-CAMU-Landwell

Material: Agru 60 mil Microspike HDPE Geomembrane

Sample Identification: 845453.10

TRI Log #: E2348-77-08

STD. PROJ.

PARAMETER TEST REPLICATE NUMBER MEAN DEV. SPEC.

1 2 3 4 5 6 7 8 9 10

Thickness (ASTM D 5994)

Thickness (mils) 62 64 62 61 64 63 62 63 62 62 63 1 60 min avg

61 << min 54 min

Density (ASTM D 1505)

Density (g/cm3) 0.944 0.944 0.944 0.944 0.000 0.94 min

Carbon Black Content (ASTM D 1603, mod.)

% Carbon Black 2.37 2.36 2.37 0.01 2-3

Carbon Black Dispersion (ASTM D 5596)

8 of 10

Rating - 1st field view 1 1 1 1 1 1 or 2

Rating - 2nd field view 1 1 1 1 1 10 in 1,2,3

Tensile Properties (ASTM D 638/GRI GM 13, 2 ipm strain rate, Type IV specimen - HDPE)

MD Yield Strength (ppi) 164 156 156 154 142 154 8 126 min

TD Yield Strength (ppi) 170 184 175 178 172 176 5 126 min

MD Break Strength (ppi) 203 208 197 214 211 207 7 90 min

TD Break Strength (ppi) 184 188 162 174 185 179 11 90 min

MD Yield Elongation (%) 21 20 19 21 22 21 1 12 min

TD Yield Elongation (%) 17 18 15 15 18 17 2 12 min

MD Break Elongation (%) 449 489 451 474 451 463 18 100 min

TD Break Elongation (%) 571 541 476 521 556 533 37 100 min

MD Machine Direction TD Transverse Direction NA Not Available

The testing is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply

to samples other than those tested. TRI neither accepts responsibility for nor makes claim as to the final use and purpose of the material.

TRI observes and maintains client confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

page 2 of 2

GeosyntheticTesting.com

9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



Mail To: Bill To:

Becky Oliver <= Same

Geosyntec Consultants

10875 Rancho Bernardo Road, Suite 200

San Diego, CA 92127

email: Roliver@Geosyntec.com

Dear Ms. Oliver:

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.

TRI is pleased to submit this final report of the laboratory testing for the sample(s) listed below.

Project: Entact Basic Remediation Project - Henderson, NV

TRI Job Reference Number: E2386-59-07

Material(s) Tested: One, Agru 60 mil Microspike HDPE Geomembrane(s)

Test(s) Requested: Thickness (ASTM D 5994)

Density (ASTM D 1505)

Carbon Content (ASTM D 1603, mod.)

Carbon Dispersion (ASTM D 5596)

Tensile (ASTM D 638/GRI GM13)

If you have any questions or require any additional information, please call us at 1-800-880-8378

Sincerely,

Mansukh Patel

Laboratory Manager

Geosynthetic Services Division

www.GeosyntheticTesting.com

January 20, 2014

Page 1 of 2



GEOMEMBRANE TEST RESULTS

TRI Client: Geosyntec Consultants

Project: Entact Basic Remediation Project - Henderson, NV

Material: Agru 60 mil Microspike HDPE Geomembrane

Sample Identification: F14D031005

TRI Log #: E2386-59-07

STD.

PARAMETER TEST REPLICATE NUMBER MEAN DEV.

1 2 3 4 5 6 7 8 9 10

Thickness (ASTM D 5994)

Thickness (mils) 64 60 63 63 65 61 61 60 63 66 63 2

60 << min

Density (ASTM D 1505)

Density (g/cm3) 0.945 0.945 0.945 0.945 0.000

Carbon Black Content (ASTM D 1603, mod.)

% Carbon Black 2.28 2.25 2.27 0.02

Carbon Black Dispersion (ASTM D 5596)

Rating - 1st field view 1 1 1 1 1

Rating - 2nd field view 1 1 1 1 1

Tensile Properties (ASTM D 638/GRI GM 13, 2 ipm strain rate, Type IV specimen - HDPE)

MD Yield Strength (ppi) 172 159 159 166 160 163 6

TD Yield Strength (ppi) 163 181 165 175 166 170 8

MD Break Strength (ppi) 225 211 201 212 206 211 9

TD Break Strength (ppi) 191 190 182 129 172 173 26

MD Yield Elongation (%) 22 23 22 22 22 22 0

TD Yield Elongation (%) 18 19 18 18 18 18 0

MD Break Elongation (%) 461 518 443 490 511 485 32

TD Break Elongation (%) 554 501 530 286 461 467 107

MD Machine Direction TD Transverse Direction

Page 2 of 2
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Certificate of Tensiometer Calibration 





APPENDIX E-4 

Trial Seam Logs



APPENDIX E-4A 

Fusion Weld 



Trial 

Seam 

No

Date Time Mach 

ID

Oper ID Mat Desc

Wedge Speed Peel Shear Unit Result

QA 

ID
Fusion Test Results

Trial Seam Log - Fusion

° Celsius ft./Min ppi/psi

Peel

In Out

ProjNo: SC0313

Project: Corrective Action Management Unit

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Tensiometer Description: Demtech

Peel Inside: 91

Peel Outside: 91

Shear: 120

ppi

ppi ppiMaterial Type 1gml :

1-232 3/5/2014 9:40 1485 EB T/T 860 4.5 137 139 GMppi P123

1-233 3/5/2014 9:45 1485 EB S/S 860 6.0 134 179 GMppi P142

1-234 3/5/2014 10:20 2082 AN S/S 860 5.5 163 184 GMppi P148

1-235 3/5/2014 10:25 2082 AN T/T 860 4.5 142 157 GMppi P140

1-236 3/5/2014 13:10 1485 EB S/S 860 6.5 133 152 GMppi P130

1-237 3/5/2014 13:04 1485 EB T/T 860 4.5 141 143 GMppi P126

1-238 3/5/2014 13:00 2082 OF S/S 860 5.0 128 147 GMppi P122

1-239 3/5/2014 13:05 2082 OF T/T 860 4.0 115 142 GMppi P114

1-240 3/5/2014 13:08 1485 EB S/T 860 5.0 115 135 GMppi P120

1-241 3/6/2014 7:13 1485 EB S/T 860 5.0 132 174 GMppi P132

1-242 3/6/2014 7:08 1485 EB T/T 860 4.5 147 167 GMppi P143

1-243 3/6/2014 7:10 1485 EB S/S 860 6.5 133 168 GMppi P133

1-244 3/6/2014 7:20 2082 OF S/S 860 5.5 131 169 GMppi P126

1-245 3/6/2014 7:25 2082 OF T/T 860 4.0 122 164 GMppi P125

Monday, March 24, 2014 Page 1 of 1

[Copyright ©2010 by Geosyntec Consultants, Inc]



APPENDIX E-4B 

Extrusion Weld 



Date TimeTrial 

Seam No

Mach 

ID

Oper 

ID

Mat 

Desc
Pre heat Barrel Peel Shear Unit Result 

P/F

Retest 

No

QA IDTest ResultsExtrusion

Trial Seam Log - Extrusion

° Celsius ° Celsius ppi/psi

ProjNo: SC0313

Project: Corrective Action Management Unit

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Tensiometer Description: Demtech

Peel: 78 Shear: 120ppi ppiMaterial Type 1gml :

3/5/2014 14:201-104 0484 AN T/T 550 500 131 143 GMPppi

3/6/2014 7:051-105 0484 AN T/T 550 500 140 184 GMPppi

3/6/2014 11:151-106 14 EB T/T 550 550 111 146 GMPppi

3/6/2014 13:071-107 0484 AN T/T 550 500 123 135 GMPppi

3/6/2014 13:021-108 14 EB T/T 550 550 148 150 GMPppi

Monday, March 24, 2014 Page 1 of 1

[Copyright ©2010 by Geosyntec Consultants, Inc]



APPENDIX E-5 

Panel Placement Logs



Panel Batch-Roll Date Width 

(ft.)

Length

 (ft.)

QA IDPlacement/Location/Comments

Primary / Secondary: Primary Material Type: gml

Panel Placement Log

Series: 1

Rectangle

Triangle

Time

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

1-390 940581 3/5/2014 23 95 RKDE OF AND ADJ TO P-273 REC9:56 AM

1-391 940581 3/5/2014 23 99 RKDE OF AND ADJ TO P-390 REC10:06 AM

1-392 940581 3/5/2014 23 114 RKDE OF AND ADJ TO P-391 REC10:09 AM

1-393 940581 3/5/2014 23 96 RKDE OF AND ADJ TO P-392 REC10:12 AM

1-394 845556 3/5/2014 23 22 RKDE OF AND ADJ TO P-392 REC10:19 AM

1-395 942120 3/5/2014 23 24 RKDE OF AND ADJ TO P-392 REC10:22 AM

1-396 942120 3/5/2014 23 162 RKDE OF AND ADJ TO P-393 REC10:28 AM

1-397 942120 3/5/2014 23 167 RKDE OF AND ADJ TO P-395 REC10:39 AM

1-398 942104 3/5/2014 23 250 RKDEAST TO WEST AND EAST OF P-397 REC1:52 PM

1-399 942104 3/5/2014 23 23 RKDEAST TO WEST AND EAST OF P-397 TRI2:04 PM

1-400 942104 3/5/2014 23 134 RKDEAST TO WEST AND EAST OF P-399 REC2:08 PM

1-401 942120 3/5/2014 23 56 RKDEAST TO WEST AND EAST OF P-400 REC2:10 PM

1-402 943107 3/5/2014 23 45 RKDEAST TO WEST AND EAST OF P-401 REC2:14 PM

1-403 943107 3/5/2014 23 263 RKDEAST TO WEST AND EAST OF P-397 REC2:19 PM

1-404 943107 3/5/2014 23 95 RKDEAST TO WEST AND EAST OF P-397 REC3:43 PM

1-405 936465 3/5/2014 23 171 RKDEAST TO WEST AND EAST OF P-404 REC3:50 PM

1-406 936465 3/5/2014 23 229 RKDEAST TO WEST AND EAST OF P-397 REC4:20 PM

1-407 944109 3/5/2014 23 41 RKDEAST TO WEST AND EAST OF P-406 TRI4:31 PM

1-408 936465 3/5/2014 4 55 RKDEAST TO WEST AND SOUTH OF P-506 TRI4:35 PM

1-409 947109 3/5/2014 23 45 RKDEAST TO WEST AND EAST OF P-397 REC4:49 PM

1-410 947109 3/5/2014 23 53 RKDEAST TO WEST AND EAST OF P-397 TRI4:55 PM

1-411 947109 3/6/2014 23 50 RKDNORTH TO SOUTH EAST OF P- REC8:19 AM

1-412 947109 3/6/2014 23 50 RKDNORTH TO SOUTH EAST OF P-411 REC8:21 AM

1-413 947109 3/6/2014 23 50 RKDNORTH TO SOUTH EAST OF P-412 REC8:25 AM

1-414 947109 3/6/2014 14 18 RKDNORTH TO SOUTH EAST OF P-413 TRI8:28 AM

1-415 947109 3/6/2014 23 88 RKDEAST TO WEST AND NORTH OF P-416 REC8:53 AM

1-416 947109 3/6/2014 23 15 RKDEAST TO WEST AND SOUTH OF P-415 TRI8:57 AM

1-417 943111 3/6/2014 23 68 RKDEAST TO WEST AND SOUTH OF P-415 REC9:00 AM

1-418 943111 3/6/2014 23 80 RKDEAST TO WEST AND SOUTH OF P-417 REC9:09 AM

1-419 943111 3/6/2014 23 70 RKDEAST TO WEST AND SOUTH OF P-418 REC9:18 AM

Monday, March 24, 2014 Page 1 of 2

[Copyright ©2010 by Geosyntec Consultants, Inc]



Panel Batch-Roll Date Width 

(ft.)

Length

 (ft.)

QA IDPlacement/Location/Comments

Primary / Secondary: Primary Material Type: gml

Panel Placement Log

Series: 1

Rectangle

Triangle

Time

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

1-420 943111 3/6/2014 23 54 RKDEAST TO WEST AND SOUTH OF P-419 REC9:22 AM

1-421 943111 3/6/2014 16 32 RKDEAST TO WEST AND SOUTH OF P-420 TRI9:25 AM

1-422 943111 3/6/2014 23 25 RKDEAST TO WEST AND NORTH OF P-398 TRI10:22 AM

1-423 943111 3/6/2014 23 10 RKDEAST TO WEST AND NORTH OF P-422 TRI10:28 AM

1-424 943111 3/6/2014 23 6 RKDEAST TO WEST AND NORTH OF P-423 TRI10:30 AM

1-425 943111 3/6/2014 12 3 RKDEAST TO WEST AND NORTH OF P-424 TRI10:33 AM

64270Approx. Area (sq. ft).Number of Panels: 36

Monday, March 24, 2014 Page 2 of 2

[Copyright ©2010 by Geosyntec Consultants, Inc]



APPENDIX E-6 

Production Seam Logs



Date SeamNoTime Mach. 

ID

Oper. 

ID

Length QA ID Location Detail Oper. Result Action QA ID

Production Seam Location Nondestructive Test

Series-Seam1-Seam2-Begin-End

Production Seam Log

Primary / Secondary: Primary

Ext/

Fus: (ft.)

Series: 1

Temp. Speed

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Seam Pressure: 25-30 psi for 5 min. ≤ 3 psi loss Vacuum Box: 5 psi for 10 sec.Specifications:Material Type 1gml :

3/5/2014 1-273-390-000-08710:18 1485 EB 87 GM 0-87 30/30 ER AT GMPF860 6.0

3/5/2014 1-390-391-000-09610:33 1485 EB 96 GM 0-96 30/30 ER AT GMPF860 6.0

3/5/2014 1-391-392-000-10210:34 2082 AN 102 GM 0-102 30/30 ER AT GMPF860 5.5

3/5/2014 1-394-395-000-02310:49 1485 EB 23 GM 0-23 30/30 ER AT GMPF860 4.5

3/5/2014 1-395-396-000-02110:50 2082 AN 21 GM 0-21 30/30 ER AT GMPF860 5.5

3/5/2014 1-393-394-000-02310:54 1485 EB 23 GM 0-23 30/29 ER AT GMPF860 4.5

3/5/2014 1-394-396-000-02010:55 2082 AN 20 GM 0-20 30/30 ER AT GMPF860 5.5

3/5/2014 1-392-395-000-02010:58 1485 EB 20 GM 0-20 30/30 ER AT GMPF860 6.0

3/5/2014 1-393-396-000-09710:58 2082 AN 97 GM 0-97 30/30 ER AT GMPF860 5.5

3/5/2014 1-392-394-000-02011:01 1485 EB 20 GM 0-20 30/30 ER AT GMPF860 6.0

3/5/2014 1-392-393-000-07411:03 1485 EB 74 GM 0-74 30/30 ER AT GMPF860 6.0

3/5/2014 1-396-397-000-16311:10 2082 AN 163 GM 0-163 30/30 ER AT GMPF860 5.5

3/5/2014 1-399-400-000-02314:08 2082 OF 23 GM 0-23 30/30 ER AT GMPF860 4.0

3/5/2014 1-398-400-000-13614:09 2082 OF 136 GM 0-136 30/30 ER AT GMPF860 5.5

3/5/2014 1-398-399-000-01214:19 2082 OF 12 GM 0-12 30/30 ER AT GMPF860 5.5

3/5/2014 1-400-401-000-02314:20 1485 EB 23 GM 0-23 30/30 ER AT GMPF860 4.5
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Date SeamNoTime Mach. 

ID

Oper. 

ID

Length QA ID Location Detail Oper. Result Action QA ID

Production Seam Location Nondestructive Test

Series-Seam1-Seam2-Begin-End

Production Seam Log

Primary / Secondary: Primary

Ext/

Fus: (ft.)

Series: 1

Temp. Speed

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Seam Pressure: 25-30 psi for 5 min. ≤ 3 psi loss Vacuum Box: 5 psi for 10 sec.Specifications:Material Type 1gml :

3/5/2014 1-401-402-000-02314:29 1485 EB 23 GM 0-23 30/30 ER AT GMPF860 4.5

3/5/2014 1-398-401-000-05414:40 2082 OF 54 GM 0-54 30/30 ER AT GMPF860 5.5

3/5/2014 1-398-402-000-04314:46 2082 OF 43 GM 0-43 30/30 ER AT GMPF860 5.5

3/5/2014 1-399-403-000-02214:52 1485 EB 22 GM 0-22 30/30 ER AT GMPF860 6.5

3/5/2014 1-400-403-000-13414:55 1485 EB 134 GM 0-134 30/30 ER AT GMPF860 6.5

3/5/2014 1-401-403-000-05415:10 1485 EB 54 GM 0-54 30/30 ER AT GMPF860 6.5

3/5/2014 1-402-403-000-04315:16 1485 EB 43 GM 0-43 30/30 ER AT GMPF860 6.5

3/5/2014 1-014-390-000-02315:28 0484 AN 23 GM 0-23 VT PG VT GMPE550 500

3/5/2014 1-014-391-000-02315:41 0484 AN 23 GM 0-23 VT PG VT GMPE550 500

3/5/2014 1-016-391-000-00815:46 0484 AN 8 GM 0-8 VT PG VT GMPE550 500

3/5/2014 1-404-405-000-02315:54 1485 EB 23 GM 0-23 30/30 ER AT RKDPF860 4.5

3/5/2014 1-403-404-000-08815:55 2082 OF 88 GM 0-88 30/30 ER AT GMPF860 5.5

3/5/2014 1-016-392-000-02616:00 0484 AN 26 GM 0-26 VT PG VT GMPE550 500

3/5/2014 1-397-398-000-02316:04 1485 EB 23 GM 0-23 30/30 ER AT GMPF860 5.0

3/5/2014 1-397-399-000-02516:08 1485 EB 25 GM 0-25 30/30 ER AT GMPF860 5.0

3/5/2014 1-403-405-000-17016:08 2082 OF 170 GM 0-170 30/30 ER AT GMPF860 5.5
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Date SeamNoTime Mach. 

ID

Oper. 

ID

Length QA ID Location Detail Oper. Result Action QA ID

Production Seam Location Nondestructive Test

Series-Seam1-Seam2-Begin-End

Production Seam Log

Primary / Secondary: Primary

Ext/

Fus: (ft.)

Series: 1

Temp. Speed

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Seam Pressure: 25-30 psi for 5 min. ≤ 3 psi loss Vacuum Box: 5 psi for 10 sec.Specifications:Material Type 1gml :

3/5/2014 1-397-403-000-02516:12 1485 EB 25 GM 0-25 30/30 ER AT GMPF860 5.0

3/5/2014 1-397-404-000-02416:16 1485 EB 24 GM 0-24 30/30 ER AT GMPF860 5.0

3/5/2014 1-016-393-000-01016:17 0484 AN 10 GM 0-10 VT PG VT GMPE550 500

3/5/2014 1-023-393-000-02016:19 0484 AN 20 GM 0-20 VT PG VT GMPE550 500

3/5/2014 1-023-396-000-00816:35 0484 AN 8 GM 0-8 VT PG VT GMPE550 500

3/5/2014 1-406-407-000-02316:35 1485 EB 23 GM 0-23 30/30 ER AT RKDPF860 4.5

3/5/2014 1-405-407-000-04016:38 2082 OF 40 GM 0-40 30/30 ER AT GMPF860 5.5

3/5/2014 1-405-406-000-12016:42 2082 OF 120 GM 0-120 30/30 ER AT GMPF860 5.5

3/5/2014 1-024-396-000-01816:45 0484 AN 18 GM 0-18 VT EB VT GMPE550 500

3/5/2014 1-406-408-000-06116:45 1485 EB 61 RKD 0-061 30/30 ER AT RKDPF860 6.5

3/5/2014 1-406-409-000-07616:57 1485 EB 76 GM 0-76 30/30 ER AT GMPF860 6.5

3/5/2014 1-404-406-000-09816:58 2082 OF 98 GM 0-98 30/30 ER AT GMPF860 5.5

3/5/2014 1-409-410-000-05017:10 1485 EB 50 GM 0-50 30/30 ER AT GMPF860 6.5

3/6/2014 1-397-406-000-0247:40 1485 EB 24 GM 0-24 30/30 ER AT GMPF860 5.0

3/6/2014 1-397-409-000-0247:44 1485 EB 24 GM 0-24 30/30 ER AT GMPF860 5.0

3/6/2014 1-397-410-000-0117:48 1485 EB 11 GM 0-11 30/30 ER AT GMPF860 5.0
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Date SeamNoTime Mach. 

ID

Oper. 

ID

Length QA ID Location Detail Oper. Result Action QA ID

Production Seam Location Nondestructive Test

Series-Seam1-Seam2-Begin-End

Production Seam Log

Primary / Secondary: Primary

Ext/

Fus: (ft.)

Series: 1

Temp. Speed

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Seam Pressure: 25-30 psi for 5 min. ≤ 3 psi loss Vacuum Box: 5 psi for 10 sec.Specifications:Material Type 1gml :

3/6/2014 1-236-411-000-0088:24 2082 OF 8 GM 0-8 30/30 ER AT GMPF860 5.5

3/6/2014 1-236-411-008-0428:25 2082 OF 34 GM 8-42 30/30 ER AT GMPF860 5.5

3/6/2014 1-411-412-000-0468:30 1485 EB 46 GM 0-46 30/30 ER AT GMPF860 6.5

3/6/2014 1-412-413-000-0398:33 2082 OF 39 GM 0-39 30/30 ER AT GMPF860 5.5

3/6/2014 1-413-414-000-0188:40 2082 OF 18 GM 0-18 30/30 ER AT GMPF860 5.5

3/6/2014 1-411-415-000-0229:10 1485 EB 22 GM 0-22 30/30 ER AT GMPF860 5.0

3/6/2014 1-412-415-000-0239:13 1485 EB 23 GM 0-23 30/30 ER AT GMPF860 5.0

3/6/2014 1-413-415-000-0229:15 1485 EB 22 GM 0-22 30/30 ER AT GMPF860 5.0

3/6/2014 1-414-415-000-0169:18 1485 EB 16 GM 0-16 30/30 ER AT GMPF860 5.0

3/6/2014 1-416-417-000-0239:25 2082 OF 23 GM 0-23 30/30 ER AT GMPF860 4.0

3/6/2014 1-415-416-000-0229:40 2082 OF 22 GM 0-22 30/30 ER AT GMPF860 5.5

3/6/2014 1-415-417-000-0649:42 2082 OF 64 GM 0-64 30/30 ER AT GMPF860 5.5

3/6/2014 1-416-418-000-0129:45 1485 EB 12 GM 0-12 30/30 ER AT GMPF860 6.5

3/6/2014 1-417-418-000-0669:47 1485 EB 66 GM 0-66 30/30 ER AT GMPF860 6.5

3/6/2014 1-418-419-000-06610:03 2082 OF 66 GM 0-66 30/30 ER AT GMPF860 5.5

3/6/2014 1-419-420-000-05310:12 1485 EB 53 GM 0-53 30/30 ER AT GMPF860 6.5
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Date SeamNoTime Mach. 

ID

Oper. 

ID

Length QA ID Location Detail Oper. Result Action QA ID

Production Seam Location Nondestructive Test

Series-Seam1-Seam2-Begin-End

Production Seam Log

Primary / Secondary: Primary

Ext/

Fus: (ft.)

Series: 1

Temp. Speed

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Seam Pressure: 25-30 psi for 5 min. ≤ 3 psi loss Vacuum Box: 5 psi for 10 sec.Specifications:Material Type 1gml :

3/6/2014 1-420-421-000-03010:24 2082 OF 30 GM 0-30 30/30 ER AT GMPF860 5.5

3/6/2014 1-422-423-000-01010:35 1485 EB 10 GM 0-10 30/30 ER AT GMPF860 6.5

3/6/2014 1-423-424-000-00710:38 1485 EB 7 GM 0-7 30/30 ER AT GMPF860 6.5

3/6/2014 1-424-425-000-00610:42 1485 EB 6 GM 0-6 30/27 ER AT GMPF860 5.0

3/6/2014 1-103-421-000-01811:30 014 EB 18 GM 0-18 VT MB VT GMPE550 550

3/6/2014 1-103-420-000-00111:35 014 EB 1 GM 0-1 VT MB VT GMPE550 550

3/6/2014 1-104-420-000-02211:36 014 EB 22 GM 0-22 VT MB VT GMPE550 550

3/6/2014 1-104-419-000-00111:44 014 EB 1 GM 0-1 VT MB VT GMPE550 550

3/6/2014 1-106-419-000-02211:45 014 EB 22 GM 0-22 VT MB VT GMPE550 550

3/6/2014 1-398-422-000-02811:50 1485 EB 28 GM 0-28 30/30 ER AT RKDPF860 6.5

3/6/2014 1-106-418-000-00211:51 014 EB 2 GM 0-2 VT MB VT GMPE550 550

3/6/2014 1-108-418-000-02211:52 014 EB 22 GM 0-22 VT MB VT GMPE550 550

3/6/2014 1-108-416-000-00113:09 014 EB 1 GM 0-1 VT MB VT GMPE550 550

3/6/2014 1-111-416-000-02213:10 014 EB 22 GM 0-22 VT MB VT GMPE550 550

3/6/2014 1-111-415-000-00113:16 014 EB 1 GM 0-1 VT MB VT GMPE550 550

3/6/2014 1-112-415-000-02213:17 014 EB 22 GM 0-22 VT MB VT GMPE550 550
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Date SeamNoTime Mach. 

ID

Oper. 

ID

Length QA ID Location Detail Oper. Result Action QA ID

Production Seam Location Nondestructive Test

Series-Seam1-Seam2-Begin-End

Production Seam Log

Primary / Secondary: Primary

Ext/

Fus: (ft.)

Series: 1

Temp. Speed

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Seam Pressure: 25-30 psi for 5 min. ≤ 3 psi loss Vacuum Box: 5 psi for 10 sec.Specifications:Material Type 1gml :

3/6/2014 1-077-396-000-01113:30 0484 AN 11 GM 0-11 VT PG VT GMPE550 500

3/6/2014 1-077-397-000-01213:33 0484 AN 12 GM 0-12 VT PG VT GMPE550 500

3/6/2014 1-076-397-000-01213:36 0484 AN 12 GM 0-12 VT PG VT GMPE550 500

3/6/2014 1-076-398-000-01413:40 0484 AN 14 GM 0-14 VT PG VT GMPE550 500

3/6/2014 1-075-398-000-02613:45 0484 AN 26 GM 0-26 VT PG VT GMPE550 500

3/6/2014 1-072-398-000-00914:00 0484 AN 9 GM 0-9 VT PG VT GMPE550 500

3/6/2014 1-073-398-000-09314:05 0484 AN 93 GM 0-93 VT PG VT GMPE550 500

3/6/2014 1-074-398-000-07314:14 0484 AN 73 GM 0-73 VT PG VT GMPE550 500

3/6/2014 1-074-422-000-02615:15 0484 AN 26 GM 0-26 VT PG VT GMPE550 500

3/6/2014 1-073-422-000-00115:25 0484 AN 1 GM 0-1 VT PG VT GMPE550 500

3/6/2014 1-073-423-000-01015:26 0484 AN 10 GM 0-10 VT PG VT GMPE550 500

3/6/2014 1-114-423-000-01015:31 0484 AN 10 GM 0-10 VT PG VT GMPE550 500

3/6/2014 1-114-424-000-02315:36 0484 AN 23 GM 0-23 VT PG VT GMPE550 500

3/6/2014 1-114-425-000-00415:46 0484 AN 4 GM 0-4 VT PG VT GMPE550 500

3/6/2014 1-113-425-000-01615:47 0484 AN 16 GM 0-16 VT PG VT GMPE550 500
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Date SeamNoTime Mach. 

ID

Oper. 

ID

Length QA ID Location Detail Oper. Result Action QA ID

Production Seam Location Nondestructive Test

Series-Seam1-Seam2-Begin-End

Production Seam Log

Primary / Secondary: Primary

Ext/

Fus: (ft.)

Series: 1

Temp. Speed

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Seam Pressure: 25-30 psi for 5 min. ≤ 3 psi loss Vacuum Box: 5 psi for 10 sec.Specifications:Material Type 1gml :

Comments: 1-236-411-000-008:PATCED OVER; 1-236-411-008-042:PATCED OVER

Total Length Fusion: 2833 Total Length Extrusion: 610
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APPENDIX E-7 

Repair Summary Logs



Repair Date Repair  ID DS No

Seam Panel Distance Offset Length Width  Dia. Mach ID Oper ID

 QA 

ID
Date Oper 

ID

Result Action QA ID

SizeLocation Welder I.D. Non-Destructive Testing

Repair Summary Log

Primary / Secondary: Primary

(ft.) (ft.)(ft.)(ft.) (ft.) (p/f)

Series: 1

Repair

 Type

ProjNo: SC0313

Project: Corrective Action Management Unit

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Installer: ESI

3/5/2014 1-685 014-273-390 3 3 0484 AN RKD 3/6/2014 PG VT RKDPE

3/5/2014 1-686 390 10 W 3 S 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/5/2014 1-687 014-390-391 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/5/2014 1-688 014-016-391 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/5/2014 1-689 016-391 3 E 3 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/5/2014 1-690 016-391-392 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/5/2014 1-691 016-392-393 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/5/2014 1-692 016-023-393 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/5/2014 1-693 023-393 8 E 5 2 0484 AN RKD 3/6/2014 PG VT RKD156 PE

3/5/2014 1-694 023-393-396 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/5/2014 1-695 023-024-396 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-696 391-392 25 N 5 2 0484 AN RKD 3/6/2014 PG VT RKD155 PE

3/6/2014 1-697 392-394-395 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-698 392-393-394 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-699 393-394-396 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE
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Repair Date Repair  ID DS No

Seam Panel Distance Offset Length Width  Dia. Mach ID Oper ID

 QA 

ID
Date Oper 

ID

Result Action QA ID

SizeLocation Welder I.D. Non-Destructive Testing

Repair Summary Log

Primary / Secondary: Primary

(ft.) (ft.)(ft.)(ft.) (ft.) (p/f)

Series: 1

Repair

 Type

ProjNo: SC0313

Project: Corrective Action Management Unit

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Installer: ESI

3/6/2014 1-700 394-395-396 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-701 397-410 2 N 8 3 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-702 397-409-410 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-703 397-406-409 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-704 406-409 8 E 5 2 0484 AN RKD 3/6/2014 PG VT RKD159 PE

3/6/2014 1-705 397-404-406 3 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-706 397-403-404 3 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-707 397-399-403 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-708 397-398-399 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-709 398-399-400 3 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-710 399-400 10 S 5 2 0484 AN RKD 3/6/2014 PG VT RKD157 PE

3/6/2014 1-711 399-400-403 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-712 404-405-406 3 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-713 403-404-405 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-714 403-405 10 E 5 2 0484 AN RKD 3/6/2014 PG VT RKD160 PE
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Repair Date Repair  ID DS No

Seam Panel Distance Offset Length Width  Dia. Mach ID Oper ID

 QA 

ID
Date Oper 

ID

Result Action QA ID

SizeLocation Welder I.D. Non-Destructive Testing

Repair Summary Log

Primary / Secondary: Primary

(ft.) (ft.)(ft.)(ft.) (ft.) (p/f)

Series: 1

Repair

 Type

ProjNo: SC0313

Project: Corrective Action Management Unit

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Installer: ESI

3/6/2014 1-715 400-401-403 3 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-716 398-400-401 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-717 398-401-402 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-718 401-402-403 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-719 402-403 10 E 5 2 0484 AN RKD 3/6/2014 PG VT RKD158 PE

3/6/2014 1-720 405-406-407 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-721 406-407-408 2 2 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-722 024-077-396 3 3 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-723 077-396-397 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-724 076-077-397 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-725 076-397-398 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-726 075-076-398 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-727 072-075-398 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-728 072-073-398 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-729 073-074-398 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE
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Repair Date Repair  ID DS No

Seam Panel Distance Offset Length Width  Dia. Mach ID Oper ID

 QA 

ID
Date Oper 

ID

Result Action QA ID

SizeLocation Welder I.D. Non-Destructive Testing

Repair Summary Log

Primary / Secondary: Primary

(ft.) (ft.)(ft.)(ft.) (ft.) (p/f)

Series: 1

Repair

 Type

ProjNo: SC0313

Project: Corrective Action Management Unit

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Installer: ESI

3/6/2014 1-730 074-398-422 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-731 073-074-422-423 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-732 073-R265-423 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-733 114-R265-423 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-734 114-423-424 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-735 114-424-425 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

3/6/2014 1-736 420-421 8 E 5 2 014 EB RKD 3/6/2014 FP VT RKD162 PE

3/6/2014 1-737 103-420-421 1 1 014 EB RKD 3/6/2014 MB VT RKDPE

3/6/2014 1-738 103-104-420 1 2 014 EB RKD 3/6/2014 MB VT RKDPE

3/6/2014 1-739 104-419-420 1 1 014 EB RKD 3/6/2014 MB VT RKDPE

3/6/2014 1-740 104-106-419 1 1 014 EB RKD 3/6/2014 MB VT RKDPE

3/6/2014 1-741 106-418-419 1 1 014 EB RKD 3/6/2014 MB VT RKDPE

3/6/2014 1-742 106-108-418 1 1 014 EB RKD 3/6/2014 MB VT RKDPE

3/6/2014 1-743 108-418 9 S 5 2 014 EB RKD 3/6/2014 MB VT RKD163 PE

3/6/2014 1-744 108-416-418 1 1 014 EB RKD 3/6/2014 MB VT RKDPE
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Repair Date Repair  ID DS No

Seam Panel Distance Offset Length Width  Dia. Mach ID Oper ID

 QA 

ID
Date Oper 

ID

Result Action QA ID

SizeLocation Welder I.D. Non-Destructive Testing

Repair Summary Log

Primary / Secondary: Primary

(ft.) (ft.)(ft.)(ft.) (ft.) (p/f)

Series: 1

Repair

 Type

ProjNo: SC0313

Project: Corrective Action Management Unit

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Installer: ESI

3/6/2014 1-745 108-111-416 1 1 014 EB RKD 3/6/2014 MB VT RKDPE

3/6/2014 1-746 111-415-416 1 1 014 EB RKD 3/6/2014 MB VT RKDPE

3/6/2014 1-747 111-112-415 1 1 014 EB RKD 3/6/2014 MB VT RKDPE

3/6/2014 1-748 112-411-415 1 1 014 EB RKD 3/6/2014 MB VT RKDPE

3/6/2014 1-749 112-236-272-411 48 4 014 EB RKD 3/6/2014 FP VT RKDPE

3/6/2014 1-750 411-412-415 2 2 014 EB RKD 3/6/2014 FP VT RKDPE

3/6/2014 1-751 412-413-415 2 2 014 EB RKD 3/6/2014 FP VT RKDPE

3/6/2014 1-752 413-414-415 1 1 014 FP RKD 3/6/2014 FP VT RKDPE

3/6/2014 1-753 415-416-417 1 1 014 EB RKD 3/6/2014 FP VT RKDPE

3/6/2014 1-754 416-417-418 1 1 014 EB RKD 3/6/2014 FP VT RKDPE

3/6/2014 1-755 417-418 12 E 5 2 014 EB RKD 3/6/2014 FP VT RKD161 PE

3/6/2014 1-756 113-114-425 1 1 0484 AN RKD 3/6/2014 PG VT RKDPE

Monday, March 24, 2014 Page 5 of 5
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APPENDIX E-8 

Destructive Test Logs and Laboratory Test 
Results



Samp 
No

Weld
Type

Track 
Type Seam Dist.

Mach 
ID

Oper 
ID

Inside Outside

Shear  Unit 
ppi/psi

Result
(P/F)

Date 
Samp

QA 
ID

Re test 
1

Re test 
2

Sample Data

Peel 

Destructive Test Log

Primary / Secondary: Primary

Location

(ft.)

Series: 1 MaterialType: 1

Test Data

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Peel Inside: 91 Peel Outside: 91 Shear: 120Test Reqs: Fusion:

Extrusion: Peel: 78 Shear: 120

1-155 391-392 25 N 2082 ANF D 3/5/2014 150 135 191 - --- -Lab 

136 115 170 GMppi PField 

135 137 175 GMppi P

131 137 173 GMppi P

134 119 174 GMppi P

133 134 174 GMppi P

1-156 023-393 9 E 0484 ANE S 3/5/2014 144 - 164 - --- -Lab 

131 145 GMppi PField 

121 147 GMppi P

141 141 GMppi P

136 143 GMppi P

116 142 GMppi P

1-157 399-400 11 S 2082 OFF D 3/5/2014 148 146 174 - --- -Lab 

146 141 140 GMppi PField 

139 135 152 GMppi P

138 134 144 GMppi P

126 126 139 GMppi P

129 129 148 GMppi P

1-158 402-403 15 E 1485 EBF D 3/5/2014 133 151 184 - --- -Lab 

122 129 160 GMppi PField 

123 122 162 GMppi P

117 120 159 GMppi P

120 127 161 GMppi P

117 124 161 GMppi P

Wednesday, March 25, 2015 Page 1 of 3
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Samp 
No

Weld
Type

Track 
Type Seam Dist.

Mach 
ID

Oper 
ID

Inside Outside

Shear  Unit 
ppi/psi

Result
(P/F)

Date 
Samp

QA 
ID

Re test 
1

Re test 
2

Sample Data

Peel 

Destructive Test Log

Primary / Secondary: Primary

Location

(ft.)

Series: 1 MaterialType: 1

Test Data

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Peel Inside: 91 Peel Outside: 91 Shear: 120Test Reqs: Fusion:

Extrusion: Peel: 78 Shear: 120

1-159 406-409 9 E 1485 EBF D 3/5/2014 149 147 181 - --- -Lab 

133 131 159 GMppi PField 

129 127 155 GMppi P

128 128 160 GMppi P

131 132 162 GMppi P

133 132 156 GMppi P

1-160 403-405 10 E 2082 OFF D 3/5/2014 136 127 176 - --- -Lab 

134 112 160 GMppi PField 

134 124 159 GMppi P

130 129 159 GMppi P

130 134 162 GMppi P

134 129 162 GMppi P

1-161 417-418 25 E 1485 EBF D 3/6/2014 135 141 187 - --- -Lab 

120 141 165 GMppi PField 

126 139 168 GMppi P

122 139 167 GMppi P

123 137 168 GMppi P

118 137 172 GMppi P

1-162 420-421 8 E 2082 OFF D 3/6/2014 142 131 185 - --- -Lab 

128 136 172 GMppi PField 

135 125 171 GMppi P

132 124 169 GMppi P

126 127 169 GMppi P

133 123 168 GMppi P

Wednesday, March 25, 2015 Page 2 of 3
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Samp 
No

Weld
Type

Track 
Type Seam Dist.

Mach 
ID

Oper 
ID

Inside Outside

Shear  Unit 
ppi/psi

Result
(P/F)

Date 
Samp

QA 
ID

Re test 
1

Re test 
2

Sample Data

Peel 

Destructive Test Log

Primary / Secondary: Primary

Location

(ft.)

Series: 1 MaterialType: 1

Test Data

ProjNo: SC0313Project: BMI North Landfill

TaskNo: 12/02Location: Henderson, NV

Description: Geomembrane Liner System

Peel Inside: 91 Peel Outside: 91 Shear: 120Test Reqs: Fusion:

Extrusion: Peel: 78 Shear: 120

1-163 108-418 9 S 014 EBE S 3/6/2014 165 - 170 - --- -Lab 

143 143 GMppi PField 

137 143 GMppi P

138 146 GMppi P

142 144 GMppi P

134 144 GMppi P

Comments:

Wednesday, March 25, 2015 Page 3 of 3
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Date: 2014-03-07

Mail To: Bill To:
Jay Griffin
Geosyntec Consultants
10875 Rancho Bernardo Rd., Suite 200
San Diego , CA , 92127

Geosyntec Consultants
SC0313

e-mail:
jlgriffin@geosyntec.com roliver@Geosyntec.com rderosier@geosyntec.com

Dear Mr. Griffin,

Thank you for consulting with TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs. TRI is pleased to
submit this final report for laboratory testing.

Project: BRC-CAMU

TRI Job Reference Number: 12806

Material(s) Tested:
(7) Heat Fusion Weld Seam(s)
(2) Single Fusion Weld Seam(s)

Test(s) Requested:
SAME DAY Peel and Shear
(ASTM D 6392/GRI GM19/D 4437/NSF 54/882 mod.)

Codes:
AD Adhesion Failure (100% Peel)
BRK Break in sheeting away from Seam edge.
SE Break in sheeting at edge of seam.
AD-BRK Break in sheeting after some adhesion failure - partial peel.
SIP Separation in the plane of the sheet (leaving the bond intact).
FTB Film tearing bond (all non "AD" failures).
NON-FTB 100% peel.

If you have any questions or require any additional information, please call us at 1-800-880-8378.

Sincerely,

Melissa Hunter
Project Manager
Geosynthetic Services Division
http://www.geosyntheticstestinc.com

TRI/Environmental, Inc.
A Texas Research International Company

Page: 1 of 6
http://www.geosyntheticstesting.com

9063 Bee Caves Road / Austin, Tx. 78733 / 512.263.2101 / fax: 512.263.2558



DESTRUCTIVE SEAM QUALITY ASSURANCE TEST RESULTS
TRI Client: Geosyntec Consultants

Project: BRC-CAMU

Material: 60 mil. HDPE
SAME DAY Peel and Shear (ASTM D 6392/GRI GM19/D 4437/NSF 54/882 mod.)
TRI Log#: 12806

TEST REPLICATE NUMBER

PARAMETER 1 2 3 4 5 MEAN

Sample ID: DS-155 | Weld: Heat Fusion

Side: A Peel A

Peel Strength (ppi) 146 160 148 132 166 150

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Side: B Peel B

Peel Strength (ppi) 127 140 127 141 138 135

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Shear Shear

Shear Strength (ppi) 188 188 199 192 190 191

Shear Elongation @ Break (%) >50 >50 >50 >50 >50

Sample ID: DS-157 | Weld: Heat Fusion

Side: A Peel A

Peel Strength (ppi) 149 150 150 149 144 148

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Side: B Peel B

Peel Strength (ppi) 145 144 150 142 149 146

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Shear Shear

Shear Strength (ppi) 171 176 175 176 170 174

Shear Elongation @ Break (%) >50 >50 >50 >50 >50

The testing is based upon accepted industry practices as well as the test method listed. Test results reported herein do not apply to samples other than
those tested. TRI neither accepts responsibility for nor makes claims as to the final use and purpose of the material. TRI observes and maintains client
confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

TRI/Environmental, Inc.
A Texas Research International Company

Page: 2 of 6
http://www.geosyntheticstesting.com

9063 Bee Caves Road / Austin, Tx. 78733 / 512.263.2101 / fax: 512.263.2558



DESTRUCTIVE SEAM QUALITY ASSURANCE TEST RESULTS
TRI Client: Geosyntec Consultants

Project: BRC-CAMU

Material: 60 mil. HDPE
SAME DAY Peel and Shear (ASTM D 6392/GRI GM19/D 4437/NSF 54/882 mod.)
TRI Log#: 12806

TEST REPLICATE NUMBER

PARAMETER 1 2 3 4 5 MEAN

Sample ID: DS-158 | Weld: Heat Fusion

Side: A Peel A

Peel Strength (ppi) 132 129 137 134 134 133

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Side: B Peel B

Peel Strength (ppi) 156 151 143 146 158 151

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Shear Shear

Shear Strength (ppi) 190 188 181 182 181 184

Shear Elongation @ Break (%) >50 >50 >50 >50 >50

Sample ID: DS-159 | Weld: Heat Fusion

Side: A Peel A

Peel Strength (ppi) 150 148 145 151 151 149

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Side: B Peel B

Peel Strength (ppi) 150 145 148 150 142 147

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Shear Shear

Shear Strength (ppi) 177 181 176 184 186 181

Shear Elongation @ Break (%) >50 >50 >50 >50 >50

The testing is based upon accepted industry practices as well as the test method listed. Test results reported herein do not apply to samples other than
those tested. TRI neither accepts responsibility for nor makes claims as to the final use and purpose of the material. TRI observes and maintains client
confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

TRI/Environmental, Inc.
A Texas Research International Company

Page: 3 of 6
http://www.geosyntheticstesting.com

9063 Bee Caves Road / Austin, Tx. 78733 / 512.263.2101 / fax: 512.263.2558



DESTRUCTIVE SEAM QUALITY ASSURANCE TEST RESULTS
TRI Client: Geosyntec Consultants

Project: BRC-CAMU

Material: 60 mil. HDPE
SAME DAY Peel and Shear (ASTM D 6392/GRI GM19/D 4437/NSF 54/882 mod.)
TRI Log#: 12806

TEST REPLICATE NUMBER

PARAMETER 1 2 3 4 5 MEAN

Sample ID: DS-160 | Weld: Heat Fusion

Side: A Peel A

Peel Strength (ppi) 135 129 137 137 140 136

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Side: B Peel B

Peel Strength (ppi) 124 126 108 140 135 127

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Shear Shear

Shear Strength (ppi) 177 179 174 181 171 176

Shear Elongation @ Break (%) >50 >50 >50 >50 >50

Sample ID: DS-161 | Weld: Heat Fusion

Side: A Peel A

Peel Strength (ppi) 136 134 134 133 140 135

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Side: B Peel B

Peel Strength (ppi) 138 144 139 139 144 141

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Shear Shear

Shear Strength (ppi) 189 184 192 187 182 187

Shear Elongation @ Break (%) >50 >50 >50 >50 >50

The testing is based upon accepted industry practices as well as the test method listed. Test results reported herein do not apply to samples other than
those tested. TRI neither accepts responsibility for nor makes claims as to the final use and purpose of the material. TRI observes and maintains client
confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

TRI/Environmental, Inc.
A Texas Research International Company

Page: 4 of 6
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DESTRUCTIVE SEAM QUALITY ASSURANCE TEST RESULTS
TRI Client: Geosyntec Consultants

Project: BRC-CAMU

Material: 60 mil. HDPE
SAME DAY Peel and Shear (ASTM D 6392/GRI GM19/D 4437/NSF 54/882 mod.)
TRI Log#: 12806

TEST REPLICATE NUMBER

PARAMETER 1 2 3 4 5 MEAN

Sample ID: DS-162 | Weld: Heat Fusion

Side: A Peel A

Peel Strength (ppi) 154 140 138 146 131 142

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Side: B Peel B

Peel Strength (ppi) 126 138 133 129 131 131

Peel Incursion (%) <5 <5 <5 <5 <5

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Shear Shear

Shear Strength (ppi) 182 188 181 190 186 185

Shear Elongation @ Break (%) >50 >50 >50 >50 >50

The testing is based upon accepted industry practices as well as the test method listed. Test results reported herein do not apply to samples other than those tested. TRI
neither accepts responsibility for nor makes claims as to the final use and purpose of the material. TRI observes and maintains client confidentiality. TRI limits reproduction of
this report, except in full, without prior approval of TRI.

TRI/Environmental, Inc.
A Texas Research International Company

Page: 5 of 6
http://www.geosyntheticstesting.com

9063 Bee Caves Road / Austin, Tx. 78733 / 512.263.2101 / fax: 512.263.2558



DESTRUCTIVE SEAM QUALITY ASSURANCE TEST RESULTS - SINGLE TRACK
TRI Client: Geosyntec Consultants

Project: BRC-CAMU

Material: 60 mil. HDPE
SAME DAY Peel and Shear (ASTM D 6392/GRI GM19/D 4437/NSF 54/882 mod.)
TRI Log#: 12806

TEST REPLICATE NUMBER

PARAMETER 1 2 3 4 5 MEAN

Sample ID: DS-156 | Weld: Single Extrusion

Side: Peel Peel

Peel Strength (ppi) 142 135 142 148 153 144

Peel Incursion (%) <5% <5% <5% <5% <5%

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Shear Shear

Shear Strength (ppi) 170 158 162 162 166 164

Shear Elongation @ Break (%) >50 >50 >50 >50 >50

Sample ID: DS-163 | Weld: Single Extrusion

Side: Peel Peel

Peel Strength (ppi) 159 163 172 164 165 165

Peel Incursion (%) <5% <5% <5% <5% <5%

Peel Locus Of Failure Code SE SE SE SE SE

Peel NSF Failure Code FTB FTB FTB FTB FTB

Shear Shear

Shear Strength (ppi) 172 170 176 173 158 170

Shear Elongation @ Break (%) >50 >50 >50 >50 >50

The testing is based upon accepted industry practices as well as the test method listed. Test results reported herein do not apply to samples other than
those tested. TRI neither accepts responsibility for nor makes claims as to the final use and purpose of the material. TRI observes and maintains client
confidentiality. TRI limits reproduction of this report, except in full, without prior approval of TRI.

TRI/Environmental, Inc.
A Texas Research International Company

Page: 6 of 6
http://www.geosyntheticstesting.com

9063 Bee Caves Road / Austin, Tx. 78733 / 512.263.2101 / fax: 512.263.2558



APPENDIX F 

Geocomposite 



APPENDIX F-1 

Material Inventory Logs



Summary of Cover 270-2-6 Geocomposite Inventory, MQC Data, and Conformance Testing
BRC CAMU

Henderson, NV

CoverGeocompositeLog.PhaseV.xlsx Page 1 of 1

Approved
Geocomposite Geonet Geocomposite Geocomposite Geonet Geonet Geonet Nominal Geonet Geonet Geocomposite Geocomposite Geocomposite

Peel Strength Transmissivity Specific Gravity Mass per Unit Area Thickness Tensile Strength Carbon Black A-Peel Strength B-Peel Strength Transmissivity

Minimum Minimum minimum Minimum Minimum Minimum Minimum
1.0 9.20E-05 0.935 lb/ft2 200 lb/in 2-3 500 500 9.20E-05

lb/ft2
m2/s (not required) mils (not required) % gm/in gm/in (m2/s)

1 per 100,000 1 per 100,000 1 per 100,000 1 per 100,000 1 per 100,000 1 per 100,000 1 per 100,000 1 per 200,000 1 per 200,000 1 per 200,000
54281010001 54281010001-N 1.60 6.56E-04 0.9557 262 2.62 6.37 6.37 70 70 1.76 1.76 169 174 99 99 330 330 70 80 Y
54281010002 54281010002-N 0.9557 Y
54281010003 54281010003-N 0.9557 Y
54281010004 54281010004-N 0.9557 2315 2506 3.50E-03 Y
54281010005 54281010005-N 0.9557 Y
54281010006 54281010006-N 0.9557 Y
54281010007 54281010007-N 0.9557 Y
54281010008 54281010008-N 0.9557 Y
54281010009 54281010009-N 0.9557 Y
54281010010 54281010010-N 0.9557 Y
54281010011 54281010011-N 0.9557 Y
54281010012 54281010012-N 0.9557 Y
54281010013 54281010013-N 0.9557 Y
54281010014 54281010014-N 0.9557 Y
54281010015 54281010015-N 1.51 0.9555 269 2.46 Y
54281010016 54281010016-N 0.9555 Y
54281010017 54281010017-N 0.9555 Y
54281010018 54281010018-N 0.9555 Y
54281010019 54281010019-N 0.9555 Y
54281010020 54281010020-N 0.9555 Y
54281010021 54281010021-N 0.9555 Y
54281010022 54281010022-N 0.9555 Y
54281010023 54281010023-N 0.9555 Y
54281010024 54281010024-N 0.9555 Y
54281010025 54281010025-N 0.9555 Y
54281010026 54281010026-N 0.9555 Y
54281010027 54281010027-N 0.9555 Y

400510001 400510001-N 1.24 6.47E-04 0.9555 0.261 260 90 2.31 6.67 6.25 70 70 1.8 1.8 166 163 96 96 332 332 75 75 Y
400510002 400510002-N 0.9555 Y
400510003 400510003-N 0.9555 Y
400510004 400510004-N 0.9555 4095 4949 1.40E-03 Y
400510005 400510005-N 0.9555 Y
400510006 400510006-N 0.9555 Y
400510007 400510007-N 0.9555 Y
400510008 400510008-N 0.9555 Y
400510009 400510009-N 0.9555 Y
400510010 400510010-N 1.52 0.9555 0.263 263 95 2.60 Y
400510011 400510011-N 0.9555 Y
400510012 400510012-N 0.9555 Y
400510013 400510013-N 0.9555 Y
400510014 400510014-N 0.9555 Y
400510015 400510015-N 0.9555 Y
400510016 400510016-N 0.9555 Y
400510017 400510017-N 0.9555 Y
400510018 400510018-N 0.9555 Y
400510019 400510019-N 0.9555 Y
400510020 400510020-N 1.33 0.9555 0.267 257 88 2.45 Y
400510021 400510021-N 0.9555 Y
400510022 400510022-N 0.9555 Y
400510023 400510023-N 0.9555 Y
400510024 400510024-N 0.9555 Y
400510025 400510025-N 0.9555 Y
400510026 400510026-N 0.9555 Y
400510027 400510027-N 0.9555 Y
No. Rolls Geocomposite Area: 5 2 54 3 5 3 5 2 2 2

54 78,300                           15,660 39,150 1,450 26,100 15,660 26,100 15,660 39,150 39,150 39,150

Material meets 
requirements of 

Technical 
Specifications

lb

1/100,000 ft2

6.0 70.00

1/100,000 ft2 1/100,000 ft2 1/100,000 ft2

lb

1/100,000 ft2

lb

Roll No. Roll No.
Minimum Minimum

Permittivity Grab Strength

40.0 210.0

1/100,000 ft2

(oz/yd2) US SIEVE psi

 Mass per Unit Area AOS Puncture Strength

40.0
Minimum Minimum Minimum MinimumMinimum

0.5 130.0

CQA
Geotextile Geotextile Geotextile Geotextile Geotextile

Manufacturer Quality Control Testing
Geotextile

1/100,000 ft2

Mullen Burst Trapezoidal Tear

Geotextile

2
39,150 39,150 39,150 39,150 39,150 78,300 78,300

2 2 2 2 2 2
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CQA Conformance Test Results



TRI / Environmental, Inc.
A Texas Research International Company

Mail To: Bill To:

Becky Oliver <= Same

Geosyntec Consultants

10875 Rancho Bernardo Road, Suite 200

San Diego, California 92127

email: Roliver@Geosyntec.com

Dear Ms. Oliver:

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.

TRI is pleased to submit this final report for laboratory testing.

Project: Entact Basic Remediation Project - Henderson, NV

TRI Job Reference Number: E2379-79-07

Material(s) Tested: One Skaps TN270-2-6 Double Sided Geocomposite(s)

Test(s) Requested: Transmissivity (ASTM D 4716) - GC

Peel Strength (ASTM D 7005) - GC

If you have any questions or require any additional information, please call us at

1-800-880-8378.

Sincerely,

David L. Norton 5

Asst. Laboratory Coordinator

Geosynthetic Services Division

www.GeosyntheticTesting.com

cc: Sam R. Allen, Vice President and Division Manager

June 28, 2013

page 1 of 2

GeosyntheticTesting.com
9063 Bee Caves Road / Austin, TX 78733 / 512 263 2101 / fax: 512 263 2558



TRI / Environmental, Inc.
A Texas Research International Company

Material: Skaps TN 270-2-6 Double Sided Geocomposite

Sample Identification: 54281010004

TRI Log #: E2379-79-07

STD.

PARAMETER TEST REPLICATE NUMBER MEAN DEV.

1 2 3 4 5 6 7 8 9 10

Hydraulic Transmissivity (ASTM D 4716)

Direction Tested: Machine Direction

Normal Load (psf): 300

Hydraulic Gradient: 0.1

12

12

Plate / Cover Soil / GC Sample / Agru 60 MSHDGM / Plate

Seat Time

(hours)

Volume (cc) 1218 1241 1249

Time (s) 10.13 10.38 10.49

Flow Rate (GPM/ft width) 1.91 1.90 1.89 1.90 0.01

Transmissivity (m^2/s) 3.87E-03 3.85E-03 3.83E-03 3.85E-03 1.89E-05

Test Temp (C)

Temp. Corr. Factor

Volume (cc) 1208 1197 1209

Time (s) 10.41 10.36 10.50

Flow Rate (GPM/ft width) 1.84 1.83 1.83 1.83 0.01

Transmissivity (m^2/s) 3.73E-03 3.72E-03 3.71E-03 3.72E-03 1.45E-05

Test Temp (C)

Temp. Corr. Factor

Volume (cc) 1124 1109 1106

Time (s) 10.58 10.43 10.40

Flow Rate (GPM/ft width) 1.68 1.69 1.69 1.69 0.00

Transmissivity (m^2/s) 3.50E-03 3.50E-03 3.50E-03 3.50E-03 1.90E-06

Test Temp (C)

Temp. Corr. Factor

Volume (cc) 1088 1085 1089

Time (s) 10.38 10.40 10.44

Flow Rate (GPM/ft width) 1.66 1.65 1.65 1.66 0.00

Transmissivity (m^2/s) 3.53E-03 3.51E-03 3.51E-03 3.52E-03 9.69E-06

Test Temp (C)

Temp. Corr. Factor

Peel Strength (ASTM D 7005)

A - MD Average Peel Strength (ppi) 4.8 6.5 5.3 5.0 3.9 5.1 0.9

A - MD Average Peel Strength (g/in) 2179 2951 2406 2270 1771 2315 427

B - MD Average Peel Strength (ppi) 6.3 5.2 4.9 5.1 6.1 5.5 0.6

B - MD Average Peel Strength (g/in) 2860 2361 2225 2315 2769 2506 288

Note: A and B represent a randomly assigned top and bottom of the sample

MD Machine Direction TD Transverse Direction

The testing herein is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply

to samples other than those tested. TRI neither accepts responsibility for nor makes claim as to the final use and purpose of the material.

TRI observes and maintains client confidentiality. TRI limits reproduction: of this report, except in full, without prior approval of TRI.

24

19.0

1.026

12

20.0

1.004

1

21.0

0.981

Test Length (in)

Test Width (in)

Specimen 1

0.25

21.0

0.981

GEOCOMPOSITE TEST RESULTS
TRI Client: Geosyntec Consultants

Project: Entact Basic Remediation Project - Henderson, NV

Plate

Plate

Inflow Outflow

Soil Cover

TXGMDSGC
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TRI / Environmental, Inc.
A Texas Research International Company

Mail To: Bill To:

Becky Flynn <===Same Proj. #SC-0313

Geosyntec Consultants

10875 Ranch Bernardo Rd., Ste. 200

San Diego, CA 92127

email: rflynn@geosyntec.com

cc email: gcorcoran@geosyntec.com

cc email: dstreet@geosyntec.com

cc email: jcox@geosyntec.com

cc email: cliddell@geosyntec.com

Dear Ms. Flynn:

Thank you for consulting TRI/Environmental, Inc. (TRI) for your geosynthetics testing needs.

TRI is pleased to submit this final report for laboratory testing.

Project: CAMU-Landwell

TRI Job Reference Number: E2352-05-01

Material(s) Tested: 1 Skaps 270-2-6 Double Sided Geocomposite(s)

Test(s) Requested: Transmissivity (ASTM D 4716) - GC

Peel Strength (ASTM D 413) - GC

If you have any questions or require any additional information, please call us at

1-800-880-8378.

Sincerely,

Jarrett A. Nelson

Special Projects Manager

Geosynthetic Services Division

www.GeosyntheticTesting.com

January 4, 2011

page 1 of 2
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TRI / Environmental, Inc.
A Texas Research International Company

Material: Skaps 270-2-6 Double Sided Geocomposite

Sample Identification: 400510004

TRI Log #: E2352-05-01

STD. PROJ.

PARAMETER TEST REPLICATE NUMBER MEAN DEV. SPEC.

1 2 3 4 5 6 7 8 9 10

Hydraulic Transmissivity (ASTM D 4716)

Direction Tested: Machine Direction

Normal Load (psf): 300

Hydraulic Gradient: 0.1

12

12

Plate / Ottawa Sand / Sample / Agru 60 mil Microspike / Plate

Seat Time

(hours)

Volume (cc) 753 742 759

Time (s) 15.47 15.33 15.61

Flow Rate (GPM/ft width) 0.77 0.77 0.77 0.77 0.00

Transmissivity (m^2/s) 1.60E-03 1.59E-03 1.60E-03 1.59E-03 4.76E-06 5x10
-4

max

Test Temp (C)

Temp. Corr. Factor

Volume (cc) 717 711 718

Time (s) 15.30 15.15 15.36

Flow Rate (GPM/ft width) 0.74 0.74 0.74 0.74 0.00

Transmissivity (m^2/s) 1.54E-03 1.54E-03 1.53E-03 1.54E-03 3.09E-06 5x10
-4

max

Test Temp (C)

Temp. Corr. Factor

Volume (cc) 687 701 694

Time (s) 15.27 15.49 15.32

Flow Rate (GPM/ft width) 0.71 0.72 0.72 0.72 0.00

Transmissivity (m^2/s) 1.48E-03 1.48E-03 1.49E-03 1.48E-03 5.50E-06 5x10
-4

max

Test Temp (C)

Temp. Corr. Factor

Volume (cc) 658 657 656

Time (s) 15.35 15.35 15.36

Flow Rate (GPM/ft width) 0.68 0.68 0.68 0.68 0.00

Transmissivity (m^2/s) 1.41E-03 1.40E-03 1.40E-03 1.40E-03 2.61E-06 5x10
-4

max

Test Temp (C)

Temp. Corr. Factor

Peel Strength (ASTM D 413, mod.)

A - MD Average Peel Strength (ppi) 8.0 13.5 9.2 6.8 7.6 9.0 2.6

A - MD Average Peel Strength (g/in) 3632 6129 4177 3087 3450 4095 1203 500 min

B - MD Average Peel Strength (ppi) 13.6 13.8 6.4 10.9 9.8 10.9 3.0

B - MD Average Peel Strength (g/in) 6174 6265 2906 4949 4449 4949 1384 500 min

Note: A and B represent a randomly assigned top and bottom of the sample

MD Machine Direction TD Transverse Direction NA Not Available

The testing herein is based upon accepted industry practice as well as the test method listed. Test results reported herein do not apply

to samples other than those tested. TRI neither accepts responsibility for nor makes claim as to the final use and purpose of the material.

TRI observes and maintains client confidentiality. TRI limits reproduction: of this report, except in full, without prior approval of TRI.
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TRI Client: Geosyntec Consultants

Project: CAMU-Landwell
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APPENDIX G 

Construction Record Drawings





                                                                                                   
 

TO: Basic Remediation Company 

 

 

 

 

 

 

Mr. John Hensley Jr.  PE 

 DATE: 2/27/2014 

          875 West Warm Springs Road  JOB NAME:     BRC EASTSIDE COMMON AREAS 

REMEDIATION 

 

 

 

          Henderson, NV     89011     SOIL REMEDIATION PROJECT 

          TEL#: (702)-568-2888FAX#: (702)-567-0475 

     

 TRANSMITTAL NUMBER: TBD 

ATTENTION: 
Lee C. Farris, P.E. 

 

 ENTACT PROJECT NUMBER: E-7207 

  

WE ARE SENDING YOU 

 

X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

          
 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

          
 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

       
 CHANGE ORDER X SUBMITTALS   RFI  

 

COPIES DATE DRAWING 

NO. 

REV. DESCRIPTION ACTION ( * ) 

6 2/27/2014     1 Submittal - 02200-002GGGG – North BMI Closure Subgrade RC 

      

      

      

 

ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL    

       
 F – FILE  RC - REVIEW & COMMENT    

 

COMMENTS: Hard copies will be delivered to BRC this afternoon.     

 

 

 

 

SENT VIA: 

 

X E-MAIL  MAIL  OVERNIGHT 

DELIVERY 

X HAND DELIVERY  FACSIMILE 

COPY TO: Ranajit Sahu, Lee Farris BY: Marc Onder (570)-309-5958 

If enclosures are not as noted, please notify us at once...... 
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SURVEY DATA 

As required by the project specification L.R. Nelson Consulting Engineers, INC utilized field survey methods which 

resulted in precisions equal to or better than the following: 

Horizontal Coordinates: ±1.0’ (One Foot) 

Vertical Coordinates: ±0.10’ (One Tenth of a Foot) 

 

1. Coordinate Printout of the reduced (measured) coordinates from the Field Collection Efforts. 

 

 

 
 

 

 

 

 

Point No. Northing Easting Elevation Description

149 18116.021 15720.519 1750.337 AS-Built

148 18117.536 15809.948 1749.237 AS-Built

147 18127.118 15860.904 1749.259 AS-Built

146 18159.317 15891.472 1748.978 AS-Built

145 18226.124 15923.757 1747.8 AS-Built

144 18267.503 16033.415 1744.757 AS-Built

143 18309.563 16071.925 1743.738 AS-Built

142 18361.173 16066.271 1743.075 AS-Built

141 18423.004 16035.893 1741.275 AS-Built

140 18502.636 16005.876 1739.86 AS-Built

135 18754.483 15953.772 1737.669 AS-Built

134 18767.285 15972.88 1737.14 AS-Built

133 18799.808 15998.486 1737.447 AS-Built

132 18850.041 16006.437 1736.102 AS-Built

131 18885.079 15992.972 1736.511 AS-Built

130 18916.101 15966.906 1735.863 AS-Built

129 18935.364 15920.807 1734.847 AS-Built



BENCH MARK

BASIS OF BEARING

COORDINATE SYSTEM

GRAPHIC SCALE

( IN FEET )

1 inch =     ft.200

PROJECT CONTROLSURFACE DETAILS

TOE DATA NOTE



Contractor's Stamp

Contractor Name: Entact Environmental Services, LLC

Project Name (Number):
BRC Eastside Common Areas Soils 

Remediation Project (E-7207)

Contract Number: 6389

Submittal Summary: BMI North Closure Subgrade

Submittal Number: 02200-002GGGG

Specification Section: Section 02200, Part 3.14

Drawing Number (s): NA

Page Number: 02200-10

Signed:
Marc Onder - Field Engineer

Previous Submittal Date (s):

Date Submitted: 2/27/2014

By this submittal, I hereby represent that I have reviewed this submittal, verified the products, 

determined and evaluated field measurements and construction criteria possible at the time of 

this submittal, and coordinated the information within this submittal with respect to the 

requirements of the Work and the Contract Documents.





                                                                                                   
 

TO: Basic Remediation Company 

 

 

 

 

 

 

Mr. John Hensley Jr.  PE 

 DATE: 3/11/2014 

          875 West Warm Springs Road  JOB NAME:     BRC EASTSIDE COMMON AREAS 

REMEDIATION 

 

 

 

          Henderson, NV     89011     SOIL REMEDIATION PROJECT 

          TEL#: (702)-568-2888FAX#: (702)-567-0475 

     

 TRANSMITTAL NUMBER: TBD 

ATTENTION: 
Lee C. Farris, P.E. 

 

 ENTACT PROJECT NUMBER: E-7207 

  

WE ARE SENDING YOU 

 

X ATTACHED  UNDER SEPARATE COVER VIA  THE FOLLOWING ITEMS: 

          
 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

          
 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 

       
 CHANGE ORDER X SUBMITTALS   RFI  

 

COPIES DATE DRAWING 

NO. 

REV. DESCRIPTION ACTION ( * ) 

6 3/11/2014     1 Submittal - 02200-002IIII–BMI North Final HDPE Liner RC 

      

      

      

 

ACTION ( * ) 
 

 AR - AS REQUESTED  FA - FOR APPROVAL    

       
 F – FILE  RC - REVIEW & COMMENT    

 

COMMENTS: Hard copies will be delivered to BRC this afternoon.     

 

 

 

 

SENT VIA: 

 

X E-MAIL  MAIL  OVERNIGHT 

DELIVERY 

X HAND DELIVERY  FACSIMILE 

COPY TO: Ranajit Sahu, Lee Farris BY: Marc Onder (570)-309-5958 

If enclosures are not as noted, please notify us at once...... 
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SURVEY DATA 

 

 

Point Northing Easting Elevation Description

500 18201.678 15714.046 1753.784 SEAM END

501 18113.845 15722.376 1750.156 SEAM END

502 18114.528 15744.752 1749.696 SEAM END

503 18205.948 15736.396 1753.483 SEAM END

504 18213.107 15758.35 1753.463 SEAM END

505 18115.089 15767.226 1749.663 SEAM END

506 18115.447 15789.676 1749.245 SEAM END

507 18135.676 15787.976 1750.345 SEAM END

508 18155.598 15786.012 1751.204 SEAM END

509 18226.209 15779.713 1753.871 SEAM END

510 18245.865 15800.555 1754.527 SEAM END

511 18157.374 15808.246 1751.927 SEAM END

512 18137.5 15809.947 1750.73 SEAM END

513 18116.198 15812.115 1748.862 SEAM END

514 18120.215 15834.432 1750.067 SEAM END

515 18277.098 15820.639 1754.523 SEAM END

516 18289.393 15842.113 1753.942 SEAM END

517 18395.264 16023.698 1742.264 SEAM AP

518 18397.127 16024.271 1742.162 SEAM AP

519 18408.799 16044.374 1741.524 SEAM END

520 18388.15 16053.612 1742.054 SEAM END

521 18366.736 16016.476 1743.498 SEAM END

522 18339.862 15969.723 1746.402 SEAM END

523 18272.886 15853.987 1753.144 SEAM END

524 18267.28 15844.192 1753.582 SEAM END

525 18242.594 15846.411 1753.167 SEAM END

526 18253.608 15865.335 1752.958 SEAM END

527 18320.673 15981.137 1747.747 SEAM END

528 18347.531 16027.809 1744.796 SEAM END

529 18368.208 16064.191 1742.707 SEAM END

530 18345.403 16069.323 1743.912 SEAM END

531 18261.797 15924.207 1751.277 SEAM END

532 18218.153 15848.43 1752.916 SEAM END

533 18193.106 15850.579 1752.409 SEAM END

534 18242.217 15935.675 1749.021 SEAM END

535 18301.123 16037.414 1745.458 SEAM END

536 18321.155 16072.242 1743.543 SEAM END

537 18313.714 16076.766 1743.304 SEAM END
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Point Northing Easting Elevation Description

538 18281.793 16048.625 1744.176 SEAM END

539 18282.706 16050.171 1744.144 SEAM END

540 18251.122 15995.626 1745.938 SEAM END

541 18224.032 15927.643 1748.111 SEAM AP

542 18205.654 15917.261 1748.789 SEAM END

543 18168.427 15852.72 1751.451 SEAM END

544 18143.865 15854.899 1750.331 SEAM END

545 18168.766 15898.287 1748.754 SEAM END

546 18131.662 15878.637 1748.9 SEAM AP

547 18121.963 15861.685 1748.968 SEAM AP

548 18125.569 15859.831 1749.093 SEAM AP

549 18125.023 15856.586 1748.994 SEAM END

273 18155.339 15717.288 1750.988 P-273

390 18158.43 15729.765 1751.062 P-390

391 18161.254 15751.061 1751.258 P-391

392 18165.958 15773.206 1751.362 P-392

393 18186.375 15792.196 1752.399 P-393

394 18147.327 15797.912 1750.971 P-394

395 18128.679 15799.483 1749.799 P-395

396 18194.369 15816.359 1752.539 P-396

397 18209.601 15837.014 1752.825 P-397

398 18322.116 15920.032 1749.029 P-398

399 18259.163 15851.882 1753.156 P-399

400 18295.514 15916.417 1750.79 P-400

401 18341.572 15996.703 1745.476 P-401

402 18365.85 16038.032 1743.121 P-402

403 18292.919 15954.553 1749.729 P-403

404 18230.687 15892.015 1751.801 P-404

405 18287.943 15995.248 1747.79 P-405

406 18269.624 16001.322 1746.597 P-406

407 18298.316 16049.608 1744.363 P-407

408 18270.071 16036.068 1744.932 P-408

409 18170.35 15881.884 1749.369 P-409

410 18145.822 15873.624 1749.236 P-410

114 18206.625 15730.42 1753.51 T-14

116 18220.394 15765.963 1753.548 T-16

123 18240.616 15792.458 1754.484 T-23

124 18262.278 15804.103 1754.79 T-24

177 18279.296 15818.848 1754.569 T-77
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Point Northing Easting Elevation Description

176 18292.454 15840.271 1753.929 T-76

175 18303.949 15859.374 1752.839 T-75

172 18314.47 15879.1 1751.727 T-72

173 18343.007 15926.603 1747.606 T-73

174 18379.806 15993.055 1743.266 T-74

214 18454.974 16017.48 1740.746 T-114

113 18481.583 16010.489 1740.203 T-113

550 18424.488 16026.823 1741.454 SEAM END

551 18429.003 16034.773 1741.088 SEAM END

552 18450.577 16027.146 1740.642 SEAM END

553 18447.781 16022.276 1740.796 SEAM END

554 18470.041 16016.817 1740.339 SEAM END

555 18471.454 16019.554 1740.207 SEAM END

556 18488.022 16013.692 1740.057 SEAM END

557 18489.8 16011.249 1740.032 SEAM END

425 18477.651 16016.139 1740.192 P-425

424 18458.702 16022.384 1740.601 P-424

423 18438.162 16028.483 1740.856 P-423

422 18416.054 16033.287 1741.494 P-422

558 18753.162 15951.765 1737.648 SEAM END

559 18765.594 15975.74 1737.157 SEAM END

560 18770.681 15978.434 1737.069 SEAM END

561 18771.966 15949.949 1737.928 SEAM END

562 18794.338 15942.967 1738.379 SEAM END

563 18792.033 15993.096 1737.362 SEAM END

564 18814.127 16001.572 1737.478 SEAM END

565 18817.209 15934.555 1738.7 SEAM END

566 18840.509 15928.505 1738.986 SEAM END

567 18839.962 15939.429 1738.754 SEAM END

568 18836.611 16005.736 1736.43 SEAM END

569 18858.903 16004.79 1736.135 SEAM END

570 18862.307 15940.48 1739.022 SEAM END

571 18863.427 15921.062 1739.541 SEAM END

572 18886.335 15914.191 1739.705 SEAM END

573 18881.85 15995.119 1736.603 SEAM END

574 18881.596 15995.847 1736.522 SEAM END

575 18900.68 15980.719 1736.452 SEAM END

576 18882.816 15978.77 1737.084 SEAM END

577 18884.011 15956.535 1737.765 SEAM END
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Point Northing Easting Elevation Description

578 18924.343 15960.706 1735.348 SEAM END

579 18930.341 15939.149 1735.039 SEAM END

580 18885.199 15934.612 1738.965 SEAM END

581 18886.457 15912.854 1739.77 SEAM END

582 18937.624 15916.987 1734.931 SEAM END

272 18934.114 15913.046 1735.24 T-272

100 18912.69 15910.217 1737.814 PANEL

101 18884.366 15910.482 1739.607 PANEL

112 18872.918 15914.291 1739.53 T-112

111 18853.523 15919.446 1739.278 T-111

108 18829.398 15928 1738.916 T-108

106 18807.323 15935.102 1738.6 T-106

104 18785.097 15942.229 1738.233 T-104

103 18765.06 15948.186 1737.827 T-103

421 18765.939 15958.27 1737.569 P-421

420 18782.901 15963.693 1737.481 P-420

419 18803.665 15967.152 1737.547 P-419

418 18826.506 15967.348 1737.573 P-418

417 18848.261 15968.673 1737.69 P-417

416 18853.086 15933.742 1739.075 P-416

415 18872.298 15952.027 1738.166 P-415

411 18912.069 15926.294 1737.068 P-411

412 18904.616 15944.592 1736.55 P-412

413 18896.607 15966.747 1736.624 P-413

414 18887.858 15983.846 1736.755 P-414

10000 18882.52 15980.216 1736.908 R-752

10001 18882.724 15977.886 1736.817 R-752

10002 18883.706 15957.734 1737.479 R-751

10003 18883.941 15955.689 1737.526 R-751

10004 18885.047 15935.475 1738.8 R-750

10005 18885.222 15933.224 1738.912 R-750

10006 18886.131 15914.276 1739.531 R-748

10007 18886.68 15913.91 1739.617 R-749

10008 18887.38 15910.224 1739.634 R-749

10009 18937.704 15915.788 1734.869 R-749

10010 18937.399 15918.731 1734.704 R-749

10011 18864.941 15920.59 1739.353 R-747

10012 18863.34 15921.119 1739.297 R-746

10013 18862.335 15939.231 1738.929 R-753
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Point Northing Easting Elevation Description

10014 18862.192 15941.444 1738.804 R-753

10015 18839.721 15940.38 1738.619 R-754

10016 18839.943 15938.055 1738.733 R-754

10017 18841.867 15928.049 1738.964 R-745

10018 18840.409 15928.563 1738.918 R-744

10019 18836.33 15929.804 1738.912 R-743

10020 18831.632 15931.159 1738.866 R-743

10021 18839.065 15948.601 1738.368 R-755

10022 18838.941 15953.793 1738.185 R-755

10023 18818.956 15933.851 1738.704 R-742

10024 18817.258 15934.525 1738.667 R-741

10025 18795.793 15942.521 1738.268 R-740

10026 18794.361 15943.028 1738.23 R-739

10027 18773.074 15949.473 1737.793 R-738

10028 18771.807 15950.048 1737.774 R-737

10029 18771.656 15953.156 1737.798 R-736

10030 18771.292 15958.368 1737.68 R-736

10031 18473.888 16015.612 1740.233 R-756

10032 18470.001 16016.881 1740.266 R-735

10033 18447.712 16022.393 1740.777 R-734

10034 18437.97 16024.249 1741.097 R-733

10035 18434.76 16024.356 1741.151 R-732

10036 18423.815 16027.012 1741.339 R-731

10037 18397.029 16024.361 1742.081 R-730

10038 18367.112 16017.65 1743.528 R-717

10039 18366.004 16015.423 1743.615 R-717

10040 18347.077 16027.164 1744.678 R-718

10041 18348.21 16029.208 1744.566 R-718

10042 18351.696 16035.515 1744.282 R-719

10043 18353.842 16039.369 1744.136 R-719

10044 18301.8 16038.615 1745.594 R-720

10045 18300.634 16036.484 1745.656 R-720

10046 18282.711 16047.979 1744.217 R-721

10047 18281.005 16048.782 1744.229 R-721

10048 18320.945 15981.936 1747.507 R-715

10049 18319.261 15978.95 1747.893 R-715

10050 18340.228 15970.699 1746.39 R-716

10051 18339.219 15968.583 1746.539 R-716

10052 18360.084 15962.86 1745.073 R-729

10053 18268.468 15935.996 1750.787 R-714



March 11, 2014 – BMI North Closure Geomembrane As-Built Page 6 
 

 

 

 
 

 

Point Northing Easting Elevation Description

10053 18268.468 15935.996 1750.787 R-714

10054 18265.775 15931.29 1751.008 R-714

10055 18262.06 15925.143 1751.239 R-713

10056 18261.025 15923.288 1751.325 R-713

10057 18242.967 15936.807 1748.947 R-712

10058 18241.489 15934.346 1749.049 R-712

10059 18314.533 15883.872 1751.344 R-728

10060 18309.504 15876.332 1752.01 R-727

10061 18296.238 15853.852 1753.314 R-726

10062 18289.313 15842.033 1753.986 R-725

10063 18268.575 15843.909 1753.657 R-708

10064 18266.07 15844.155 1753.565 R-708

10065 18272.196 15853.039 1753.23 R-709

10066 18273.602 15855.454 1753.118 R-709

10067 18267.273 15857.169 1753.178 R-710

10068 18263.453 15859.379 1753.192 R-710

10069 18254.064 15866.234 1752.906 R-711

10070 18252.872 15864.199 1752.92 R-711

10071 18242.369 15847.18 1753.135 R-707

10072 18242.295 15845.09 1753.291 R-707

10073 18219.374 15848.176 1752.953 R-706

10074 18215.756 15848.369 1752.991 R-706

10075 18194.621 15850.492 1752.35 R-705

10076 18191.616 15850.822 1752.255 R-705

10077 18173.489 15861.595 1751.203 R-704

10078 18171.438 15857.736 1751.5 R-704

10079 18169.552 15852.431 1751.627 R-703

10080 18167.387 15852.714 1751.568 R-703

10081 18144.981 15854.722 1750.595 R-702

10082 18142.491 15855.008 1750.339 R-702

10083 18133.9 15854.523 1749.941 R-701

10084 18134.259 15856.712 1749.934 R-701

10085 18125.742 15860.774 1749.148 R-701

10086 18124.782 15855.608 1749.229 R-701

10087 18136.323 15810.237 1750.447 R-700

10088 18138.444 15810.038 1750.673 R-700

10089 18156.324 15808.674 1751.634 R-699

10090 18158.559 15808.379 1751.808 R-699

10091 18156.642 15786.006 1751.316 R-698

10092 18154.029 15786.203 1751.219 R-698
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Point Northing Easting Elevation Description

10093 18136.478 15787.987 1750.443 R-697

10094 18134.388 15788.229 1750.225 R-697

10095 18142.848 15764.865 1750.384 R-696

10096 18147.594 15764.484 1750.569 R-696

10097 18200.859 15714.308 1753.698 R-685

10098 18203.654 15714.113 1753.823 R-685

10099 18201.017 15728.09 1753.376 R-686

10100 18203.007 15728.174 1753.518 R-686

10101 18205.87 15736.396 1753.509 R-687

10102 18209.361 15751.813 1753.393 R-688

10103 18210.286 15753.957 1753.383 R-689

10104 18212.659 15752.776 1753.54 R-689

10105 18213.017 15758.448 1753.451 R-690

10106 18226.202 15779.898 1753.863 R-691

10107 18231.509 15788.139 1754.049 R-692

10108 18233.383 15791.102 1754.153 R-693

10109 18236.337 15795.5 1754.241 R-693

10110 18246.039 15800.553 1754.547 R-694

10111 18253.696 15803.638 1754.711 R-695

10112 18270.83 15811.23 1754.701 R-722

10113 18272.631 15808.365 1754.852 R-722

10114 18276.879 15820.484 1754.532 R-723

10115 18283.309 15831.218 1754.229 R-724



P
-
1
5

P
-
1
3

P
-
1
4

P
-
1
6

P
-
3
5

P
-
2
7

P
-
2
6

P
-
2
5

P
-
2
4

P
-
2
3

P
-
3
7

P
-
6
4

P
-
6
5

P
-
6
6

P
-
6
7

P
-
6
8

P
-
6
9

P
-
7
0

P
-
7
1

P
-
7
2

P
-
7
3

P
-
7
4

P
-
7
6

P
-
7
5

P
-
8
0

P
-
7
9

P
-
7
8

P
-
8
1

P
-
8
2

P
-
8
3

P
-
8
4

P
-
8
5

P
-
8
6

P
-
9
2

P
-
9
3

P
-
9
5

P
-
9
7

P
-
9
8

P
-
1
0
1

P
-
1
0
2

P
-
1
0
5

P
-
1
0
7

P
-
1
0
9

P
-
1
1
0

P
-
1
0
8

P
-
1
0
6

P
-
1
0
4

P
-
1
0
3

P
-
1
0
0

P
-
9
9

P
-
9
6

P
-
9
4

P

-

1

1

3

P

-

1

1

4

P
-
2
3
6

P
-
2
3
7

P
-
2
3
8

P
-
2
3
9

P
-
2
4
0

P
-
2
4
1

P
-
2
4
2

P
-
2
4
3

P
-
2
4
4

P
-
2
4
5

P
-
2
4
6

P
-
2
4
7

P
-
2
7
2

P
-
1
1
2

P
-
1
1
1

BENCH MARK

BASIS OF BEARING

COORDINATE SYSTEM

GRAPHIC SCALE

( IN FEET )

1 inch =     ft.50

PROJECT CONTROL

LINE LEGEND

SYMBOL LEGEND



Contractor's Stamp
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 SHOP DRAWINGS  PRINTS  PLANS  SAMPLES  SPECIFICATIONS 

          
 CERTIFICATES  REPORTS  TECHNICAL DATA  FORMS  COPY OF LETTER 
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1 3/16/2015     2 Submittal – 02200-002SSSS – North BMI Final Cover System RC 
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 AR - AS REQUESTED  FA - FOR APPROVAL    

       
 F – FILE  RC - REVIEW & COMMENT    
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The following tabulation comparison depicts the deltas (differences) between the reference coordinates 
(Design) and the As-built coordinates (As-built). Design coordinates were generated based on subgrade 
survey information that was collected and submitted in submittal numbers 02200-002GGGG and 02200-
002IIII Rev 1, for the North BMI subgrade and HDPE liner, respectively.  The design coordinates were created 
by applying the following adjustments from the surveyed points to meet the required 2.00 feet of cover soil: 
 

1. Measurements that were originally acquired on top of the geocomposite layer were raised 
2.00 ft. 

2. Measurements that were originally acquired on top of the HDPE liner layer were raised 
2.021 ft. 

3. Measurements that were originally acquired at subgrade prior to any liner installation were 
raised 2.0625ft. 

 
Entact created a digital terrain model (DTM) design surface based on the above adjustments.  This surface 
was used to create the final cover soil grades.  L.R. Nelson Consulting Engineers performed an As-built final 
cover survey on the final graded surface.  The survey was performed on an approximately 25 foot by 25 foot 
grid.  The elevation of each final cover As-built point was compared to the elevation of the point with the 
same horizontal coordinates on the Design DTM surface.  The following table shows a comparison between 
those As-built and Design points.  There is no horizontal difference between the Design points and As-built 
points because the horizontal coordinates were determined by the As-built survey’s 25 foot by 25 foot grid. 
 
Note that 9 points were re-surveyed and therefore have different horizontal coordinates than the design 
points. 
 



BMI North Point Data 
3/12/2014

 AS_BUILT COORDINATES/ELEVATIONS HORIZONTAL VERTICAL

DESIGN COORDINATES/ELEVATIONS (Located by L.R. Nelson) Δ (ft) IΔI (ft)

  

Name Northing Easting Elevation Code Name Northing Easting Elevation Code

101 18229.623 15672.604 1757.681 FG 101 18229.623 15672.604 1757.787 FG 0 0.11

102 18212.458 15662.009 1756.819 FG 102 18212.458 15662.009 1756.830 FG 0 0.01

103 18194.207 15653.862 1755.958 FG 103 18194.207 15653.862 1755.995 FG 0 0.04

105 18156.233 15639.572 1753.356 FG 105 18156.233 15639.572 1753.261 FG 0 0.1

106 18130.394 15636.673 1752.267 FG 106 18130.394 15636.673 1752.458 FG 0 0.19

109 18128.638 15658.397 1752.284 FG 109 18128.638 15658.397 1752.371 FG 0 0.09

111 18169.296 15669.388 1754.247 FG 111 18169.296 15669.388 1754.267 FG 0 0.02

112 18187.237 15676.781 1755.291 FG 112 18187.237 15676.781 1755.413 FG 0 0.12

113 18205.151 15684.747 1756.386 FG 113 18205.151 15684.747 1756.415 FG 0 0.03

114 18224.214 15694.307 1757.207 FG 114 18224.214 15694.307 1757.331 FG 0 0.12

116 18243.432 15724.555 1757.759 FG 116 18243.432 15724.555 1757.894 FG 0 0.14

117 18223.200 15716.667 1756.913 FG 117 18223.200 15716.667 1756.976 FG 0 0.06

118 18201.705 15707.430 1755.902 FG 118 18201.705 15707.430 1755.890 FG 0 0.01

119 18182.101 15698.261 1754.778 FG 119 18182.101 15698.261 1754.821 FG 0 0.04

120 18162.857 15691.886 1753.732 FG 120 18162.857 15691.886 1753.706 FG 0 0.03

121 18143.934 15683.428 1752.821 FG 121 18143.934 15683.428 1752.886 FG 0 0.06

125 18124.858 15701.237 1752.226 FG 125 18124.858 15701.237 1752.657 FG 0 0.43

126 18143.502 15706.506 1752.819 FG 126 18143.502 15706.506 1752.826 FG 0 0.01

127 18161.981 15715.788 1753.459 FG 127 18161.981 15715.788 1753.564 FG 0 0.11

128 18181.802 15722.826 1754.444 FG 128 18181.802 15722.826 1754.485 FG 0 0.04

129 18201.274 15730.091 1755.363 FG 129 18201.274 15730.091 1755.353 FG 0 0.01

130 18221.567 15738.071 1756.452 FG 130 18221.567 15738.071 1756.488 FG 0 0.04

131 18238.447 15743.563 1757.321 FG 131 18238.447 15743.563 1757.400 FG 0 0.08

132 18257.678 15749.534 1757.861 FG 132 18257.678 15749.534 1757.818 FG 0 0.04

133 18269.030 15766.855 1757.883 FG 133 18269.030 15766.855 1757.788 FG 0 0.1

134 18247.346 15764.040 1757.285 FG 134 18247.346 15764.040 1757.351 FG 0 0.07

135 18227.358 15761.119 1756.313 FG 135 18227.358 15761.119 1756.240 FG 0 0.07

136 18207.542 15757.092 1755.175 FG 136 18207.542 15757.092 1755.089 FG 0 0.09

137 18186.460 15753.265 1754.537 FG 137 18186.199 15752.992 1754.601 FG 0.38 0.06

138 18165.527 15748.589 1753.532 FG 138 18165.527 15748.589 1753.609 FG 0 0.08

139 18143.557 15743.591 1752.632 FG 139 18143.557 15743.591 1752.665 FG 0 0.03

140 18123.251 15739.995 1752.051 FG 140 18123.251 15739.995 1752.319 FG 0 0.27

143 18122.829 15762.270 1751.927 FG 143 18122.829 15762.270 1752.168 FG 0 0.24

144 18141.896 15766.135 1752.440 FG 144 18141.896 15766.135 1752.349 FG 0 0.09

   



BMI North Point Data 
3/12/2014

 AS_BUILT COORDINATES/ELEVATIONS HORIZONTAL VERTICAL

DESIGN COORDINATES/ELEVATIONS (Located by L.R. Nelson) Δ (ft) IΔI (ft)

  

Name Northing Easting Elevation Code Name Northing Easting Elevation Code

145 18162.227 15770.031 1753.406 FG 145 18162.574 15770.239 1753.429 FG 0.40 0.02

146 18183.060 15775.038 1754.296 FG 146 18183.153 15775.343 1754.728 FG 0.32 0.43

147 18203.925 15780.027 1755.016 FG 147 18204.103 15780.411 1755.062 FG 0.42 0.05

148 18224.821 15784.995 1755.726 FG 148 18224.925 15784.936 1755.777 FG 0.12 0.05

149 18245.048 15789.422 1756.763 FG 149 18244.812 15789.434 1756.754 FG 0.24 0.01

150 18264.659 15793.821 1757.197 FG 150 18264.659 15793.821 1757.150 FG 0 0.05

151 18287.162 15798.515 1757.526 FG 151 18286.775 15798.555 1757.499 FG 0.39 0.03

152 18299.158 15814.877 1757.193 FG 152 18299.158 15814.877 1757.123 FG 0 0.07

153 18276.589 15813.712 1756.901 FG 153 18276.889 15813.106 1756.921 FG 0.68 0.02

154 18256.712 15809.353 1756.649 FG 154 18256.499 15809.273 1756.665 FG 0.23 0.02

155 18235.722 15805.674 1755.707 FG 155 18235.722 15805.674 1755.636 FG 0 0.07

156 18215.203 15800.351 1755.259 FG 156 18215.203 15800.351 1755.275 FG 0 0.02

157 18195.189 15798.045 1754.736 FG 157 18195.189 15798.045 1754.745 FG 0 0.01

158 18173.106 15793.415 1754.106 FG 158 18173.106 15793.415 1754.093 FG 0 0.01

159 18151.793 15786.478 1753.060 FG 159 18151.793 15786.478 1753.091 FG 0 0.03

160 18132.648 15780.233 1752.214 FG 160 18132.648 15780.233 1752.316 FG 0 0.10

161 18123.676 15780.453 1751.847 FG 161 18123.676 15780.453 1752.108 FG 0 0.26

164 18125.472 15804.600 1751.797 FG 164 18125.472 15804.600 1751.887 FG 0 0.09

165 18145.927 15808.410 1753.112 FG 165 18145.927 15808.410 1753.074 FG 0 0.04

166 18165.298 15813.524 1754.004 FG 166 18165.298 15813.524 1753.925 FG 0 0.08

167 18185.406 15819.636 1754.515 FG 167 18185.406 15819.636 1754.436 FG 0 0.08

168 18204.478 15826.185 1754.855 FG 168 18204.478 15826.185 1755.467 FG 0 0.61

169 18225.053 15830.121 1755.127 FG 169 18225.053 15830.121 1755.608 FG 0 0.48

170 18245.265 15832.362 1755.536 FG 170 18245.265 15832.362 1755.932 FG 0 0.40

171 18265.433 15835.297 1755.850 FG 171 18265.433 15835.297 1756.388 FG 0 0.54

172 18286.908 15838.572 1755.970 FG 172 18286.908 15838.572 1756.722 FG 0 0.75

173 18314.785 15840.381 1756.193 FG 173 18314.785 15840.381 1757.023 FG 0 0.83

174 18325.083 15857.825 1754.944 FG 174 18325.083 15857.825 1755.771 FG 0 0.83

175 18307.476 15867.931 1754.535 FG 175 18307.476 15867.931 1755.410 FG 0 0.88

176 18287.448 15876.991 1754.338 FG 176 18287.448 15876.991 1755.039 FG 0 0.70

177 18267.964 15886.601 1754.268 FG 177 18267.964 15886.601 1755.005 FG 0 0.74

178 18249.331 15897.787 1753.863 FG 178 18249.331 15897.787 1754.710 FG 0 0.85

179 18233.207 15913.318 1752.263 FG 179 18233.207 15913.318 1753.118 FG 0 0.85

182 18211.615 15906.246 1751.940 FG 182 18211.615 15906.246 1752.776 FG 0 0.84

   



BMI North Point Data 
3/12/2014

 AS_BUILT COORDINATES/ELEVATIONS HORIZONTAL VERTICAL

DESIGN COORDINATES/ELEVATIONS (Located by L.R. Nelson) Δ (ft) IΔI (ft)

  

Name Northing Easting Elevation Code Name Northing Easting Elevation Code

183 18227.630 15893.580 1753.594 FG 183 18227.630 15893.580 1754.366 FG 0 0.77

184 18244.199 15880.042 1754.312 FG 184 18244.199 15880.042 1754.769 FG 0 0.46

185 18261.115 15870.749 1754.781 FG 185 18261.115 15870.749 1755.325 FG 0 0.54

186 18279.070 15860.767 1754.972 FG 186 18279.070 15860.767 1755.564 FG 0 0.59

187 18258.626 15851.167 1755.229 FG 187 18258.626 15851.167 1755.865 FG 0 0.64

188 18237.236 15860.785 1754.903 FG 188 18237.236 15860.785 1755.511 FG 0 0.61

189 18216.805 15872.591 1754.421 FG 189 18216.805 15872.591 1755.015 FG 0 0.59

190 18200.671 15886.392 1753.124 FG 190 18200.671 15886.392 1753.845 FG 0 0.72

191 18192.236 15896.261 1751.936 FG 191 18192.236 15896.261 1753.130 FG 0 1.19

192 18186.842 15906.530 1749.676 FG 192 18186.842 15906.530 1749.699 FG 0 0.02

193 18169.496 15898.219 1749.741 FG 193 18169.496 15898.219 1749.841 FG 0 0.1

194 18174.514 15888.178 1751.766 FG 194 18174.514 15888.178 1752.949 FG 0 1.18

195 18188.725 15872.307 1753.518 FG 195 18188.725 15872.307 1754.378 FG 0 0.86

196 18203.600 15856.584 1754.547 FG 196 18203.600 15856.584 1755.226 FG 0 0.68

197 18220.933 15846.672 1754.991 FG 197 18220.933 15846.672 1755.663 FG 0 0.67

198 18195.872 15841.108 1754.518 FG 198 18195.872 15841.108 1755.094 FG 0 0.58

199 18179.044 15854.499 1753.844 FG 199 18179.044 15854.499 1754.442 FG 0 0.6

200 18164.268 15868.734 1752.374 FG 200 18164.268 15868.734 1752.981 FG 0 0.61

201 18155.174 15876.270 1751.537 FG 201 18155.174 15876.270 1752.411 FG 0 0.87

204 18138.564 15861.105 1751.732 FG 204 18138.564 15861.105 1752.385 FG 0 0.65

205 18152.921 15846.768 1753.084 FG 205 18152.921 15846.768 1753.756 FG 0 0.67

206 18167.848 15833.919 1753.989 FG 206 18167.848 15833.919 1754.661 FG 0 0.67

207 18147.043 15837.478 1753.208 FG 207 18147.043 15837.478 1753.870 FG 0 0.66

208 18132.380 15854.312 1751.788 FG 208 18132.380 15854.312 1752.311 FG 0 0.52

211 18129.422 15832.244 1752.289 FG 211 18129.422 15832.244 1752.781 FG 0 0.49

213 18243.311 15935.715 1751.051 FG 213 18243.311 15935.715 1751.180 FG 0 0.13

214 18262.598 15922.334 1753.224 FG 214 18262.598 15922.334 1753.186 FG 0 0.04

215 18278.479 15907.920 1753.588 FG 215 18278.479 15907.920 1753.634 FG 0 0.05

216 18295.924 15897.977 1753.538 FG 216 18295.924 15897.977 1753.601 FG 0 0.06

217 18315.324 15888.525 1753.087 FG 217 18315.324 15888.525 1753.332 FG 0 0.24

218 18335.272 15879.077 1752.770 FG 218 18335.272 15879.077 1752.993 FG 0 0.22

219 18345.350 15898.745 1751.030 FG 219 18345.350 15898.745 1751.223 FG 0 0.19

220 18325.165 15906.155 1751.655 FG 220 18325.165 15906.155 1751.750 FG 0 0.09

221 18305.744 15915.011 1752.273 FG 221 18305.744 15915.011 1752.363 FG 0 0.09

   



BMI North Point Data 
3/12/2014

 AS_BUILT COORDINATES/ELEVATIONS HORIZONTAL VERTICAL

DESIGN COORDINATES/ELEVATIONS (Located by L.R. Nelson) Δ (ft) IΔI (ft)

  

Name Northing Easting Elevation Code Name Northing Easting Elevation Code

222 18286.751 15925.515 1752.942 FG 222 18286.751 15925.515 1753.153 FG 0 0.21

223 18268.428 15934.468 1752.373 FG 223 18268.428 15934.468 1752.459 FG 0 0.09

224 18246.339 15946.983 1750.236 FG 224 18246.339 15946.983 1750.529 FG 0 0.29

227 18253.400 15967.111 1749.375 FG 227 18253.400 15967.111 1749.956 FG 0 0.58

228 18271.920 15960.407 1751.135 FG 228 18271.920 15960.407 1751.485 FG 0 0.35

229 18290.339 15953.549 1751.818 FG 229 18290.339 15953.549 1752.261 FG 0 0.44

230 18311.319 15944.800 1751.303 FG 230 18311.319 15944.800 1751.656 FG 0 0.35

231 18331.815 15936.308 1750.056 FG 231 18331.815 15936.308 1750.360 FG 0 0.3

232 18355.600 15928.439 1748.986 FG 232 18355.600 15928.439 1749.048 FG 0 0.06

233 18360.759 15951.139 1747.639 FG 233 18360.759 15951.139 1747.977 FG 0 0.34

234 18338.385 15955.840 1748.958 FG 234 18338.385 15955.840 1749.369 FG 0 0.41

235 18317.253 15963.461 1750.363 FG 235 18317.253 15963.461 1750.748 FG 0 0.39

236 18296.125 15972.640 1750.945 FG 236 18296.125 15972.640 1751.209 FG 0 0.26

237 18277.398 15980.942 1750.262 FG 237 18277.398 15980.942 1750.663 FG 0 0.4

238 18261.180 15988.286 1748.850 FG 238 18261.180 15988.286 1749.200 FG 0 0.35

241 18268.279 16009.130 1747.948 FG 241 18268.279 16009.130 1748.275 FG 0 0.33

242 18287.436 16002.864 1749.210 FG 242 18287.436 16002.864 1749.627 FG 0 0.42

243 18307.478 15994.135 1749.766 FG 243 18307.478 15994.135 1749.914 FG 0 0.15

244 18326.220 15985.423 1749.062 FG 244 18326.220 15985.423 1749.224 FG 0 0.16

245 18346.709 15978.780 1747.709 FG 245 18346.709 15978.780 1747.757 FG 0 0.05

246 18365.491 15973.247 1746.673 FG 246 18365.491 15973.247 1746.808 FG 0 0.13

247 18367.881 15996.696 1745.859 FG 247 18367.881 15996.696 1746.265 FG 0 0.41

248 18346.256 16002.430 1747.190 FG 248 18346.256 16002.430 1747.484 FG 0 0.29

249 18325.078 16010.755 1748.349 FG 249 18325.078 16010.755 1748.446 FG 0 0.1

250 18302.211 16018.256 1748.364 FG 250 18302.211 16018.256 1748.619 FG 0 0.26

251 18276.453 16029.026 1747.334 FG 251 18276.453 16029.026 1747.775 FG 0 0.44

254 18290.841 16044.561 1746.822 FG 254 18290.841 16044.561 1746.956 FG 0 0.13

255 18311.332 16037.717 1747.434 FG 255 18311.332 16037.717 1747.797 FG 0 0.36

256 18332.427 16032.321 1747.411 FG 256 18332.427 16032.321 1747.547 FG 0 0.14

257 18351.769 16025.671 1746.355 FG 257 18351.769 16025.671 1746.431 FG 0 0.08

258 18370.262 16019.511 1745.347 FG 258 18370.262 16019.511 1745.487 FG 0 0.14

259 18391.562 16014.801 1744.450 FG 259 18391.562 16014.801 1744.396 FG 0 0.05

260 18411.233 16010.291 1743.971 FG 260 18411.233 16010.291 1743.986 FG 0 0.01

261 18431.325 16006.153 1743.594 FG 261 18431.325 16006.153 1743.693 FG 0 0.1

   



BMI North Point Data 
3/12/2014

 AS_BUILT COORDINATES/ELEVATIONS HORIZONTAL VERTICAL

DESIGN COORDINATES/ELEVATIONS (Located by L.R. Nelson) Δ (ft) IΔI (ft)

  

Name Northing Easting Elevation Code Name Northing Easting Elevation Code

262 18452.558 16002.915 1743.037 FG 262 18452.558 16002.915 1743.205 FG 0 0.17

263 18473.430 15999.458 1742.616 FG 263 18473.430 15999.458 1742.864 FG 0 0.25

264 18491.316 15997.890 1742.157 FG 264 18491.316 15997.890 1742.542 FG 0 0.39

265 18501.464 15999.420 1741.901 FG 265 18501.464 15999.420 1742.371 FG 0 0.47

266 18493.308 16004.835 1741.972 FG 266 18493.308 16004.835 1742.284 FG 0 0.31

267 18475.277 16011.322 1742.247 FG 267 18475.277 16011.322 1742.302 FG 0 0.06

268 18456.057 16017.741 1742.609 FG 268 18456.057 16017.741 1742.709 FG 0 0.10

269 18437.487 16024.387 1743.028 FG 269 18437.487 16024.387 1743.133 FG 0 0.11

270 18419.307 16030.445 1743.365 FG 270 18419.307 16030.445 1743.654 FG 0 0.29

271 18402.010 16039.073 1743.710 FG 271 18402.010 16039.073 1743.737 FG 0 0.03

272 18383.671 16047.332 1744.272 FG 272 18383.671 16047.332 1744.375 FG 0 0.10

273 18362.132 16058.558 1745.134 FG 273 18362.132 16058.558 1745.333 FG 0 0.20

274 18341.828 16061.492 1745.668 FG 274 18341.828 16061.492 1745.910 FG 0 0.24

275 18312.305 16064.016 1746.048 FG 275 18312.305 16064.016 1746.304 FG 0 0.26

295 18864.084 16001.685 1736.385 FG 295 18864.084 16001.685 1736.543 FG 0 0.16

296 18884.318 15994.037 1734.965 FG 296 18884.318 15994.037 1735.971 FG 0 1.01

299 18928.999 15954.101 1734.910 FG 299 18928.999 15954.101 1735.552 FG 0 0.64

305 18942.052 15858.455 1737.791 FG 305 18942.052 15858.455 1738.468 FG 0 0.68

306 18939.110 15872.781 1737.839 FG 306 18939.110 15872.781 1738.543 FG 0 0.70

307 18936.411 15893.362 1737.406 FG 307 18936.411 15893.362 1737.787 FG 0 0.38

308 18931.049 15910.161 1737.424 FG 308 18931.049 15910.161 1737.735 FG 0 0.31

309 18924.961 15929.232 1737.317 FG 309 18924.961 15929.232 1737.863 FG 0 0.55

310 18918.877 15949.556 1737.506 FG 310 18918.877 15949.556 1738.074 FG 0 0.57

311 18909.231 15964.529 1737.983 FG 311 18909.231 15964.529 1738.503 FG 0 0.52

312 18897.395 15976.428 1738.106 FG 312 18897.395 15976.428 1738.605 FG 0 0.50

313 18881.456 15985.587 1738.476 FG 313 18881.456 15985.587 1738.825 FG 0 0.35

314 18861.814 15993.012 1738.525 FG 314 18861.814 15993.012 1739.281 FG 0 0.76

315 18842.324 15997.597 1738.484 FG 315 18842.324 15997.597 1739.250 FG 0 0.77

316 18819.457 15994.221 1738.987 FG 316 18819.457 15994.221 1739.163 FG 0 0.18

317 18799.375 15988.877 1738.932 FG 317 18799.375 15988.877 1739.385 FG 0 0.45

318 18781.087 15976.221 1739.004 FG 318 18781.087 15976.221 1739.311 FG 0 0.31

319 18768.396 15962.090 1739.332 FG 319 18768.396 15962.090 1739.657 FG 0 0.33

320 18754.077 15943.920 1739.652 FG 320 18754.077 15943.920 1739.778 FG 0 0.13

321 18735.887 15928.978 1740.053 FG 321 18735.887 15928.978 1740.003 FG 0 0.05

   



BMI North Point Data 
3/12/2014

 AS_BUILT COORDINATES/ELEVATIONS HORIZONTAL VERTICAL

DESIGN COORDINATES/ELEVATIONS (Located by L.R. Nelson) Δ (ft) IΔI (ft)

  

Name Northing Easting Elevation Code Name Northing Easting Elevation Code

322 18714.774 15912.803 1740.4196 FG 322 18714.774 15912.803 1740.566 FG 0 0.15

323 18721.534 15891.773 1740.7771 FG 323 18721.534 15891.773 1741.015 FG 0 0.24

324 18748.656 15913.356 1740.3045 FG 324 18748.656 15913.356 1740.529 FG 0 0.22

325 18767.877 15929.471 1740.0542 FG 325 18767.877 15929.471 1740.286 FG 0 0.23

326 18784.055 15948.386 1739.895 FG 326 18784.055 15948.386 1739.898 FG 0 0.00

327 18795.592 15960.711 1739.6163 FG 327 18795.592 15960.711 1739.856 FG 0 0.24

328 18807.932 15970.782 1739.3922 FG 328 18807.932 15970.782 1739.515 FG 0 0.12

329 18823.277 15974.833 1739.3434 FG 329 18823.277 15974.833 1739.496 FG 0 0.15

330 18842.072 15977.804 1739.2201 FG 330 18842.072 15977.804 1739.495 FG 0 0.27

331 18856.605 15973.676 1739.3546 FG 331 18856.605 15973.676 1739.698 FG 0 0.34

332 18875.951 15968.381 1739.192 FG 332 18875.951 15968.381 1739.279 FG 0 0.09

333 18887.102 15961.035 1739.3309 FG 333 18887.102 15961.035 1739.614 FG 0 0.28

334 18893.841 15951.664 1739.4263 FG 334 18893.841 15951.664 1739.741 FG 0 0.31

335 18901.518 15941.233 1739.2524 FG 335 18901.518 15941.233 1739.776 FG 0 0.52

336 18906.09 15922.569 1739.4337 FG 336 18906.09 15922.569 1739.834 FG 0 0.40

337 18911.781 15905.348 1739.881 FG 337 18911.781 15905.348 1740.186 FG 0 0.30

338 18916.028 15890.528 1739.9324 FG 338 18916.028 15890.528 1740.019 FG 0 0.09

339 18918.407 15871.138 1740.3425 FG 339 18918.407 15871.138 1740.778 FG 0 0.44

340 18918.402 15860.347 1740.7268 FG 340 18918.402 15860.347 1741.152 FG 0 0.43

341 18894.016 15879.091 1742.029 FG 341 18894.016 15879.091 1742.302 FG 0 0.27

342 18892.435 15900.296 1741.5026 FG 342 18892.435 15900.296 1741.718 FG 0 0.22

343 18888.329 15919.26 1741.1433 FG 343 18888.329 15919.26 1741.391 FG 0 0.25

344 18881.111 15940.246 1740.3618 FG 344 18881.111 15940.246 1740.559 FG 0 0.20

345 18868.501 15951.317 1740.0395 FG 345 18868.501 15951.317 1740.178 FG 0 0.14

346 18851.586 15958.183 1739.8829 FG 346 18851.586 15958.183 1739.846 FG 0 0.04

347 18828.35 15955.708 1739.8379 FG 347 18828.35 15955.708 1739.936 FG 0 0.10

348 18811.668 15944.403 1740.1748 FG 348 18811.668 15944.403 1740.265 FG 0 0.09

349 18798.791 15933.456 1740.3473 FG 349 18798.791 15933.456 1740.477 FG 0 0.13

350 18780.68 15918.453 1740.4059 FG 350 18780.68 15918.453 1740.703 FG 0 0.30

351 18761.319 15898.204 1740.5524 FG 351 18761.319 15898.204 1740.684 FG 0 0.13

352 18782.509 15903.103 1740.6913 FG 352 18782.509 15903.103 1740.923 FG 0 0.23

353 18802.525 15912.537 1740.7753 FG 353 18802.525 15912.537 1740.916 FG 0 0.14

354 18821.535 15926.206 1740.6863 FG 354 18821.535 15926.206 1740.932 FG 0 0.25

355 18837.578 15939.015 1740.5066 FG 355 18837.578 15939.015 1740.746 FG 0 0.24

   



BMI North Point Data 
3/12/2014

 AS_BUILT COORDINATES/ELEVATIONS HORIZONTAL VERTICAL

DESIGN COORDINATES/ELEVATIONS (Located by L.R. Nelson) Δ (ft) IΔI (ft)

  

Name Northing Easting Elevation Code Name Northing Easting Elevation Code

356 18858.108 15937.461 1740.640 FG 356 18858.108 15937.461 1740.880 FG 0 0.24

357 18872.109 15923.550 1741.110 FG 357 18872.109 15923.550 1741.319 FG 0 0.21

358 18877.530 15902.378 1741.674 FG 358 18877.530 15902.378 1741.880 FG 0 0.21

359 18879.352 15885.608 1741.992 FG 359 18879.352 15885.608 1742.343 FG 0 0.35

360 18858.806 15891.000 1741.801 FG 360 18858.806 15891.000 1742.050 FG 0 0.25

361 18852.787 15911.065 1741.371 FG 361 18852.787 15911.065 1741.563 FG 0 0.19

362 18835.103 15913.680 1741.131 FG 362 18835.103 15913.680 1741.061 FG 0 0.07

363 18831.773 15894.845 1741.390 FG 363 18831.773 15894.845 1741.432 FG 0 0.04

364 18807.638 15898.312 1741.161 FG 364 18807.638 15898.312 1741.330 FG 0 0.17
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LIMITED MATERIAL WARRANTY  

 
REQUESTED BY:      Environmental Specialties, Inc. 

PROJECT:                   Landwell/Basic Remediation Restoration Project, Phase V Closure & BMI 

North Closure                      

TYPE MATERIAL:    60 mil HDPE Microspike® 

LOCATION:               Henderson, NV 

 

The company, referred to herein as AGRU AMERICA, warrants that AGRU AMERICA liners will 

correspond to the specifications as indicated in AGRU AMERICA technical records, catalogs, guidelines 

and test certificates at the time when sold. 

 

AGRU AMERICA warrants that the material is faultless and resistant for a period of twenty  (20) years, 

prorated from the point of time sold when properly installed, covered and used for: Pond, Exposed. 

 

AGRU AMERICA’s liability under this warranty is not applicable when damage is caused by: 

 -Natural phenomena such as thunderstorms, floods, earthquakes, act’s of war or other acts of God; 

-Chemicals which are not suitable for HDPE liners according to chemical resistance guides or 

from experience. 

 

Further, AGRU AMERICA is not liable for damages due to the misapplication, incorrect installation, and 

damages resulting from any kind of inadequate handling. In the event that any defects are noticed in the 

liner, AGRU AMERICA must be notified in writing within thirty (30) days. 

 

AGRU AMERICA shall be given an opportunity to ascertain the cause of damages. AGRU AMERICA 

reserves the right to decide how damages will be settled. 

 

Under no circumstances will AGRU AMERICA assume liability for consequential damages due to 

defective liner or incorrect installation. AGRU AMERICA will not be responsible for failures arising from 

incorrect welding of seams in the installation. 

 

Further, AGRU AMERICA’s warranty will be void in the event that the buyer performs repairs or makes 

alterations without the express approval of AGRU AMERICA in writing. AGRU AMERICA’s maximum 

liability under this warranty will not exceed the purchase price of liner and will only be in force when 

payment has been made in full and further claims regardless of the legal suppositions are not applicable. 

 

This warranty is only valid on condition that the generally approved technical standards and in particular 

the guidelines for the installation of the liner are followed and only after full bank funding of this project. 

        

      For AGRU AMERICA, Inc. 

            

             
Authorized Official               (Date)   Paul W. Barker, Vice President – (03/12/14)        

         



 
 

 

              TEL:  (225) 291-2700  FAX:  (225) 291-2788  URL:  www.ESILiners.com 

 

7943 Pecue Lane, Suite A.  Baton Rouge, LA 70809 

 

ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC. 

 ONE-YEAR INSTALLATION 

LIMITED WARRANTY 

FOR GEOSYNTHETIC MATERIAL INSTALLATION ONLY 

 

Project:  Landwell/Basic Remediation Restoration Project- Phase V Closure & BMI 

North Closure. 

 

 Subject to the terms and conditions set forth below, ESI warrants to Basic 

Remediation Company that the installation of HDPE membrane liner, geosynthetic clay 

liner (GCL) and geocomposite sold to Basic Remediation Company pursuant to project 

number 07-11-1271 at the above referenced Project was performed in a good and 

workmanlike manner for a period of one year from the date upon which installation was 

completed.   

 

 The Warranty does not cover any damage to the HDPE liner, GCL or 

geocomposite material, or defects in the HDPE liner, GCL or geocomposite material 

found to have been a result of misuse, abuse or conditions existing after installation 

including, but not limited to, malicious mischief; vandalism; sabotage; fire; acts of God; 

acts of the public enemy; acts of war or public rebellion; severe weather conditions of all 

types; damage due to any of the following: ice, wind, subsidence, chemicals harmful to 

the liner, GCL or geocomposite, machinery, foreign objects or animals.  The HDPE liner, 

GCL and geocomposite material will be warranted by the manufacturer only, not 

Environmental Specialties International, Inc. 

 

In the event circumstances are found to exist which Basic Remediation Company 

believes may give rise to a claim under the Warranty, the following procedure shall be 

followed: 

a.  Basic Remediation Company shall give ESI written notice of the facts and 

circumstances of said claim within 10 days of becoming aware of said facts 

and circumstances.  Said notice shall be sent by registered or certified mail, 

return receipt requested, postage prepaid, addressed to Kevin Simms, ESI 

7943 Pecue Lane, Suite A, Baton Rouge, LA  70809.  The words 

“WARRANTY CLAIM’ shall be clearly marked on the face of the envelope 

in the lower right hand corner.  Said notice shall contain, at a minimum, the 

name and address of the owner, the name and address of the installation, the 

date upon which the installation was completed and the facts known to 

Basic Remediation Company upon which the claim is based.  Failure to 

provide ESI with timely notice of the claim shall void the Warranty. 
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b.  Within twenty days after receipt of the notice described in paragraph a, 

above, ESI shall inspect the allegedly defective HDPE liner, GCL and 

geocomposite.  Basic Remediation Company shall pay the expenses 

incurred by ESI in making the inspection, including current per diem rates 

for personnel involved in making the inspection, in the event ESI determines 

that the claim is not covered by the Warranty. 

 

c.  BASIC REMEDIATION COMPANY SHALL NOT REPAIR, REMOVE, 

ALTER, OR DISTURB ANY HDPE LINER, GCL OR GEOCOMPOSITE 

NOR SHALL BASIC REMEDIATION COMPANAYALLOW ANYONE 

ELSE TO REPAIR, REPLACE, REMOVE, ALTER, OR DISTURB ANY 

HDPE LINER, GCL OR GEOCOMPOSITE PRIOR TO SUCH 

INSPECTION PROVIDED; HOWEVER, THAT BASIC REMEDIATION 

COMPANY MAY TAKE EMERGENCY ACTION NECESSARY TO 

PREVENT DAMAGE TO PERSONS, PROPERTY OR THE 

ENVIRONMENT.  A FAILURE TO STRICTLY COMPLY WITH THIS 

PARAGRAPH SHALL VOID THE WARRANTY. 

 

d.  If it is determined that the claim is covered by the Warranty, ESI shall either 

repair or replace so much of the HDPE liner, GCL and geocomposite as is 

defective.  THE REMEDIES PROVIDED HEREIN ARE THE 

EXCLUSIVE REMEDIES AVAILABLE UNDER THE WARRANTY.  

Any determination as to whether the claim is covered by the Warranty or 

what constitutes the appropriate method of remedying a defect will be made 

by ESI after consultation with Basic Remediation Company. 

 

e.  Basic Remediation Company agrees that it shall provide ESI with clean, dry 

and unobstructed access to the damaged or defective HDPE liner, GCL and 

geocomposite in order for ESI to perform the inspections and repairs, which 

may be required pursuant to the Warranty.  ESI shall not be liable for any 

costs relating to providing access to the HDPE liner, GCL and 

geocomposite. 

 

 THE REMEDIES PROVIDED TO BASIC REMEDIATION COMPANY 

HEREIN ARE THE EXCLUSIVE REMEDIES AVAILABLE UNDER THE 

WARRANTY AND ARE INTENDED FOR THE SOLE BENEFIT OF BASIC 

REMEDIATION COMPANY. NEITHER THE WARRANTY NOR ANY RIGHTS 

HEREUNDER SHALL BE ASSIGNABLE.  ESI SHALL HAVE NO LIABILITY 

UNDER THE WARRANTY TO THIRD PARTIES OR STRANGERS TO THIS 

AGREEMENT.  THE WARRANTY SET FORTH ABOVE IS THE ONLY 

WARRANTY APPLICABLE TO THE HDPE LINER, GCL AND GECOMPOSITE 

AND ALL OTHER WARRANTIES, EXPRESSED OR IMPLIED, INCLUDING, BUT 

NOT LIMITED TO, ANY WARRANTY OF MERCHANTABILITY OR FITNESS 
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FOR A PARTICULAR PURPOSE ARE DISCLAIMED.  IN NO EVENT SHALL ESI 

BE LIABLE IN CONTRACT, TORT OR OTHERWISE FOR ANY DIRECT, 

INCIDENTAL, SPECIAL OR CONSEQUENTIAL DAMAGES FOR, RESULING 

FROM, OR IN CONNECTION WITH, THE USE OF THE HDPE LINER, GCL OR 

GEOCOMPOSITE.  IN THE EVENT THE EXCLUSIVE REMEDY PROVEDED 

HEREIN FAILS IN ITS ESSENTIAL PURPOSE, AND IN THAT EVENT ONLY, 

BASIC REMEDIATION COMPANY SHALL BE ENTITLED TO RETURN OF THE 

PURCHASE PRICE FOR SO MUCH OF THE MATERIAL AS ESI DETERMINES TO 

HAVE VIOLATED THE WARRANTY PROVEDED HEREIN. 

 

 Except for the warranty set forth above, no representation or warranty made by 

any sales or other representative of ESI, or any other person, concerning the HDPE liner, 

GCL or geocomposite shall be binding upon ESI. 

 

 This warranty shall not be effective until full payment has been made to ESI.  

Any waiver of the terms and conditions of the Warranty shall be in writing signed by 

ESI.  The failure to insist upon strict compliance with any of the terms and conditions 

contained herein shall not act as a waiver of strict compliance with all of the remaining 

terms and conditions of the Warranty and shall not act as a waiver as to any of the terms 

and conditions of the Warranty as to future claims under the Warranty. 

  

 ENVIRONMENTAL SPECIALTIES INTERNATIONAL, INC. 

By:   

               Kevin Simms, Vice-President 

 

Date:  March 12, 2014 

 

Acceptance:  The foregoing Warranty is hereby duly accepted and shall become a 

binding Warranty upon approval. 

 

 

Accepted by:  Approved by: 

 

 

I have read and agree to the terms and conditions of the Warranty. 

 

 

BY: ..................................................... BY………………………………… (Kevin Simms) 

 

TITLE: ............................................... TITLE:  Vice-President ESI 

 

DATE: ................................................ DATE: ................................................... 
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